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EXECUTIVE SUMMARY

OBJECTIVE:

Onyx Architects was retained by Los Angeles County to perform an assessment of the Mira Loma Detention
Facility, located at 45100 North 60%, Lancaster, California. The site currently has no detainees or inmates, but was
utilized as recently as November 2012 as detention center under lease to Immigration Control Enforcement. The
Los Angeles County Sheriffs Department (SD) is considering the future use of the facility as a detention center.

The objective of the study was to assess the existing buildings/facilities and infrastructure for suitability to provide
a useful life expectancy of 30 years); and the site / utility infrastructure capacity to support development of
additional facilities to accommodate and additional 1000 inmates / detainees (hereinafter referred to simply as
inmates). This report will provide summary of findings as well as make recommendations on any improvements
needed to meet the study’s objectives. An Opinion of Probable Cost (OPC) will be provided for the required
improvements.

SUMMARY OF EXISTING CONDITIONS:

The facility functions as self-contained community, having the necessary facilities and infrastructure to support
most activities. Inmates perform the majority of minor routine site/building maintenance, as well as all cooking and
laundry distribution (laundry facilities are offsite). The County Internal Services Department (ISD) typically
maintains wells, infrastructure, and emergency generators.

The site includes non-secured visitor, staff and support facilities, as well as a secured inner core of facilities for the
inmates. This core is further subdivided into various secure zones, with access controlled by staff. The buildings
intended for inmate use and habitation are generally low security, with at least 2 additional higher security buildings
available for “high lockdown”. The habitable facilities are generally set up as dormitories, with bunk beds, common
toilet, bathing, and grooming facilities, and security / observation rooms.

The site is relatively flat, and slopes are generally developed to provide localized drainage or loading access. The
infrastructure of the site includes potable water system (pumps, tanks, reservoirs and distribution); a steam plant
for hot an chilled water distribution; and an electrical substation with an emergency generator and solar power
generation. The infrastructure also supports adjacent properties of public / institutional use, such as a hospital,
domestic violence shelter, animal control facility, and “bachelor officers quarters” (BOQ) for the detention facility.

The majority of the buildings/structures found at the facility were built during several phases:

e The site was initially developed as an air base in the 1940s, known as War Eagle Field. Those
improvements were primarily wood frame buildings, including barracks and aviation support facilities.
Most of those barracks are no longer used for habitation, but instead are either underutilized as storage
(simply because it is available) or have been repurposed as offices / maintenance facilities for support staff.
Many of these buildings are in poor condition and could not be re-utilized under current code for their
originally intended purpose.

e Detention facilities were added in the 1950’s, including dormitories, dining. And security facilities, along
with infrastructure development. These dormitories are generally of concrete and steel construction.

e  The campus was significantly expanded in the 1980’s with a number of modular steel buildings for housing,
security / control, visitation, recreation and maintenance. These are the buildings that were recently used
for detention purposes.

e In the 2000s, the campus accommodated additional modular structures for use by Immigration Control
Enforcement, including new guard tower(s), courtrooms, a medical dispensary, and support offices. The
site is currently has a new recreational area (soccer fields) being installed.

Most buildings typically have on stem walls or a concrete slab-on-grade. The majority of the buildings have
outlasted their useful life expectancy, and require on-going repairs and maintenance. The availability of labor
within the inmate population has provided the campus with additional resources for maintenance of buildings and
grounds, and thus extended their serviceability.

CODE REQUIREMENTS

For the purposes of this study, the detention facilities must meet the requirements of the various California Model
Codes (including Title 24) with local county amendments as they apply to existing buildings. A complete listing can
be found in the appendix.

In addition to Title 24 Chapters | |B and 34 accessibility evaluation, the most stringent requirements for existing
structures are generally found in the guidelines of the Americans with Disabilities Act, which is not a code
enforced by a local building official, but is civil law enforced by the courts.

For the purposes of this study, the detention center can be categorized by the Board of State and Community
Corrections (BSCC) as Type lll facilities, meaning they are “local”. BSCC enforces standards of Title |5 and of
Title 24 section 1230 (for juveniles) and 1231 (for adult inmates). These standards have programmatic
implications for the types, sizes arrangement and features of spaces required to meet the goal of 1000 current +
1000 proposed inmates. The BSCC also has standards that are “required when the program statement identifies
need” [aka the “Comprehensive/Targeted Needs Assessment”]. For the purposes of this study it is assumed that
the facilities will be continued to be classified as low-security dormitory sleeping room arrangements.

BSCC PROGRAM REQUIREMENTS

The BSCC recently conducted an evaluation of the campus, and their opinion is included in the appendix.
Generally speaking, the requirements are:
e 50 SF/ inmate for a single bed unit, 70 SF / inmate for a double bed unit, 90 SF / inmate for a triple bed
unit.
64 inmates maximum per dormitory.
Toilets / urinals at a 1:10 ratio
Sinks at a 1:10 ratio
Showers at a 1:20 ratio
Tables and chairs at a I:| ratio

COMPLIANCE WITH CODE REQUIREMENTS

The recently / normally occupied facilites are in generally in minimal code compliance with current building code as
it applies to existing buildings for the assumed era in which they were permitted and built, with numerous issues
and exceptions noted within the individual building reports. A stringent consideration of ADA accessibility
guidelines based on a population change may require substantial site and building modifications. An important
discussion of evaluation criteria and methodology is included in the appendix. There are a number of normally
unoccupied buildings that appear to be deteriorated, requiring more significant evaluation by a building official; for
budgeting purposes, many of these are assumed to be non-habitable.

On 3 October 2012, the BSCC issued an opinion as to the capacity of the dormitories based on Title |5, Title 24,
and a variance granted to this site for audiovisual surveillance. The typical modular dormitories (#7-22) have a
current capacity of 40 inmates per dorm, with the limiting factor currently being built-in seating. The existing
dorms could be modified with up 20 additional fixed seats / tables and one additional (accessible) toilet and
lavatory, with some triple-bunking if needed for space to accommodate the additional fixtures and furnishings.
This could provide a maximum capacity of 60 inmates per dorm in buildings #7-22, depending on the program
needs of the Sheriff's Department.

COMPLIANCE WITH STUDY OBJECTIVES

Ability to Accommodate an inmate population of 1000 current + 1000 future inmates

_In general the facility can comply with the current program objectives for 880 inmates with minor modifications
and repairs. The site generally has sufficient land upon which facilities can be expanded or replaced to
accommodate and additional 1000 inmates.

The addition of substantial new habitable building area may affect the electrical and potable water infrastructure;
further study is needed to determine if this would be offset by increased efficiencies in other electrical systems and
fixtures over the life of the project. The existing steam plant, water supply system, an sewer capacity appear
adequate for the proposed onsite expansion; however, since these facilities also provide service to other nearby
(offsite) properties, the future program needs of those other neighboring / regional uses should be considered in a
separate study.

Useful Life Expectancy of 20 to 30 Years

The majority of the currently habitable buildings consist of prefabricated structures installed the 1980s. These
structures are within their useful life expectancy, and require on-going repairs and maintenance for their continued
use.

RECOMMENDED IMPROVEMENTS
Generally recommended improvements include:
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e ADA accessibility to all functions within the site, including new ramps across major portions of all sites to
provide a path-of-travel to the various building pads, new landings and ramps to provide accessible
building entrances; doorway, bathroom, fixture and controls accessibility

e Demolition or replacement of older structures that will not survive without extensive ongoing
maintenance. Some of these structures may have potential use as storage for non-essential materials, but
are they are generally not economically viable for habitable use. A few structures may be usable and may
also have potential historic significance. Further research as to potential historic significance is
recommended prior to demolition or alteration.

e Roofing repairs and coatings for the modular metal structures. This would include mansard repairs at the
modular court building, if such buildings are not removed by the previous tenant.

e Ongoing sustainability improvements in lighting and mechanical systems to reduce operating costs.

OPINION OF COST
An opinion of probable cost has been provided and is referenced in the overall building summary and included in
the appendix.

Existing Facilities

To summarize, we estimate a direct cost of $7,794,470 ($10,901,243 with GC markups and contingency) to do the
necessary repairs and improvements identified in the report. Those repairs are conservatively estimated, meaning
that the evaluating professionals to a cautious (thorough) approach to issues like ADA accessibility, and the cost
estimator took into account the related scope associated with these resulting work items.

The facility could legally accommodate 880 inmates immediately with very little re-commissioning expense. The
overall estimate is intended to be viewed in terms of a 30 year life expectancy..

It is quite possible that a more focused scope will substantially reduce the opinion of probable cost. For example,
if the county's legal counsel determines that not all of the dormitories require accessible fixtures, this may save on
substantial accessibility upgrades at many buildings. However, given the scope of work in the evaluation, it is our
experience that it is more prudent to be conservative in evaluation and estimation.

Expansion / New Construction Alternative
We recommend a ROM budget of $350/SF for dormitory-style detention facilities, and $450/SF for detention
facilities with individual cells (such as in the "high lockdown" Adjustment Center Building #23).

In order to determine the cost to accommodate 1000 additional inmates, we would need to determine, several
other factors, such as:
I. The appropriate layout and programming: For purposes of this study, we will assume that future
additional housing will be equivalent to the 31" x 112' dormitory units built in 1981.
2. The interior furnishings layout: double or triple bunk, # of tables and chairs, etc. For purposes of this
study, we will follow the scenarios listed in the 10/3/2012 letter of evaluation from Magi Work to Sheriff
Baca.
3 The use of existing facilities (Kitchen/Dining, infirmary, etc.) to accommodate the additional inmates,
rather than building additional support facilities. For the purposes of this study, we will assume additional
shifts or more intense use of the existing facilities.

Based on the scenario described above in the 10/3/2012 letter from Magi Work, and based on an ROM cost of
$350/SF:
| At 42 beds per dorm, it would take the equivalent of 23.8 new dorms to accommodate 1000 inmates,
for an ROM cost of $28,583,333 for the new dorms.
2 At 50 beds per dorm, it would take the equivalent of 20.0 new dorms to accommodate 1000 inmates,
for an ROM cost of $24,010,000 for the new dorms.
3 At 60 beds per dorm, it would take the equivalent of 16.7 new dorms to accommodate 1000 inmates,
for an ROM cost of $20,008,333 for the new dorms.
4 Magi Work described a scenario in which the existing dorms could be simply retrofitted with slightly
larger tables and a couple of additional fixtures, and then these existing facilities could accommodate
another 320 inmates. [f this was done, and only | 1.3 new dorms were required for another 680 inmates
(to reach the goal of 1000 additional inmate capacity), the ROM cost of $13,605,667 for the new dorms.
The scenarios described above should be reviewed with the Sheriff's Department for compatibility with their
program goals, especially in regards to the assumptions in |, 2 and 3 above.

EVLAUATION CRITERIA AND METHODOLOGY

It is important to understand the criteria and methodology that informs the opinions expressed in this study. This
is especially important when considering building replacement and site accessibility; alternative evaluation criteria

could lead to potential alternative opinions. A more comprehensive explanation of criteria and methodology is
included in the Appendix.
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Building ID

Building Name / Use

Building ID

Building Name / Use

nistration 32|E & F School (portables)
2|Main Control 33|Heliport
3|Infirmary / Processing 34|Visitor Booth
AInmate Services 35|Main Gate Booth
5|Warehouse / Laundry 36|Jaffey Park Booth
6|Utility Shop (Gardening) 37|North Gate Booth
7|Barracks ("low side") 3614|Outside Maintenance
8|Barracks ("low side") 3615|Outside Maintenance
9|Barracks ("low side") 3616|Storage
|0|Barracks ("low side") 3618|Storage
| I|Barracks ("low side") 3619|Storage
I2|Barracks ("low side") 3620|Storage
| 3|Barracks ("low side") 3621|Storage
| 4|Barracks ("low side") 3626|A - Able Barracks
I 5|Barracks ("low side") 3627|D - Dog Barracks
| 6[Barracks ("high side") 3628|C - Charlie Barracks
| 7|Barracks ("high side") 3629|B - Barker Barracks
I8|Barracks ("high side") 3630|FSB (Facilities Service Building)
I9|Barracks ("high side") 3632|0Old Side School / Archive?
20[Barracks ("high side") 3636|Backgrounds
21{Barracks ("high side") 3637|Hangar |
22|Barracks ("high side") 3638|Training Room
23|Adjustment Center (high lockdown) 3642|War Eagle Tower (airport tower)
24|Recreation room 3645|Metal Shop
25|ICE Administration 3646|G-Barracks (hard lock)
26|Visiting Restrooms 3656|Silver Bullet (British 'Theater')
27|Immigration Courts 3929|BOQ (Bachelor Officers Quarters?)
28|Scheduling / Training 3985|Pump House
29|Kitchen Armory 4165|Kitchen / Dining
30|Steam Plant 4164.2|Walk-in Refrigerator
31]OId Side Canteen 4165.3|Walk-in Refrigerator

4268

E - Easy Barracks

4269

F - Fox Barracks
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IMira Loma Detention Facﬂlty
B

uilding Condition (summary of all disciplines)

Bldg no. |
Bldg. name Administration

RATINGS
[Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
Currept Size / Count 2 Program: required to meet regulations for intended use
BSCC|[Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating 4 Sustainability: recommendations to lower operating costs
Discipline Compliance | Program Capacity Recommendation
2 3 ¢ | 2
9 < 00 IS > S g ]
) ) 0] c e S o I 3 £
S 3 0 2 ¥ =S v & £ 8
Building Name / Use 502 S 2 x g 3 S g s 2 Photo Ref. Comments
OVERALL
C: ADA change door |12 to lever, enlarge toilet+shwr and remove | bench in each
1.3, 6, 9, 28;IM+F locker room, remove wall & door 109, add opener to door 105; M: complete
I|Architectural na [ ] [ ] 27.21 patch and coating of roof
2|Structural
3|Mechanical | | | 1.66 JEXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED.
4{Plumbing [ [ 1.33 1.41 JPLUMBING FIXTURES NEED TO BE REPLACED.
JProvide GFI at sink. May benefit from upgraded lighting (LED) or lighting
5|Electrical [ ] [ ] 1.59 1.60 fcontrols.
6|Other (If Applicable)

ONYX ARCHITECTS @I!i'
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING |
GENERAL CONDITIONS

1.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING | PHOTOS




Mira Loma Detention Facility

Reviewer / Discipline

Architecture

BuildingNo. \ /A& ¢ LOC S0 Page

Mira Loma Detention Facility

Building Name /Recent Use

Reviewer / Discipline

Architecture

Bldg Type A

Building No.

i

Page.7 /2'

Building Name /Recent Use Az 4 LETACEES

Bldg Type

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

Ay

[Rating

{ Code / Life Safety: required for basic eccupancy and accessibility
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ic), closer,
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2265 base, cracks, bumps,
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CEILING type__~- &
height, , finish, paint,

holes, moisturs, tites

FINISHES: surfaces: walls,
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OVE! (summary) | i OVERALL (summary) .
e EXISTING ELECTL:C WATEH
1|SPACE COOLING 1 |WATER HEATING v HERTEAS wEke- ol Ado
B e ,
Bl Ao WIS ARE _
2|SPACE HEATING T ALD Anp dCEs LISING 2|COLDWATER PIPIES I Mo coemmenT
F—o2 FEtRicCRAl {
3|pucTWoRK vy Mo nomimestr 3|HOTWATER PIPES L~ M commeT
ONYX ARCHITECTS YX
Yomie GEALLER /EE0ICH i . ..
GRILLES AND REGISTERS L leen TU Be Re 4|GAS PIPES T No  ocommeslT

| PLupP e [Fricpusel (oeLy
o 5|PLUMBING FIXTURES i, /
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|Mira Loma Detention Facility Building No. ] Page 76
|Reviewer / Discipline Electrical Building Name /Recent Use Administration
Bidg Type
Capaciry (if applicable) |Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
JEst Capacity / Rating 3 Maintenance: Repairs and routine maincenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Rating Cornply“ Recommendation
< §1&1].
E|s
2 g Q‘ o [} g E s
§ Observation i g 23 $ g é Additional Comments For OPC Use
[~ [OVERALL (summary) - v \/=i
| 480 217V Mo PARE
1|POWER DISTRIBUTION \/ m-m/'l’umm“"“’
a V.
Z X4 \n TG Tevw DAL
2|UGHTING Wi J \/ CurAindl, AONO SurFRlE
WMoun Trp favTuws W ofsd
fwus2s,
f L& veeo o Be
3|CONDUIT & RECEPTAGLES \/ V] ,ﬂfmo on AL fue,
4
5
6

ONYX ARCHITECTS
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Mira Loma Detention I-=acility Bldg no. 2

Building Condition (summary of all disciplines) Bldg. name Main Control
IRATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 2 Program: required to meet regulations for intended use
BSCC[Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating 34 Visitor Stations 4 Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
z < g g =
NN = | 5| 2 e | 5| 2
Sl Bl 2l 9 s | )| 2| £ %
Building Name / Use & S S 2 X i S S i s 3 Photo Ref. Comments fopc
OVERALL
: ADA change ~50% of doorknobs to lever, reposition sink for clearance,
N na - - insulate pipes, add grab bars at toilet, lower ctr to 34" AFF, add handrails &
hair lift to control rm stair; M: complete patch and coating of roof; water
[|Architectural tain @ lobby clg
| |
2|Structural [investigate further: CMU demising wall anchorage
ik O
3|Mechanical 2.62 IEXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED. O N Y X A RCHITECTS HW
. . A
4|Plumbing 2.152.16 JPLUMBING FIXTURES NEED TO BE REPLACED.
| | |
5|Electrical 2.39  JProvide GFl at sink. May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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[Mira Loma Detention Facility Building No 2 Page 1
Page Reviewer / Discipline Mechanical Building Name /Recent Use Main Control
Bidg Type

|Mira Loma Detention Facility Building No. .
[Reviewer / Discipline Architecture Buildi
ing Name /Recent Use AxSvaps— 11\ Ay v Con 12D L — -
Bidg Type 4, gapacitys(_rf apgllcable} Rating

Capacity (if applicable) [Rasing urrent Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
Ci nt Size / C . . BSCC Standard 2 Program: required to meet regulations for intended use

urrent Size / Count | Code / Life Safety: required for basic occupancy and accessibility Est Capacity / Rating 3 Malnlenance: Repairs and routine maintenance / replacement 1o prolong useful life of bullding
|BSCC Standard 2 Program: required to meet regulations for intended use 4 Sustainability; recommendations to lower aperating costs
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building -

A Ve TeE TR 4 Sustainability: recommendations to lower operating costs
=X i a™ it Item Rating | Comply || Recommendation
General AU

Item Rating Comply || Recommendation

For OPC
Additional Comments |Use

Fair (YELLOW)
Code, ADA
BSCC

Code
Program
Sustainability
Photo Rel.

Observation
Additional Comments For OPC Use OVERALL (summary)

| Mamienance

Observation

OVERALL (summary)

— SPACE COOLING Pg AT o Fmsef
ROOF: membrans, structurs W Wr l'fE/aﬁ- m = ..\ #7 3 - A - TN F . — "l s
integrity, drainage, flashing, (- A A . £ i 7
qgutter, insul, vent, screens, = »
eaves, holes est life

Fair (YELLOW)
Good (GREEN)
Code, ADA

tem No.
Maintenance
Sustainabilicy
Photo Ref.
I!em No.

BSCC
Code
Program

=

\.
-
Ay
-
"

™

<

WALLS & POSTS: ext. finish, 4 - |
flashing, structure, integrity, y rn < N EACE [ L‘.
base/weeap, moisture, holes SPACE HEATING v . |

L)

WINDOWS & VENTS: frame,
glazing, hardwara / access, Vv
weathertightness, screen/
louver, bars

ENTRY: path/ height, landing g CHPHEpE Deeaiie TP LR,
ext.fint., threshold, strike cir, 7 N
width, ext. door, hardware 3 |DUCTWORK 4 OO ] =
(lever/panic), closer
DOORS (interior): frame, trim, v v g’p‘?‘, ok Oes HAVE LEVIES
erols

panal, thrashold, hardwara REMmACEZ. =
Ko e _ ONYX ARCHITECTS

panic), closer,
clearances -
Gt L AEX S EEL

FLi DR:ﬁnish1Q‘ﬂ! . AND R TER £ 2
2‘?22 base, cracks, bumps, Y GRILLES AND REGISTERS \ -t drnly LEE
drains, steps/ramps, moistura, F e Liw
seal T

CEILING type_ AL v )(

height, , finish, paint,
Mls@ﬁles

Y

WOTER  STAING LBy ok

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile, v
handrails, cabinets, mirrors,
fixed fumishings

ADA: POT; GLR sink/ tif urn/ Tovm iR, Slias MmNZea L o

shower/ part'n/ counigrs; | 6‘5@’@!1’2’ ———r 34 i

ipes, \ Ay t o H-Ars
oo i, e | r

A

SECURITY (reported)

OTHER
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|Mira Loma Detention Facility

Building No. 2

[Reviewer / Discipline Electrical Building Name /Recent Use Main Control
Bldg Type
Capacity (if applicable) JRasing
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 12 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 S r to lower operating costs
General
Item Rating Comply || Recommendation
< ilE] .
3 § Q §l3 |3
glolle|Bl2]0]
5 Observation f S g o 4l 1 § 5 g Additional Comments For OPC Use
=
OVERALL (summary) ¥4 K% |
1|POWER DISTRIBUTION I
2|LIGHTING A vl T OFFicis Aed .
s AVl | vicToes dreen (v 4.
3|CONDUIT & RECEPTACLES \"J /

ONYX ARCHITECTS

Mira Loma Detention Facility Building Mo. 2 Page 65
Reviewer / Discipline Plumbing Building Name /Recent Use Main Control
Bldg Type
Capacity (if applicable) |Rating
Current Size / Count 1 Code / Life Safely: requined for basic occupancy and accessibility
ESCC Standard |2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine mainisnance | replacement to prolong usetul ifs of bullding
|4 Sustainabliily: recommendations to lower operating costs
General
Item Rati Comply || Recommendation
s
: - g5
$ 4 B 1 g2
_ < g 8 g 52|28 For OPC
E Dbservation 2 a cl=lald Additional Comments Use
OVERALL (summary) |
GAS WATEL {PEATERL . 1 AS
1|WATER HEATING V/ ko, Noe DA o, Frr .
RELIEP VALyE: sl AP|elial
oL ryie oK., o DESTrmc
S RA
2|COLDWATER PIPIES V2 Coppef- pipes «REe
Ex/ Or7alfe fi0 commest]
: copFEL Pr oS eoORE
o
3|HOTWATER PIPES v ! Exivrde. ko commesi
4lGAS PIPES AMe ¢ CImnieET
1T
Fixpupees wWele oo,
5|PLUMBING FIXTURES
8

OIN;
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IMira Loma Detention Facility

|Reviewer / Discipline

Building No. ) Page
Building Name /Recent Use i) W/’W ¢
Bidg Type AurtoH—

Capacity (if applicable)

Current Size / Count

[Raing

| Code / Life Safety: required for basic occupancy and accessibility

oy hS)

IBSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 inability: r dations to lower operating costs
General
ltem Rating Comply || Recommendation
z o | »
i b g = -
g 5 A K e|8[3]2
z 3 g | v o g, 2 '—E ]
S Observation i 8 3 g 3 sfIE| 3 é Additional Comments For OPC Use|
OVERALL (summay)
A JSOL2
/ Z)
D
| N Apcuorat s <

[/M)M 7 uhovivh

ONYX ARCHITECTS
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Mira Loma Detention Facility Bldg no. 3

Building Condition (summary of all disciplines) Bldg. name Infirmary / Processing
IRATINGS
ICapacit)' (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 2 Program: required to meet regulations for intended use
BSCC |Standard B Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating 4 Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
= ] oy
c = > g =
S < 00 £ z € 8 <
- ¢ 9] S g g o g g 5
o ° O 2 g0 3 © &0 c S
Building Name / Use 8 S 2 X L S S < s 3 Photo Ref. Comments forc
OVERALL
C: ADA interior strike side too small, need lever hdwre, toilet+sink
N na u u 33,59, I2,|<Iearance at all 3 restrooms; M:clg water stain near dr 3-13, tile damage;
I|Architectural 13,16 [break room cabinets
|
2|Structural Jinvestigate further: CMU demising wall anchorage
| |
3|Mechanical [EXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED. @Il‘i'
. . ONYX ARCHITECTS nw
4{Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED. A
| | | |
5|Electrical 3.27  JMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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[Mira Loma Detention Facility Page 1

Reviewer / Discipline

Building No. 3
Bullding Name /Recent Use Infirmary/Procassing

Building No. 2 Page Mechanical

Mira Loma Detention Facility

Reviewer / Discipline

Architecture

Bidg Type

Building Name /Recent Use |,/ 2,1 Aq2s

Capacity (if applicable)

Current Size / Count

|BSCC Standard

|Est Capacity / Rating

Bldg Type
[Rasing

4 inability: rec d:

to lower

| Code / Life Safety: required for basic occupancy and accessibilicy
2 Program: required to meet regulations for intended use

ting costs

13 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding

Capacity (if applicable)

Rating

Current Size / Count

BSCC Standard

Est Capacity f Rating

1 Code / Life Safety: required for basic occupancy and accessibility

2 Program: required {o meet regulations for intended use

3 Mainenance: Repairs and roubing maintenance / replacamant 1o prolong useful life of bullding
4 Sustainabillly; recommendabions fo lower operating costs

Item

Rating

General
Comply

Recommendation

Rating

General

Observation

tem No.

Fair (YELLOW)

Good (GREEN)

Code, ADA
BSCC

Sustainabilicy
Photo Ref.

Code
Program
Maintenance

Additional Comments

For OPC Use

Observation
OVERALL (summary)

lhem No

Fair (YELLOW)

Code, ADA
BSCC
Code

Program

Maintenance

Comply || Recommendation
|

For QPC

Additional Comments |Use

Sustainability
Photo Ref

OVERALL (summary)

ROOF: membrane, structure
integrily, drainage, flashing,
gutter, insul, vent, screens,
eaves, holas est life

_—

SPACE COOLING

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
|base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

2 |SPACE HEATING

ENTRY: path/ height, landing
axt.fint,, threshold, sirike clr,
width, ext. door, hardware
(lever/panic), closer

SAVAE ST L.AW:{Tz)

3 |DUCTWORK

DOORS (intarior): frame, trim,
panel, threshold, hardwara
(lever/panic), closer,
clearances

FLOOR: finish 1_{_- | ,

2 base, cracks, bumps,
drains, stepsframps, moistura,
seal

CEILING type_A.L T,
haight , finish, paint,
holas, moisture, tiles

Shaa

rens Aeo” 2-13

FINISHES: surfaces: walls,
paint, wainscol/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

(ADA: POT; CLR sink/ titf urn/
t { part'n/ counters;

pipes, contrals,

switchesfoutlets, railing

3

A= At @ AL

gl A

SECURITY (reported)

4|GRILLES AND REGISTERS

OTHER

ONYX ARCHITECTS
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Elra Loma Detention Facility Building No. 3 Page 84
Reviewer / Discipline Plumbing Building Name /Recent Use Infirmary/Processing
Bldg Type

Capacity (if applicable)

Current Size / Count 1 Code / Life Safety. required for basic occupancy and accessibility

BSCC Standard 2 Program: required to mest regulations for intended use

Est Capacity / Rating 3 Maintenance: Repairs and routine malntenance | replacament 1o prolang useful iife of building

Sustainability: recommendations o lowsr operaling costs
General
Item Rati Com) Recommendation
g 8| &
oL E
2 H B 5|8 g :
x § g g E g For OPC
5| Observation 3 S 3| a|£ Additional Comments Use
ERALL (summary)
GAL (MTER. TSITEx_ e
1|WATER HEATING &, Mo praid pae, /7|
f s s.nf'f ‘i i E i _'l'f'-t.dzh(j
[ = JFecai [V =Ty |
Sredapy,
1t
2 |COLDWATER PIPIES COFrFe-— pPIpES HEEE

ExiSTIME | Mo commisaf

3[HOTWATER PIPES

c.df,fa‘pE‘.{__ f'.‘-"rmi I —
Exirraiks . Mo Camamriy

4|GAS PIPES Mo CprneveasT

/
5|PLUMBING FIXTURES Fix TugeESl wete oLp
6

|Mira Loma Detention Facility

[Reviewer / Discipline

Electrical

Building No. 2

Building Name /Recent Use Infirmary/Processing

Bidg Type

Capacity (if applicable)

Current Size / Count

BSCC Standard

|Est Capacity / Rating

Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs

3|CONDUIT & RECEPTACLES

General
Itermn Comply || Recommendation

< g2 .

(a] = B
3 21, HHE
E Observation 3 g § E .E E Additional Comments For OPC Use
~ |[OVERALL (summary) W 4| vy
1|POWER DISTRIBUTION v

A A [ T-8Ak Caank TX&.
2|uGHTING 1 |
v 4 T-Br Coarundy, x4 oftie,
/

OIN;

ONYX ARCHITECTS
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[Mira Loma Detention I-=acility Bldg no. 4

Building Condition (summary of all disciplines) Bldg. name Inmate Services
IRATlNGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
2 IS 3 | 2
e < 00 £ 2 £ g E
- o 9] = o g o e 3 £
o] ] O 7 & a o & c 2
Building Name / Use 8 S 2 X i 3 S i 5 2 Photo Ref. Comments JjoPC
OVERALL
N na u : ADA missing grab bars, sink 14" from wall at 4 restrooms, lower
I|Architectural 4.1, 2, 8, 29 Jreception desk to 34" AFF
|
2|Structural finvestigate further: CMU demising wall anchorage
| |
3|Mechanical 461  JEXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED. @Ii{.
ONYX ARCHITECTS 1;,{
|| | ‘
4{Plumbing 447  JPLUMBING FIXTURES NEED TO BE REPLACED. (e
| | |
5|Electrical 446  JMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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[Mira Loma Detention Eacilhy Building No E Page 1
|Mira Loma Detention Facility Building No. Page Reviewer / Discipline Mechanical Building Name /Recent Use Inmate Services
|Reviewer / Discipline Architecture Building Name /Recent Use | W MATE SHv@V) cE= (& Aes Bldg Type
Bldg Type A+ Capacity (l'rf applicable) Rating
Capacity (if applicable) Rating Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibiity
Current Size / Count B Gt L e b for b occiily vl acces NI BSCC 512!'1 dard : 2 Program required io mest regulations for intended use
Est Capacity / Rating 3 Mainlenance: Repairs and routing maintenance / replacement 1o prolong useful ife of buliding
BSCC Standard 2 Program: required to meet regulations for intended use 4 Sustainability: recommendations 10 lower operating costs
[Esc Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

45 bilicy dations to lower operating costs

Recommendation

g
e
]
:
S,
s

Item Rating [

|\For QPC
Additional Comments Use

Fair (YELLOW)
Maintenance
Sustainability
Photo Ref

Code, ADA
BSCC
Code
Program

Observation
Additional Comments For OPC Use OVERALL (summary)

&b;'.rrl Nao

Code, ADA

Maintenance
Sustainability
Photo Ref.

Observation

OVERALL (summary) (1L o 3 A
1|SPACE COOLING : P Fair) 1ol ade

ROOQF: membrane, structura S pae s .
integrity, drainage, flashing, f | 2 z J- P =
qgutter, insul, vent, screens, '3
eaves, holes est life

tem Ne.

Fair (YELLOW)
Good (GREEN)
BSCC

Code
Frogram

WALLS & POSTS: ext. finish, .
flashing, structure, integrity, R a i Ceibads Fa g P
base/weep, moisture, holes 2|SPACE HEATING T e JeEs Ceogiily

WINDOWS & VENTS: frame,
glazing, hardware / access, .
weathertightness, screen/
louver, bars

ENTRY: path/ height, landing
axt./int., thrashold, strike clr, ") o O —
width, ext. door, hardware J|DUCTWORK 4 NC i =
(lever/panic), closer

DOORS (interior): frame, trim,
panel, lhrqshold. hardware v
(leveripanic), closer, _ ONYX ARCHITECTS

clearances

FLOOR: finish 1£40YC ] e
20#2F-pase, cracks, bumps, v 4|GRILLES AND REGISTERS v

drains, steps/ramps, moisture,
seal

CEILING type_ ¥V 11~
height____ finish, paint, I
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings L Yo

ADA: POT; CLR sink/ tt/ urn/ Veete@m s slon goub ppce

e s STk 14 G G

switches/outlets, railing shafd 22 Add Geab s 8

Surmg [ 1 i
buogs i qﬂ'uJ‘E r P Lj)
SECURITY (reported) bl < ltE N (
APA Recep W oo o
€ 42" hig»

QFHER
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Mira Loma Detention Facility

Building No. 4 Pages3

Reviewer / Discipline Plumbing Building Name (Recent Use Inmate Services
Bidg Type
Capacity (if applicable)
Current Size / Count 1 Code / Life Safety: required for basic occcuparncy and accessibility
BSCC Standard Program: required to meet regulations for intended Lse
Est Capacity / Rating Maintenance: Repairs and rouline maintenance | replacement lo prolong usetul ife of building
Sustainabliity: recommendations to lower operating costs
General
Itam Rating | Comply || Recommendation
d E 285
a é < & g @
- g 3 g 58|82 For OPC
5 Observation & 2 cl=|lal& Additional Commants Use
OVERALL (summary)
v/' ElEcTpic «ATEEL fEATER
1|WATER HEATING WAS ole, ik Praryy -
) - o= avl
2|COLDWATER PIPIES Cofrse- re
4 Ex/ETine . flo compd
3|HOTWATER PiPES /) Copper_ forpe RS
EXI LG |, ife commes
4|GAs PIPES o commen'T
5|PLUMBING FIXTURES A Fixfirer were oL,
L) — A-DA. ., ACCESS v L vt
Ay AOT A CCoCU Bie .,
6

[Mira Loma Detention Facility Building No. 4 Page 73
|Reviewer / Discipline Electrical Building Name /Recent Use Inmate Services
Bldg Type
Capacity (if applicable) |Rating
Current Size / Count | Code | Life Safety: required for basic occupancy and accessibiity
lBSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
Item Recommendation
g |2
¢ 519
3 1HE
s
j Observation g 3 g 2 Additional Comments For OPC Use
——-
OVERALL (summary) 1
1|POWER DISTRIBUTION Ll
2|LIGHTING L v|v
3|CONDUIT & RECEPTACLES A
4
5
6

ONYX ARCHITECTS

OIN;
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[Mira Loma Detention Facility

|Reviewer / Discipline

Bldg Type

Building No.

Building Name /Recent Use

7

Itmat® Covwlet)

e AL G

Capacity (if applicable)

Current Size / Count

|Rating
| Code / Life Safety: required for basic occupancy and accessibility

BSCC Standard 2 Program: required to meet regulations for intanded use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of buitding
4 to lower operating costs
General
Item Rating Comply R d
|
B 12|,
$ o< E g 2]«
g | O o 2 K]
g Observation E 3 3 § 3 E g E § Additional Comments For OPC Use
OVERALL (summary)
///AJ-/MC‘
Vs

ONYX ARCHITECTS
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Mira

Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

5
Warehouse / Laundry

[Capacity (if applicable)

urrent Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

| Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

K Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
= by
£ 3 3 g =
S < 00 £ fo £ g <
o ) [®) £ g S ° I g £
- 3 3 9 ki & 3 3 & 5 2
Building Name / Use & S 2 X & S S & o 2 Photo Ref. Comments foprc
OVERALL
: ADA Change entry threshold, change all doorknobs to levers, add grab
N na u | 5.1, 8, |1, Ppars insulate pipes, stairs handrails; M: pinched downspout, missing tiles at
I]Architectural 12,29 [Iwomens restroom
|
2|Structural linvestigate further: CMU demising wall anchorage
| |
3|Mechanical 5.38  JEXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED.
| ]
4|Plumbing 5.57  JPLUMBING FIXTURES NEED TO BE REPLACED.
]
5|Electrical 5.46  JMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 5
GENERAL CONDITIONS

5.0



ONYX ARCHITECTS %
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BUILDING 5 PHOTOS
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Mira Loma Detention Facility Building No 5 Page 1
|era Loma Detention Facility Building No, <~ Page Reviewer / Discipline Mechanical Building Name /Recent Use Warehouse / Laundry

[Reviewer / Discipline Architecture Building Mame /Recent Use \! 32 thp s / LA N O Bldg Type
BldgType A (v/ crmu €A T el Capacity (_:f applicable) Rating
Capacity (if applicable) [Rasine Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
Current Size / Count 1t LI S il Sor i and . BSCC Standard 2 Program: required to meet ragulations for intended use
o e ! Est Capacity / Rating 4 Malntenance: Repairs and routine maintenance / replacement to projong useful life of bullding
IBSCC Stndard (2 Program: required to meet regulations for intended use b4 Sustainabllity: recommendations to lower operating cosis
|Ese Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

General

4 Sustainabilicy: recommendations to lower operating costs
Comply || Recommendation

g
7
=
2

ltem Rating Comply || Rec dati

Fair (YELLOW)
Code, ADA
Maintenance
Sustainability
Photo Ref

.

9

Q

o

(9]

BSCC
Code
Program

QObservation
Additional Comments For OPC Use OVERALL (summary)

Maintenance

Observation

OVERALL (summary) | ExisTT e 77 X
1|SPACE COOLING Ew s L Eah 45 e A

ROOF: membrane, structure X Eiininal Dovnepad) - :_‘__ Al el

integrity, drainage, flashing, x % = { AT .

gutter, insul, vent, screens,

eaves, holes est life

Fair (YELLOW)
Good (GREEN)
Sustainabilicy
Photo Ref.
'tem No

Code, ADA
BSCC
Code
Program

tem No.

(rw e cuk @ ext,
WALLS & POSTS: ext. finish, S )
flashing, structura, integrity, b ; ] ;
base/weep, moisture, holes 2|SPACE HEATING hE AT PrLter Cophite

WINDOWS & VENTS: frame,
glazing, hardware / access,

weathertightness, screen/ >
louver, bars

ENTRY: path/ height, landing i | |
ext.int., threshold, strike clr, 7~ ¢ aaas! Terzelel d (A '“) - )

width, ext. door, hardware y v oA 3|DUCTWORK Rl =
{lever/panic), closer
DOORS (interior): frame, trim, N \y Nz
panel, threshold, hardware e

iovarisan) cose, ' | ONYX ARCHITECTS

FLOOR: finish 1 ] GRILLES AND REGISTERS X
2 base, cracks, bumps, o T
drains, steps/ramps, moisture, =

seal

£

CEILING type. .
height , finish, paint, |
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ tf um/ LENGTY PrATIA ¥
shower/ partn/ counters; % ToLET =

- /
pipes, conlrols, >{‘ E6ey L
switches/outlets, railing (a2 g e

SECURITY (reportad)

OTHER
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SITE VisiT : Wep. Nov. I13+14, 2012
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FIELD NOTES
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Mira Loma Detention Facility Building No. 5 Page 62 Mira Loma Detention Facility Buiiding No. 5 Page 72
Reviewer / Discipline Plumbing Building Name /Recent Use Warehouse / Laundry Reviewer / Discipline Electrical Building Name /Recent Use Warehouse / Laundry
Bldg Type Bldg Type
Capacity (if applicable) Capacity (if applicabl |Rating
Current Size / Count 1 Code / Life Safety; required for basic cccupancy and accessibility C qus(,l a’:T_:o ) T L - 5
BSCC Standard Prograin: neguiced 10 meet gl r inkensed I8 [Current Size / Count Safety: requi occupancy and accessiiity
Est Capacity / Rating Maintenance: Repairs and routine maintanance | replacement 1o prolong useful life of building IBSCC Standard 2 Program: required to mest regulations for intended use
Sustalnabliity: recommendations 1o lower operating costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General M4 S rec 10 lower operating costs
Item Rating Comply || Recommendation General
Item Rating Comply || Recommendation
g & g g i
2 4 B 85§ £ - sl
; -1 g i 2 g g For OPC _ : < P12
ji Observation 3 3 Sl a Additional Comments Use $ E =la g o
c
OVERALL (summary) § Observation 5 g g g & & Additional Comments For OPC Use
_ ELeoTia . e HIE B OVERALL (summary) Vv
1|WATER HEATING M WA cv2 | fo pEd i pasd, |,
rgelier A ey gl
£ S - 1 |POWER DISTRIBUTION 1
ool THE Flook
2|coLowaTER PRIES C:[)FE&_ Fpe B 5T
D Qo mmedy - e =
- 2|LIGHTING =d ke
" s =gy,
3|HOTWATER PIPES CL{’!’F L e SXer -
- cemmerdT - |~
4 3|coNDUIT & RECEPTACLES o % @
ONYX ARCHITECTS
4|GAS PIPES e cop hEAT

4
r =TT = Ol
5|PLUMBING FIXTURES v F ol weres 1
“ Aiod) — ALA-
5
6
6
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Pad

|Mira Loma Detention Facility

Building No. T Page

|Reviewer / Discipline

Building Name /Recent Use m%u/‘ ;5"

sis e TAmE Af (o

Capacity (if applicable)

|Raing

Current Size / Count

| Code / Life Safety: required for basic occupancy and accessibility

IBSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
§ i < 8| &
21a 5|3 ]|%
o g [V IS 4 s | <
z '§ g U K] Ea § 5 2
g Observation é $ 3 z S 3_ 'z—“ a é Additional Comments For OPC Use
Sl dsrdS
AanlS
Jomb (KT
cmee, ~
)
( 2otV fé/n Y
~J

OIN;

ONYX ARCHITECTS
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Mira Loma Detention I-=acility Bldg no. 6

Building Condition (summary of all disciplines) Bldg. name Utility Shop (Gardening)
RATINGS
ICapaCity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating 4 Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
= i z
(= g > § =
e < o0 £ 2 £ g E
] % @] < s g o I g £
o ° O @ g 8 ] % c S
Building Name / Use 502 S a X £ g S & 5 2 Photo Ref. Comments [OoPC
OVERALL
N na u u LC: ADA Change entry threshold, levers @interior doors, rebuild restroom
I{Architectural 6.0, 3, 5, 8 fand stairs for access; M: pinched downspout
|
2|Structural [investigate further: CMU demising wall anchorage
n u EXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED. REROUTE
3|Mechanical 6.75 DUCTWORK PROPERLY. @Il‘i‘
. . ONYX ARCHITECTS 1;,{
4{Plumbing 6.73 6.78 JPLUMBING FIXTURES NEED TO BE REPLACED. ‘ A
| | ]
5|Electrical 6.58  May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
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SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 6
GENERAL CONDITIONS
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|Mim Loma Detention Facﬁlty

Building No. /7, Page

Mira Loma Detention Facility

[Reviewer / Discipline

Architecture

Building Name /Recent Use @MEN /[) 7] 1,)’[‘7’

Building No

-]

Page 1

Bldg Type -Ac

Capacity (if applicable)

Current Size / Count

| Code / Life Safety: required for basic occupancy and accessibility

|BSCC Standard

Pragram: required to meet regulations for intended use

Est Capacity / Rating

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 5 il dati

to lower operating costs

Item

General

Rating Comply || Recommendation

Observation

tem No.

Additional Comments For OPC Use

Fair (YELLOW)
Good (GREEN)
Code, ADA
Maintenance
Sustainabilicy
Photo Ref.

Program

BSCC
Code

OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

otanspook elathl Cose

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
'weatherightness, screen/
louver, bars

ENTRY: path/ haight, landing

axt.fint., threshold, strike clr,
widith, ext. uocr@

(leverfpanic), closer

Lroprnge rN JorkogBs

DOORS (interior): frame, trim,
panel, threshold, hardware
(lever/panic), closer,
clearances

FLOOR: finish 1 .

2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

CEILING type
height , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tila,
handrails, cabinets, mirrol
fixed furnishings

Nt Eeing 11LeS /2

b Vgmen's (2.9

ADA: POT; CLR(sink/ Uthum/
showerf part'n/ s,
pipes, controls,
switchesfoutlats, railing

% a=AB Rhes, [VSUATS
eveER- YTPWVEE N?E’th’_?_w STatge

NOr~ COm LAY 3TRIES

SECURITY (raported)

Reviewer / Discipline Meachanical Building Name /Recant Use Utility Shop (Gardening)
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safaty: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacement 1o prosang useful iife of bullding
4 Sustainability. recommendations 1o lower operaling cosis
General
_tem Comply || Recommendation
Ey 8| & |
o < [ = -
g S E gl E[8|2
= z gl1ollele|(s 3|8 |For OPC
E £ 7] (- T -
o Observation Fd o |8 o |lZ|l=E|lalE Additional Commenis |Use
e
OVERALL (summary)
_ B 1 otk { [ Pedf
1|SPACE COOLING Vv’ e © i N
4 Kz
2|SPACE HEATING v tme A o e
{ACT etk s =, 0 2=t
RK El TR © 8]
3|pucTwo PE Route 2o PR LY@ St o
- q
i - £ = i = '3 T
4|GRILLES AND REGISTERS | 4, B Briass

OTHER

ONYX ARCHITECTS
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BUILDING 6
FIELD NOTES
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[Mira Loma Detention Facility Building No. 3 Page 81
Reviewer / Discipline Plumbing Building Name /Recent Use Utility Shop (Gardening)
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard Program: required to meet regulations for intended use
Est Capacily / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong usehul life of bullding
Sustalinabillly; recommendations to lower operating costs
General
Item Com Recommendation
g £l.
g i E § £l=
E ;:- g 3 g g 5 £ For OPC
.& Obsarvation frd @ 3 g Additional Comments Use
(summary)
ElotfRic wavsL .
1|WATER HEATING v EXISTI rad THE $iieie EERTRocoym
Mo e Pae, F/T RPECER viiaE
g,l’-fhl i ow TReE= "r-.g ool

ElEcyric W4 TEN fI=hirEn
EXrSTrindy ING O m—ﬁ.tﬁ

1
i

2|COLDWATER PIRIES

Aled ,
CopEf- lape AT B STIJE

: {
e CopipreairT.

3|HOTWATER FIPES

C‘a.}r:ffe,f_ _F«'FE edd o BExrStide

v ,
,tl-(‘ (aFalyely V_""8y
4|GAS PIPES o o maET
§|PLUMBING FIXTURES o fFixruies wepge ©OL2
Led —A P4

[Mira Loma Detention Facility

Building No.

L] Page 7|

|Reviewer / Discipline Electrical Building Name /Recent Use Utility Shop (Gardening)
Bldg Type
Capacity (if applicable) JRating
|Current$izefCoun1: | Code / Life Safety: required for basic occupancy and accessibility
[BSCC Standard 2 Program: required to meet regulations for intended use
JEst Capacity / Rating |3 Miintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding
4 Sustainability: r o lower op g COSTS
General
Item Rating Comply || Recommendation
g < O
2 Ak
j o <
f E ] w _§
S Observation I-! 3 § fo ] ‘g: Additional Comments For OPC Use
OVERALL (summary) (v 4%
T
1 |POWER DISTRIBUTION v
T
vt il
2|UIGHTING v
- iz
3|coNDUIT & RECEPTACLES S "1
4
5
B

ONYX ARCHITECTS
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|Mira Loma Detention Facility

Building No. / - Page

|Reviewer / Discipline

Building Name /Recent Use v‘% P

Capacity (if applicable)

Bldg Type B: ot R
[Racine

Current Size / Count

| Code / Life Safety: required for basic occupancy and accessibility

v s

|BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Comply || R dati
% < g |z
s = =
] 9 2 |82 3
2z 3 s9]l ¢ % 21812
g Observation 3 3 2 3 £ E é‘ é" Additional Comments For OPC Use
OVERALL (summary)
BEAT e 30't
for fra e
Erter) -~
P e A’ Avctlont & .

fact

4 i)

OIN;

ONYX ARCHITECTS
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rMira Loma Detention I-=aci|ity

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

7
Barracks ("low side")

RRATINGS

[Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 40 2 Program: required to meet regulations for intended use
BSCC [Standard *1:10 B Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 K Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
_ z < g g Z
= S 2 00 £ 3 £ g 2
= o P @) £ I g o IS 3 -,E‘,
. ~ o] © O o &0 o ° ¥ = 8
Building Name / Use s & S 2 X i S S & s 2 Photo Ref. Comments forc
OVERALL
C: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
drinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I |Architectural N Y 40 40 ] [ ] [ ] 7.0,3  Jprogress
2|Structural ] [investigate further: CMU end wall anchorage
DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR
3|Mechanical u [ DISTRIBUTION.
4|Plumbing | ] JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ ] [ [ [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

ONYX ARCHITECTS @I!i'
Y1X
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Mira Loma Detention Facility

Building Mo. 7 Page 1

[Mira Loma Detention Facility

Building No. 7 Page 60
|Reviewer / Discipline Plumbing Building Name /Recent Use Baracks ("low side”)
Bidg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safaty: required for basic oecupancy and accessibiity
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong wseful life of building
4 Sustainability; recommendations to lower operating costs
General
Item Rating | Comply || Recommendation
= z
3 =
4 1 E |} HE
5 Observation : g g AHEEE Additional Comme ol
| £ | s ola|=2|la]la nis Use
(summary)

(2) 8o GatltonN GAS awTell

/

1 |WATER HEATING v Henter  wepe gle o
Oyep Orgerr -« Lo JTRAP(
F/r Focuef vavse SPrucqnit
o e Float -

2|COLDWATER PIPIES A Coppef /r.‘,ur tacheg
ExisTide . K0 Comment,
(=~ 3P ML EXITTIAK

3|HOTWATER PIPES V] P Py

Ho  abmmedr

Reviewer / Discipline Machanical Building Name /Recent Use Baracks (“low side”)
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Coda / Life Safety: required for basic occupancy and accessibity
BSCC Standard 2 Program: required tn meet regulations for intended use
Est acity / Ratin 3 Maintenance: Rapairs and routing m e | rep o p g useful e of bullding
|4 Sustamability: recommendations 1o lower operating costs
General
Item Ra Comply || Recommendation

o g é £ § % 2

: g 2] § E* E g2 For OPC
| 3] Observation ; alls =|a]& Additional Comments Use

OVE (summary)
NEW Ac a7
1|SPACE COOLING TR Lo o0 THE Eook
2|SPACE HEATING Mme AT Yace Coudrd ¢
Bictivatd S ke /4 A
3|bucTWoRK iR Oy rin
GRILES/EEG | [ FErS LWEPE
4|GRILLES AND REGISTERS oL Al MNesEr v £E

R&EPLAcCED

4]GAS PIPES

o Compvear,

5[PLUMBING FIXTURES

Eitnugtcs WERE &Lz,
Ateey vaeovel WeERE

P2

=
7 TR T

ONYX ARCHITECTS
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|Mira Loma Detention Facility

Building No. T Page 70

|Reviewer / Discipline Electrical Building Name /Recent Use Baracks ("low side”)
Bldg Type
Capacity (if applicable) JRating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
]EstCapacityfRadng 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
45 bility: rec to lower operating costs
General
Item Rating Comply || Recommendation
? P § g -
2 = Q g &
- é il B g g g
i Observation i g g g & E 2 E Additional Comments For OPC Use
OVERALL (summary) V4 \/

=

POWER DISTRIBUTION

2|LIGHTING

3|CONDUIT & RECEPTACLES

ONYX ARCHITECTS
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Mira Loma Detention I-=aci|ity

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

8
Barracks ("low side")

IRATINGS

|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|[Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 K Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
e < g g Z
£ S 2 00 £ o £ g 2
= o P @) £ I g o IS 3 %
< o] o O o & 8 0 & c 2
Building Name / Use s S S @ X < S S < s 3 Photo Ref. Comments fjoprc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
- - - lever to closet door, change shower valves, toilet and shower partitions,
rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
[|Architectural N Y 40 40 83,6 rogress
]
2|Structural Iinvestigate further: CMU end wall anchorage
n u DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR
3|Mechanical DISTRIBUTION.
] u
4|Plumbing 83 JPLUMBING FIXTURES NEED TO BE REPLACED.
] u ]
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

ONYX ARCHITECTS @I!i'
Y1X
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GENERAL CONDITIONS
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Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

9
Barracks ("low side")

|Capacity (if applicable) 64
Curreft Size / Count 40
BSCC [Standard *1:10
Est Capacity / Rating Up to 60

IRATINGS

| Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
c < 3 3 2
— b= w =
2l ez » | £ 2 e | 5| 2
sl 3l el g le| s g 8| €| ¢
Building Name / Use ks 8 S 2 X s S S £ s 3 Photo Ref. Comments foprcC
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
- - - lever to closet door, change shower valves, toilet and shower partitions,
rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
||Architectural N Y 40 40 9.0, 1,6 rogress
|
2|Structural Iinvestigate further: CMU end wall anchorage
| |
3|Mechanical JIDUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR DISTRIBUTION.
| |
4{Plumbing 9.3 IPLUMBING FIXTURES NEED TO BE REPLACED.
| |
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

ONYX ARCHITECTS EIHI-
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 9
GENERAL CONDITIONS

9.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 9 PHOTOS

9.1



Mira Loma Detention I-=acility Bldg no. 10

Building Condition (summary of all disciplines) Bldg. name Barracks ("low side")
IRATINGS
|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
Currept Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 K Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
. = < P! 3 Z
= S 2 o0 F > £ g 2
sl sl ol el ] sl el 2|5
- S 3 O 2 & 8 ° 80 £ 8
Building Name / Use s 8 S 2 X & S S & s 3 Photo Ref. Comments joprc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
- - - lever to closet door, change shower valves, toilet and shower partitions,
rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I|Architectural N Y 40 40 10.3,6 rogress, damaged tile
]
2(Structural IInvestigate further: CMU end wall anchorage
| |
3|Mechanical 10.7  JDUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR DISTRIBUTION. @Iil-
ONYX ARCHITECTS
" " ‘ ii&i
4{Plumbing 10.9  JPLUMBING FIXTURES NEED TO BE REPLACED.
| | |
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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Mira Loma Detention Facility

Building Condition (summary of all disciplines)

Bldg no. 11
Bldg. name Barracks ("low side")

RRATINGS

|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrefit Size / Count 40 2 Program: required to meet regulations for intended use
BSCC [Standard *1:10 B Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 K Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
| =1 < g S 2
=; g <D( 00 “IE’ o € g ;E
z 9 g S £ g g 0 g 3 5
- = 2 3 Q 2 & =3 3 & < 2
Building Name / Use o S S 2 X & S S & s 2 Photo Ref. Comments forc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I|Architectural N Y 40 40 11.0, I, 3 Jprogress
u
2|Structural Jinvestigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR
3|Mechanical DISTRIBUTION.
) [ | |
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
. ] ] ]
5|Electrical [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

NYX ARCHITECTS @Iii'
O A nm
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Mira Loma Detention I-=acility Bldg no. 12

Building Condition (summary of all disciplines) Bldg. name Barracks ("low side")
IRATINGS
|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 40 2 Program: required to meet regulations for intended use
BSCC [Standard *1:10 B Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 4 Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
_ = < 3 g 2z
N I » | £ | 2 e | £ ] 2
SEIEIF IR AR I AR AR A
Building Name / Use & 8 S 2 X i S S < - 3 Photo Ref. Comments forc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, drinking fountain, toilet and
- - - hower partitions; M: complete removal of gutters, damaged wall & floor tile;
[|Architectural N Y 40 40 12.23, 25 [S: wiring for datacomm in progress
]
2|Structural [investigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR ‘
3|Mechanical DISTRIBUTION. k
ONYX ARCHITECTS 1;,{
. . ‘ A
4|Plumbing 1226  JPLUMBING FIXTURES NEED TO BE REPLACED.
) | | |
5|Electrical [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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[Mira Loma Detention I-=acility Bldg no. 13
Building Condition (summary of all disciplines) Bldg. name Barracks ("low side")
IRATINGS
|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
_ 2 < 3 g £
3 = « S e
sl sl s ol 2l B 8| B E)|C
z ° S O 5 % & K & < 8
Building Name / Use & !02 SOZ 2 X & S 3 & s 2 Photo Ref. Comments {OPC
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain, exterior phones need level landing; M: complete removal
I|Architectural N Y 40 40 13.0, 8,9 [of gutters; S: wiring for datacomm in progress; block around pipes
]
2|Structural IInvestigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR O NYX ARCHITECTS @
3|Mechanical DISTRIBUTION. ‘ W
i A
| |
4{Plumbing 13.9  JPLUMBING FIXTURES NEED TO BE REPLACED.
) [ [ [
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
Los ANGELEs COUNTY | DEeTENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536
SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 13
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Mira Loma Detention Facility Bldg no. 14

Building Condition (summary of all disciplines) Bldg. name Barracks ("low side")
IRATINGS
|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
Current Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
— el o >
= S < 00 £ > £ g ]
=) B g U 5 g g o g g 3
A o o O 3 8o 8 2] 90 c 3
Building Name / Use & 8 S 2 X i S S i s 32 Photo Ref. Comments foprc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I{Architectural N Y 40 40 144, 12 rogress; add curb cut
|
2|Structural [investigate further: CMU end wall anchorage

DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR

3|Mechanical " " DISTRIBUTION. @Inl'
ONYX ARCHITECTS 1;,{
| | | | ‘ ‘

4{Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.

| | |
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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[Mira Loma Detention I-=acility Bldg no. 15
Building Condition (summary of all disciplines) Bldg. name Barracks ("low side")
IRATINGS
[Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|[Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 i Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
_ = < g g =2
£ O I w | E 2 £ g 3
I I o] I [}
T T v O T - O R I O R
Building Name / Use & 502 502 2 X & 3 g & s 3 Photo Ref. Comments {OPC
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
rinking fountain, exterior phones need level landing,north P.O.T. need
- - - handrails; M: complete removal of gutters; S: wiring for datacomm in
I|Architectural N Y 40 40 15.1 progress
|
2|Structural Iinvestigate further: CMU end wall anchorage ‘
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR O NYX ARCHITECTS ©|ki-
3|Mechanical DISTRIBUTION. ‘ W
i A
| u
4{Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
. ] ] ]
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
Los ANGELEs COUNTY | DEeTENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536
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Mira Loma Detention Facility

Building No

15

Page 1

Reviewer / Discipline Mechanical Building Name /Recent Use Baracks ("low sids”)
Bldg Type
Capacily ( applicabie] Raio
Current Size / Count 1 Coda / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required 1o meet regulations for intended use
E Capacity / Rating 3 Mairteriance: Repalrs and rautine maintenance / replacement 10 prolong uselul iife of buliding
4 Susiainability;: recommandations 10 lowar oparating costs
General
Item Ratin Comply §] Recommendation
z 8|£
ﬁ a|R| %8
G E <lo E El=
- 5 g 3] g § 8|8 For OPC
| 5] Obsarvation i I =|al|& Additional Comments Use
(summary)
f =
1|sPACE COOLING Dtne= AT PO
¥ !
£ ERARRATING e As Bt 7
[ § ~
3|DUCTWORK SANE Al Bec Y

4|GRILLES AND REGISTERS

i
e A Broe

OINj

ONYX ARCHITECTS
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BUILDING I5
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[Mira Loma Detention I-=acility Bldg no. 16

Building Condition (summary of all disciplines) Bldg. name Barracks ("high side")
IRATINGS
|Capacity (if applicable) 64 I Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 40 2 Program: required to meet regulations for intended use
BSCC[Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating Up to 60 M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
| g1 3 3 g | 2
NN » | £ & e | §| 2
Pl - - NV - 2 - - (- - O
Building Name / Use s S S 2 X & S S & s 2 Photo Ref. Comments forc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
N Y 40 40 - - - lever to closet door, change shower valves, toilet and shower partitions,
rinking fountain; M: complete removal of gutters, rusted access panel near
I|Architectural 16.1,4 [sink; S: wiring for datacomm in progress
||
2|Structural Iinvestigate further: CMU end wall anchorage
l L DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR @I‘. |.
3|Mechanical DISTRIBUTION. ONYX ARCHITECTS
. . liﬂi
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
] | ]
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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|Mira Loma Detention Facility Building No. 16 Page 6|

|Reviewer / Discipline Electrical Building Name /Recent Use Baracks ("high side”)
Mira Loma Detention Facility Building No. 72 ,2.—3 /6 Page
Bldg Type ” .
Capacicy (iF anolicabl e Reviewer / Discipline Building Name /Recent Use .
pacity S(: a;:pcl e) Rating . . . _ Bldg Type ék/ég{‘ . ¥ My EN
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility Capacity (i applicable) [Ra LA
BSCC Standard ok Prtsnmasipequinad &5 mene-caguinticias for inteadac Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
Est Capacity / Rating 3 Maincenance: Repairs and routine maintenance / replacement to prolong useful life of building |BsCC standard 2 Program: required to meet regulations for intended use
45 bilicy: rec dations to lower operating costs JEst Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong usefut life of building
General 14 Sustainability: recommendations to lower operating costs
Item Rating Comply || Recommendation General
Item Rating Comply || Recommendation
< 4| & 5
- g sl 0 - g« -
s 4 < 41 ) £21a sl 5|3
- - 4 HHE i3 - SHM R
'— ] o e 3
j o £ U | & U | a f 3 [ bl Ao AR 5 Observation é |§ 3 g 3 E E" é n‘% Additional Comments For OPC Use
OVERALL (summa \ \
( ry) V4 VA 4 OWE
(b e Couun |
1 |POWER DISTRIBUTION A\
I ds )(
.
Sy 2%

ot Drntcr.
2|LIGHTING ~/ ~/ 1/ }’14&5’\/ >

ey pges

3|CONDUIT & RECEPTACLES ‘/ "./ N
ONYX ARCHITECTS ©...
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Mira Loma Detention I-=acility Bldg no. 17

Building Condition (summary of all disciplines) Bldg. name Barracks ("high side™)
RATINGS
[Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrefit Size / Count 40 2 Program: required to meet regulations for intended use
BSCC |[Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating Up to 60 K Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
_ = < ! g Z
= s 2 o0 . > £ g 2
Z = ¢ U < g g o g g 5
= 9 T Q @ % a ° & = 8
Building Name / Use @ 502 Sol 2 x g 3 So! & s 3 Photo Ref. Comments [oPC
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain; M: complete removal of gutters, reapir holes in tile; S:
I|Architectural N Y 40 40 17.0, 3, 14 jwiring for datacomm in progress, POT so of bldg
|
2|Structural [Investigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR ‘
3|Mechanical DISTRIBUTION. k
ONYX ARCHITECTS 1;,{
. . ‘ A
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
] ] |
5|Electrical [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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Mira Loma Detention I-=acility Bldg no. 18

Building Condition (summary of all disciplines) Bldg. name Barracks ("high side™)
IRATINGS
[Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urreft Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating Up to 60 K Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
_ z < g 8 z
=; g 9( 00 ‘g f £ § '_'E“
= b=l () 9} s g S [J] £ 2 3
g = g 3 0 a & 3 3 g £ 7
Building Name / Use 5 8 S 2 X & S S i s 2 Photo Ref. Comments forc
OVERALL
C: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I|Architectural N Y 40 40 18.4 progress
|
2|Structural [investigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR ‘
3|Mechanical DISTRIBUTION. k
ONYX ARCHITECTS 1;,{
. . ‘ A
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
) ] | ]
5|Electrical [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 18
GENERAL CONDITIONS

18.0




ONYX ARCHITECTS “m
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Mira Loma Detention I-=acility Bldg no. 19

Building Condition (summary of all disciplines) Bldg. name Barracks ("high side")
IRATINGS
|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating Up to 60 M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
_ 2 < g 8 z
R » | 5| 2 e | £ | 2
sl sl ole|l | EL 2| 2| | G
Building Name / Use s 8 S 2 X i S S < s 2 Photo Ref. Comments foprc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
[ever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I|Architectural N Y 40 40 19.1 progress
|
2|Structural [investigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR ‘
3|Mechanical DISTRIBUTION. @Ikl'
ONYX ARCHITECTS 1;,{
. . . ‘ A
4{Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
. [ [ [
5|Electrical [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)
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[Mira Loma Detention I-=acility Bldg no. 20
Building Condition (summary of all disciplines) Bldg. name Barracks ("high side™)
B RATINGS )
|Capacity (if applicable) 64 | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 40 2 Program: required to meet regulations for intended use
BSCC|Standard *1:10 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating Up to 60 4 Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ T < = g 2z
B 2| 5| 2 e | B[ 2
3l g e s 5 e | 2| | %
Building Name / Use s & S 2 X £ i S < s 32 Photo Ref. Comments foprc
OVERALL
: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I|Architectural N Y 40 40 20.3 progress
u
2|Structural IInvestigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR
3|Mechanical DISTRIBUTION.
) ] ]
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
. ] ] |
5|Electrical IMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS
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Mira Loma Detention I-=aci|ity

Building Condition (summary of all disciplines)

Bldg no. 21

Bldg. name Barracks ("high side'")

RATINGS

[Capacity (if applicable) 64
urreft Size / Count 40

BSCC [Standard *1:10

Est Capacity / Rating Up to 60

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

K Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline Rating Compliance | Program Capacity Recommendation
= = < g 8 2z
B 2| 5| 2 e | §| 2
A EEI R AR IR IR AR
Building Name / Use Kl 502 3 2 X < 3 3 < S 32 Photo Ref. Comments [OPC
OVERALL
C: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - drinking fountain; M: complete removal of gutters; S: wiring for datacomm in
[ |Architectural N Y 40 40 21.1,8,9 Jprogress
]
2|Structural linvestigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR
3|Mechanical DISTRIBUTION.
. [ [
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
) ] ] ]
5|Electrical [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

ONYX ARCHITECTS EIHI-
Y1X
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rMira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no. 22

Bldg. name Barracks ("high side")

[Capacity (if applicable) 64
Current Size / Count 40
IBSCC Standard *1:10
[Est Capacity / Rating Up to 60

RATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline Rating Compliance | Program Capacity Recommendation
. = < g g Z
=; o <D( 00 lg fo £ § 3
= ) o) O] s < g 0 g g 3
1 < 3 3 9 2 & 3 3 & g 4
Building Name / Use = 8 S 2 X i S S i s 2 Photo Ref. Comments forc
OVERALL
C: ADA phone ht, entry threshold ht., change vestibule door swing, add
lever to closet door, change shower valves, toilet and shower partitions,
- - - rinking fountain; M: complete removal of gutters; S: wiring for datacomm in
I|Architectural N Y 40 40 22.3, 14, 17 fprogress
]
2|Structural [Investigate further: CMU end wall anchorage
- - DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR
3|Mechanical 2249 IDISTRIBUTION.
) ] ]
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
) ] ]
5|Electrical 2229  May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

ONYX ARCHITECTS @I!i'
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 22
GENERAL CONDITIONS
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ONYX ARCHITECTS %
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- Mira Loma Detention Facili Building No, < £ Page
[Mira Loma Detention Facility BuildingNo, 2 Page ! Dete y B _ .
e : . X Reviewer / Discipline Architecture Building Name /Recent Use D 22742, — NP Il
|Reviewer / Discipline Avrchitecture Building Name /Recent Use  Pp 22 Az < —INEILpg - Bldg Type
R Bldg Type - - —— =
Capacity (if applicable) 24 = 2 |Rating Capacity (if applicable) 24 Rating
i o . . Current Size / Count 2\ Lyples =42 \op A |1 Code f Life Safety: required for basie eccupancy and accessibility
Current Size / Count 2} \yp\ee = 42 \opds || Codel Life Safety: required for basic occupancy and accessibility [BSCC Swandard 2 Program: required to meet regulations for intended use
2 Pr : ired lations for intended use ) "
= Sm?dam - e reqUmete e ATom seful lfe of buildi Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement o prolong useful ife of building
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong useful life ing 4 Sustainability: recommendations to lower operating costs
4 Sustainability: recommendations to lower operating costs -
General
General Item Rating Comply || Recommendation
leem Rating Comply || Recommendation
sz s | 2
= I 3 -
g i< ¢ _E‘ ] 5 g Q g 4]
g AHE HEE : AHH AHHEE
rd o o . 2 E : = 3 g B K] 2 Additional Comments For OPC Use
g Observation 'E 3 E g g E (E £ Additianal Comments For OPC Use ] Observation fle |l (5] -EI flalf
= OVERALL (summary)
OVERALL (summary)
ROOF: membrane, structure
ROOF: membrane, structure integrity, drainage, flashing,
integrity, drainage, flashing, Vv utter, insul, vent, screens, Vv "
utter, insul, vent, screens, Dt l eavas, holes est life gy l’“ "‘9P“ﬂ
eaves, holes est life gy vl "‘9ﬁﬂ
aEfvaiy uInL
stcoay AL “md
) ikl WALLS & POSTS: ext. finish,
WALLS & POSTS: ext. finish, ] flashing, structure, integrity, vl
flashing, structure, integrity, Vv basa/weep, moistura, holes
base/waep, moisture, holes
'WINDOWS & VENTS: frame,
WINDOWS & VENTS: frame, glazing, hardware / access, 1_/’
glazing, hardware / access, g wealhertightness, screen/
weathartightness, screen/ louver, bars
louver, bars. Py Y=
Fhaarad ) % o) ENTRY: path! hight, landing thaarad V140 o)
ENTRY: path height,landing T @ehel extint.(threshold,srike cir, v 44"
ext/int. (threshold, strike cir, \/ 1 1 ) A" width, ext. door, hardware 7] Cou l"}‘;wv'v‘ V/}%J-’ vk 1
width, ext. door, hardware 7] Lou r-}-;;r\ VAETP U 1 (lever/panic), closer sronn e Avrr SpaS rv\
(lever/panic), closer £hocne Avrr SpaS A
" DOORS (interior): frama, trim, *’{’ P =" HF\ m
DOORS (interior): frame, trim, W e anel, threshold, hardware f\'
panel, threshold, hardware o NL{' ps P ?2“ i ﬁavarrpanic}. closer, e [ 9'— L& O NY X A RCHITECTS
(lever/panic), closer, cie= clearances
clearances
FLOOR: finish 1_L-Orlés
FLOOR: finish 1_L-Oridy 2 base, cracks, bumps, v
2 base, cracks, bumps, Vv draing, stepsiramps, moisture,
drains, steps/ramps, moisture, seal
seal
. GEILING type (117 L~
CEILING type (TT L~ height finish, paint, Vv
height finish, paint, Vv holes, moisture, tiles
holes, moistura, tiles
FINISHES: surfaces: walls,
FINISHES: surfaces: walls, paint, wainscot/ low walls, tile,
paint, wainscoll low walls, tie, handrails, cabinets, mirrors, v
handrails, cabinets, mirrors, v fixed fumishings
fixed furnishings P =
ADA: POT; CLR sink/fi) urn/ oM
ADA: POT; CLR sink/(fl urnf [ iy showefpartn ‘counta@: Thieenold: -
: Theshel . Showée §6" dgp, Cosc |+ chee
shower/ part'n/|counters; S o §6" A Cieae }1, SL}S— pipes, 5, 3 2 1]
pipes, 5 2 s Sheef switches/oullets, railing Wt spue v bors \einde. Hn
switches/outlats, railing et Hug. ¥ bvs \ ek, Ern T e  r—
wiving fpr falbcgnam o (: @ . congvs 1 Sestedld
P oy @t - convs' = S sl vreg ’
SECURITY (reported)
SECURITY (reported) 44 bl howrs
[23 _) Broion
44 Tubl grclhonrs bogeerion al\gS
beesert :)j‘aﬂ:\eb 5 A e wg-?:. & e e e
A spweEts & teile OTHER e, | A
OTHER \ 4 sinles AT
4 simes, \ jon sinle, | dide £
&'n

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
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[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

23
Adjustment Center (high lockdown)

[Capacity (if applicable)

33 Beds

16 Cells x 2 Beds + Single Cell

Standard

urrefit Size / Count
BSCC

[Est Capacity / Rating

RATINGS

| Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
<~ 21 5 3 g | 2
N » | 5| 2 e | B | 2
Slele ol s ilelz] 2]
Building Name / Use s & S 2 X < S S < ~ 3 Photo Ref. Comments foprc
OVERALL
N Y 16 2 32 u 23.0, I, 21,
i +1:33 . . .
I|Architectural 22 IC: needs accessible cell, toilet, staff toilet
2|Structural
| |
3|Mechanical
| |
4|Plumbing 23.19
| | |
5|Electrical 23.35  May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS
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SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 23
GENERAL CONDITIONS

23.0
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[Mira Loma Detention Facility Building No. 23 Page 1
[Mira Loma Detention Facility Building No. > = Page Reviewer / Discipline Machanical Building Name /Recent Use Adjustment Center (hogh lockdown)

|Reviewer / Discipline Architecture Building Name /Recent Use [y, 1) [ _rp 22 el Cooaci (T aopicate) Bldg Type

Bidg Type @ Current Size / Count 1 Coda / Life Safety: required for basic occupancy and accessibility
Capacity (if applicable) | ¢» e s X 2/ cm=z32 [Rasing BSCC Standard 2 Program: required to meet regulations for intended use
Current Size / Count  + | L 3% | Code / Life Safety: required for basic accupancy and accessibility Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement o prolong useful iife of building
|BSCC Standard 2 Program: required to meet regulations for intended use |4 Buatainability: recommendations to lower operating costs
|Esc Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong useful life of building

4 inability: r to lower op g costs Item

Comply || Recommendation

General
Item Rating Comply || Recommendation

|For OPC
Addiional Commants Use

Maintenance
Sustainability
Photo Ref

Code, ADA
BSCC
Code
Program

Observation
OVERALL (summary)

“bm No.

Fair (YELLOW)
Good (GREEN)
Maintenance

tem MNo.
Code, ADA
BSCC

Code
Program
Sustainabilicy
Photo Ref.

Observation Additional Comments For OPC Use

OVERALL (summary)

ROOF: membrane, structure
intagrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

NEW 4 WSt wELE

FIE= I i

SPACE COOLING

-
~
}
I
W
b

WALLS & POSTS: ext. finish, . |

flashing, structure, integrity, )( 2|SPACE HEATING ) =

e o M
base/weep, moisture, holes v - 0963

WINDOWS & VENTS: frame,
glazing, hardwara / access,
weathertightness, screen/
louver, bars

ENTRY: path/ height, landing
axt.fint., threshold, strike clr,
width, ext. door, hardware
(lever/panic), closer

w

DUCTWORK A Ne  commesy

DOORS (int:;:r);:a;: trim, |
nel, threshold, hardware
Gevarthaich olsaat ONYX ARCHITECTS

clearances

FLOOR: finish 1<- 011 ¢, 4|GRILLES AND REGISTERS W e copnte
2 base, cracks, bumps,
drains, stepsiramps, moistura,
soal

CEILING type _.
height . finish, paint,
holes, moisture, tilas

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile, T
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ titf um/ STAFF TriLel NP 4
shower/ partn/ counters; [elEeS =L E @m

ipes, controls, 3 g
Eichesloute railing No ALeBS%YBLE L, oL | 6

SECURITY (reported)

17 itAas, \T sinpeq

/1- PR AR ) (S
OTHER
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[Mira Loma Detention Facility Building No. 23 Page 44 |Mira Loma Detention Facility Bosicg Mo, s Page 54

Reviewer / Discipline Plumbing Building Name /Recent Use Adjustment Center (hogh lockdown) |Reviewer / Discipline Electrical Building Name /Recent Use Adjustment Center (hogh lockdown)
Bldg Type Bidg Type
Capacity (if applicable) [Rating Capacity (if applicable | Rasing
Current Size / Count 1 Code / Life Safely. required for basic accupancy and accessibility capﬂtltys(h: I:P; ) T S il :
BSCC Standard 2 Program: required to meet ragulations for intended use Sauhls s 7 L Seep e =,
Est Capacity / Rating 3 Maintenance: Repairs and routine m | rep i 1o profong useful e of bullding |BSCC Standard 2 Program: required to meet regulations for intended use
4 Sustainabllily: recammendations 1o lower operaling cosis |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General 4 rec 1o lower operating costs
Item Rati Com) Recommendation General
Item Rating Comply Il Recommendation
3 8 (&
< r g
2' 5 2 g g E o | 2
1 HEIFRELL | d E 1HE
_i Observation > O =| & f Additional Comments. Use = 0 ] P
OVERALL (summary) § Observation 3 g 3 g E g 2 Additional Comments For OPC Use
EATE feATEL (WOAS OVERALL (summary) VI I v 4
1|WATER HEATING v Aen) , Ay FEd) < e o/
2, g aid S VALV ¥ Ll alE
S e e NP 1|POWER DISTRIBUTION V]
7o FFleek -
2|COLDWATER PIPIES ‘// C:fy?-ﬂ_ FPrpe BEUCT
A pomahe g
~ 2|LIGHTING \/ \/ v v
3|HOTWATER PIPES A Coppet— Vsl LT
MDD e /
3|CONDUIT & RECEPTACLES \/ @
ONYX ARCHITECTS
4|Gas piPES Yo commeng
4
5|PLUMBING FIXTURES - f! rTE ,t aree )
?‘.‘F-"ﬁi-y’ TA COLAAHIN | ||
5
6
6
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|Mira Loma Detention Facility Building No. ] Page

Reviewer / Discipline Building Name /Recent Use LHGHA Lo CdDet s’
Bldg Type C) V.Vl th

Capacity (if applicable) - |Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 r d to lower op: g costs
General LrAmE T+ [T S Cyie
Item Rating Comply || Recommendation LAl - pment— ﬂoé/( ?
7 o | >
g elEl e
g § 3, 2 elg|%]2
b4 3 s19le E1815]2¢
g Observation E 3 3 2 3 £i1E| 3 5 Additional Comments For OPC Use
OVERALL (summary)
Wy L

X

low) Qu{bbm/u

ONYX ARCHITECTS
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[Mira Loma Detention l-=acility Bldg no. 24

Building Condition (summary of all disciplines) Bldg. name Recreation room
RATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
| =1 < B g £
=; g 9( 00 UE7 f) € § é
= o o) o} S g g ) g 2 =
& & 3 O a & 8 o & c S
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
N u u 240,5,7, : ADA toilet handrail + pipe insulation, move toilet partition |"; M: pinched
I{Architectural 21, 40 ownspout
|
2|Structural linvestigate further: CMU end wall anchorage
u u [DUCTWORKS NEED TO BE REROUTE PROPERLY FOR BETTER AIR
3|Mechanical 2447  [DISTRIBUTION. @IBI_
ONYX ARCHITECTS
4T, 45 . - HW
4{Plumbing 24.21 24.23 PLUMBING FIXTURES NEED TO BE REPLACED. A
| | |
5|Electrical 24.45  [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 24
GENERAL CONDITIONS

24.0




ONYX ARCHITECTS %
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|era Loma Detention Facility

|Reviewer / Discipline Architecture

BuildingNo. 2 - Page

Building Name /Recent Use

Bec Y2

Bldg Type

Capacity (if applicable)

Current Size / Count

|BSCC Standard

Est Capacity / Rating

rx
|Rating

| Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 ¥t dati

1o lower op

ing costs

Rating

General
Comply

Recommendation

Observation

frem No.

Fair (YELLOW)
Good (GREEN)

Code, ADA
BSCC

Sustainabilicy

Maintenance

Code
Program

Photo Ref.

Additonal Comments

For OPC Use

OVERALL (summary)

ROOF: membrane, structure

F\' " z.\q:_d&'ﬁ

Aovir S o

[Wira Coma Detention Facility

Reviewer / Discipline

Machanical

Building No

24

Page 1

Building Name /Recent Use Recreation room

Bldg Type

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

Rating

1 Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulahions for intended use

3 Maintenance; Repairs and roufine mainignance / replacement to prolong useful life of buliding
4 Sustainabillly: recommendations 1o lower oparating costs

General
Comply

Recommendation

Obsarvation
OVERALL (summary)

“tﬂm No

Fair (YELLOW)

Code, ADA

BSCC

Mazintenance
Sustainability
Photo Ref

Code
Program

Additional Comments

For OPC
Use

1|8PACE COOLING

LIS, A

e

intt_agmy. drainage, flashing,
|gutter,sinsul, vent, screens,
eaves, holes est life

<

THL W LS
WALLS & POSTS: ext, finish, e T

flashing, structure, intagrity, .
base/waep, moisture, holes 2 |SPACE HEATING v Adrras < DoAcE  Cewisuk

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

O A S AL

¥ X

ENTRY: path/ height, landing T ; : e e Bl
ext./ink thresheld,)strike cir, FARSTH A il i
widmmhamwam 3|DUCTWORK v’ RLICTE=2D
(lever/panic), closer

K
3
|
1
;

DOORS (interior): frama, trim,
panel, threshold, hardware

(lever/panic), closer, ra
clearances . -

ONYX ARCHITECTS

FLOOR: finish 1_L2A/ €,

2. YT base, <SoBuUmps,

drains, steps/ramps, moisture, ><
seal HE

GRILLES AND REGISTERS

A
i Bt
|

CEILING mT}’.‘
height | 2" finish, paint, W
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,

handrails, cabinets, mirrors, >(
fixed furnishings

(ADA: POT; CLR sink/ Ut/ urn/
shower/ part'n/ counters;

pipes, contrals, ——~ ) X >¢
switchas/outlets, railing |

V\MJ\_"_}-I! y Pasa) ra.‘@a
N T, Par\loa]

4’T; 45 [ i~y

SECURITY (raportad)

OTHER
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Mira Loma Detention Facility Building No. 24 Page 43 |Mira Loma Detention Facility Bullding No. e Page 53

Reviewer / Discipline Plumbing Bullding Name /Recent Use Recrealion room |Reviewer / Discipline Electrical Building Name /Recent Use Recreation room
Bldg Type Bldg Type
Capacity ;_lf applicable) Rating Capacity (if applicable) |Raing
Current Size / Count 1 Code / Life Safety; required for basic occupancy and accessibiity C Sie/ C y o ad
BSCC Standard 2 Program: required to meet reguiations for intended use ol i 08e | Lie ket saquicet DECHpCy SC ACORIRIY
Est Capacity / Rating 3 Maintenance; Repairs and foutine mai e i r went 1o g uselul tife of buliding |BSCC Standard 2 Program: required to meet regulations for intended use
ﬂ‘ Suslainability. recommendations lo lower operating costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General 4 5 inability: rec d: to lower operating costs
ltem Rati Comply || Recommendation General
g Item Rating Compl Rec dation
1" § %
2 3 52| s
d = < E e | g &
: | o &5 < =
5 1 HE HHHEE - g 1HE
| & Observation = o = & Additional Commants Use 3 7 g
e [
VERALL (summary) § Observation % g 3 £ § § Additional Comments For OPC Use
bTen_ oAl e OVERALL (summary) j
TIWATER HEATING Eesrrale | to frrapl,
R = N =3 = AL v [
P fOUer e P ul6 1|POWER DISTRIBUTION »
2 Frool_.
2 |COLDWATER PIPIES C‘C‘Fﬁﬂ FJ PeE cYA T Ex AT A 3
M oo mareatr . L
: 2|uicHTING v vV

CoPpea_ e it Ettriidle

Ao SOmaea T -
3|CONDUIT & RECEPTACLES vaEd

3|HOTWATER PIFES

ONYX ARCHITECTS ..
4|Gas PIPES o comwmeeT

4
5|PLUMBING FIXTURES PR cepes &,
od — A 4 4
5
6
6
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rMira Loma Detention Facility

{Reviewer / Discipline

Building No.
Building Name /Recent Use

BidgType  PAq LA~ (MZ/J 4}

77 [(ecuntz) e

Capacity (if applicable) |Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility ?&MM <
|BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
|4 Sustainability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
z
< -
y é 3|3 SHEHE
z g|ull e 215 s
g Observation i § 3 z E g £|3 é Additional Comments For OPC Use
OVERALL (summary)

Béna]

Lrewt rAAlLs

Buocl’(-

40 [

, C 00 mA
I SR ¥
Onactd b
AocHoras & D

CEVErpty (oed

Coaid) ons = LI ECT

ALCEOABLE [o ER

ONYX ARCHITECTS

Los ANGELES COUNTY | DEeTENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCAsTER CA 93536

SITE VisiT : WeEp. Nov. 13+14, 2012

BUILDING 24
FIELD NOTES

24.3



[Mira Loma Detention l-=acility Bldg no. 25

Building Condition (summary of all disciplines) Bldg. name ICE Administration
- RATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation

< | 215 3 ¢ 2
=; 9 < 00 £ f g g ':E
z 3 g 9 £ & g K 5o g g
= “ = 7]
Building Name / Use K & S 2 X ne S S ng s 3 Photo Ref. Comments foprc
OVERALL
N na u 25.7, 8, 10, JAdd kickplate at southeast exit, provide 34" AFF counter at break room;
I|Architectural 14, fremove aftermarket deadbolt hardware on door
| |
2|Structural Iinvestigate further: CMU end wall anchorage
| u

3|Mechanica . ] ONYX ARCHITECTS %%

4{Plumbing 2547

| | ]
5|Electrical 2546  JMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
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GENERAL CONDITIONS
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ONYX ARCHITECTS %
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Mira Loma Detention Facility

Building No. 42 55

Page:

Reviewer / Discipline

Architecture

Building Name /RecencUse | /.7, Admmin

Bldg Type £33 vy Vopderor

ronp OOV pansdilione

Capacity {if applicable)

|Rating

Current Size / Count

I Code f Life Safety: required for basic orcupancy and accessibility

BSCC Standard

2 Program: required to meet regulations for intended use

Est Capacity / Rating

4 Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

ltem

General
Comply

Recommendation

tem No.

Observation

Good (GREEN)

Code, ADA

Additional Comments

BSCC

Code
Program
Maintenance
Sustainability
Photo Ref.

For OPC Use

OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

Mira Loma Detention Facility Bullding No 25 Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use ICE Administration
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safely. required for basic cocupancy and acoessibility
BSCC Standard 2 Program: required 1o meet requiations for inlanded use
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacement to projong useful iife of bullding
4 Sustainabllity: recommendations lo lower operating cosis
General
Item Rating c I Recommendation
S 8| &
(=) < E | B
= g 8| %
a b < E e 2 é
z > g 18 -3 218 |8 o
= - 2|8 2|8 E|lB| = For OFC
£ Observation i O | @ Sle|=|a]& Additional Comments Use
OVERALL (summary) |
e 4 -
1|SPACE COOLING

WALLS & POSTS: ext. finigh,
flashing, structure, integrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

]

SPACE HEATING

ENTRY: path/ height, landing
ext.fint,, threshold, strike clr,
width, ext. door, hardware
{lever/panic), closer

b u.{c\xz)a)/r%» H = i)

[55]

DUCTWORK

DOORS (interior): frame, trim,
panel, threshold, hardware
(tever/panic), closer,
clearances

Hm o4 S WD

FLOOR: finish 1.5 41 _,

2 Y21 _ base, cracks, bumps,
drains, steps/ramps, moistura,
seal

b

GRILLES AND REGISTERS

CEILING type_A €1,
height, , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirors,
fixed furnishings

ADA: POT; CLR si
shower/ partn/.cotinte
pipes, controls, i
switches/outlets, railing

! umn/
bl

Wign bgaie v )

SECURITY {reported)

X polrecmorbet e Y e, Yo

QOTHER

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
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Mira Loma Detention Facility Buiding No 25 Page 42 |Mira Loma Detention Facility Building No. % Page 52

Reviewer / Discipline Plumbing Building Name /Recent Use ICE Administration IReviewer / Discipline Electrical Building Name /Recent Use ICE Administration
Bldg Type Bidg Type
Capacity (if applicable) [Rating Capacity (if applicable JRating
Current Size / Count 1 Code / Life Safety: required for basic acoupancy and accessibility Cu:z:::;lz:‘:ium) g, P o 3
BSCC Standard 2 Program: required to mest reguiations for intanded use it ek ST S
Est Capacily / Rating 3 Maintenance: Repairs and routine e | replacement o prolong uselul e of bullding |BSCC Standard 2 Program: required to meet regulations for intended use
4 Sustainability: recommendations {0 lowsr operating costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General 4 5 bility: rec da to lower operating costs
ltem Rati Comply | Recommendation General
g Item Rating Comply || Recommendation
o
& = é 1" E g '§ E
z ¥ 1 g E T o < z
E i g § g g g E For OP ) g ? 3
-& Observation - Il al=lala Additional Comments Use = u
OVERALL (summary) § Observation i g 2 g § 3 § Additional Comments For OPC Use
=
1|WATER HEATING s e Comn T OVERALL (’“ml ﬂll'r) \/ ‘/
1|POWER DISTRIBUTION v
Ve - Prpe Ex 01
2|COLDWATER PIPIES ] C_"ﬁé P f -
M Commcng
2|LIGHTING S v
3
o pre, Ve G ST,
3|HOTWATER PIPES w1 Copfper- I )
Ne Comme=if W,
3|CONDUIT & RECEPTACLES Vv

OINj

ONYX ARCHITECTS

4|Gas PIPES : e comme g

4
5[PLUMBING FIXTURES v ﬁ"ﬂ'pa BT

[ A el -

5
]

6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 25
FIELD NOTES

25.3




[Mira Loma Detention l-=acility
Building Condition (summary of all disciplines)

Bldg no. 26
Bldg. name Visiting Restrooms

[Capacity (if applicable)

|Curre ht Size / Count

IBSCC Standard

Mens: 2T, IU, IS, ; Womens: 3T, 2S

Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline Rating Compliance | Program Capacity Recommendation
- = < g g z
RN 2| 5| 2 e | §| 2
=13l egls| & 8| 8| 2] s
Building Name / Use s 8 S 2 X e S S < s 3 Photo Ref. Comments fopc
OVERALL
N Y ] | : Seal CMU wall surfaces near sanitary fixtures; ADA - delete | stall and
I|Architectural 26.4,5, 6 JMen's and Womens Toilet to enlarge for ADA toilet stall
2|Structural
] |
3|Mechanical INO PROPER VENTILATION.
] |
4{Plumbing 26.14  JPLUMBING FIXTURES NEED TO BE REPLACED.
| | ]
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 26
GENERAL CONDITIONS

26.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 26 PHOTOS

26.1




[Mira Loma Detention Facility Building No 26 Page 1
I Mira Loma Detention Facility Bulding No. & Page Reviewer / Discipline Mechanical Building Name rR;:l:::tT fz Visiting Restrooms

|Reviewer / Discipline Architecture Building Name /Recent Use \ly &) to 2 e teronm

Capacity (if applicable) Rating
Blg Type v W AuS Sue Eorf Current Size / Count 1 Code / Life Safety. required for basic occupancy and accessibility
Capacity (if applicable) |Rating BSCC Standard 2 Program: required to meet regulations for intanded usa
Current Size / Count | Code / Life Safety: required for basic occupancy and ibili Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of buliding
IBSCC Standard 2 Program: required to meet regulations for intended use 4 Sustainability. recommendations to lower oparating cosis

|Ese Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building Ginaral

PMENS: AT, 1, 25 | Weme 1,25 4 Sustainabilicy: r } to lower operating costs Item Rating Comply || Recommendation

Item Rating Comply || Recommendation

|For GPC
Additional Comments |Use

tem No

Fair (YELLOW)
Code. ADA
BSCC

Code
Program
Maintenance
Sustainability
Photo Ref

Observation
OVERALL (summary)

Fair (YELLOW)

S ¥ || Good (GREEN)
Sustainabilicy

tem Mo,
Maintenance

Photo Ref.

CObservation Additional Comments For OPC Use

OVERALL (summary)

ROOQOF: membrane, structure “
integrity, drainage, flashing, Axp TE L
gutter, insul, vent, screens,
gavaes, holes est life

Code, ADA
flescc

Code

Program

-

SPACE COOLING Mo fpaee Heprrae

WALLS & POSTS: ext. finish, |
flashing, structure, integrity, SPACE HEATING i/ (oA HELTIYE
base/weap, moisture, holes :

WINDOWS & VENTS: frame, REALCE TTo@n YENT
glazing, hardware / access, . SLQEEN =

'weathertightness, screen/
louver, bars

[

ENTRY: path/ height, landing
ext.fint., threshold, strike cir, \/‘
width, ext. door, hardware
(lever/panic), closer

DOORS (interior): frame, trim, H/A . Stevey Sae &h‘i_y
panel, threshold, hardware

Cloveripanic), closer, ' ONYX ARCHITECTS

W

DUCTWORK Lo Ditorece

B

FLOOR: finish 1.2, 21

2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

GRILLES AND REGISTERS Vo GriiES /REc 0rEL

Ty 6
CEILING type___, l/
height, . finigh, paint,
holes, moisture, tiles

FINISHES: surfaces: walls, 7 SEP- o) @ P yTVaE]
paint, wainscot/ low walls, tile, \/
handrails, cabinets, mirrors,
fined fumishings

: POT; GLR si v’ NEEDP ol cLe Poree
Q.mf’pféfnﬁlﬁi ol WieTH @ TDILEY - OFLETE
pipes, controls, vosTALL 6
swilches/outlets, railing

SECURITY (reported)

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 26
FIELD NOTES

26.2




Mira Loma Detention Facility Building No. 25 Page41
Reviewer /[ Discipline Plumbing Building Name /Recent Use Visiting Restrooms
Bldg Type
Capacity (if applicable)
Current Size / Count 1 Code / Life Safaty: required for basic accupancy and accessibility
BSCC Standard 2 Program. required to meet regulations for intended use
Est Capacity / Rating 3 Maintenancs: Repairs and routing maintenance | replacament to prolong useful life of buliding
4 Sustainability. recommendations to lower operating cosis
General
Item Rating Comply || Recommendation
3 £
-2l
g & § g gl
< z g8 ¢ £ 8|8 For OPC
_E_ QObservation E Qo § (=] = | & | Additional Comments Use
OVERALL (summary)

1|WATER HEATING

o tdarmt HeAarth

[

COLDWATER PIPIES

3|HOTWATER PIPES

Cepper. p-pE SUETS
e commedT,

4|GAS PIPES ,L"l'-" Q omNert
5|PLUMBING FIXTURES .T Fixrusey «one o5
ME 0T g \ &=
i/ il L TF
ey of B,
B

|Mira Loma Detention Facility Building No. 26 Page 5|
|Reviewer / Discipline Electrical Building Mame /Recent Use Visiting Restrooms
Bldg Type
Capacity (if applicable) JRating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibliity
|BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 5 ¥ to lower operating costs
General
Itemn Rating Comply || Recommendation
< g
- : HHE
3 i |y 2|5
§ Observation & g 3 g 2|3 E Additional Comments For OPC Use
OVERALL (summary) v VI v
1|POWER DISTRIBUTION
2|LIGHTING J / f

3|CONDUIT & RECEPTACLES

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 26
FIELD NOTES
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[Mira Loma Detention l-=acility Bldg no. 27
Building Condition (summary of all disciplines) Bldg. name Immigration Courts
RATINGS
|Capacity (if applicable) 3 Courts | Code / Life Safety: required for basic occupancy and accessibility
urrefpt Size / Count Court A: 24 Seats; B: 22; C: 24 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
= < ! g =z
B B » | £ | 2 e | £ | 2
sl 3l el glE |l | 5| 5| 2| %
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
; ADA exterior ramp landing too steep - rebuild landing an dcurb cut;
27.3, 14, 16, fexterior stairs need contrast stripes; M: clean roof gutters and replace
I|Architectural N Y 90 [ ] [ ] 28, 43 ansard paneling
2|Structural
3|Mechanical [ | ] [ ] 27.74  JEXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED.
4{Plumbing ] ] [ ] JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical n n [ 27.32  May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

ONYX ARCHITECTS EIHI-
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 27
GENERAL CONDITIONS

27.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
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|Mira Loma Detention Facility

[Reviewer / Discipline

Architecture

Building No. i

Building Name /Recent Use /oy 2rdgy 5L
Bldg Type )

Capacity (if applicable)

Current Size / Count

Rating

| Code / Life Safety: required for basic occupancy and accessibility

Mira Loma Detention Facility Building No. “Z~Y Page 2 /> |
Reviewer / Discipline Architecture Building Name /Recent Use S0 @1y @W/S & ’
Bldg Type
Capacity (if applicable) Rating
Current Size / Count | Cade / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
item Rating Compiy [} Recommendation

tem No.

Observation

Fair (TELLOW) .
Good (GREEN)
Code, ADA

BSCC

Program
Maintenance
Sustainability
Photo Ref.

Additionat Comments

Code

For OPC Use

integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

REfamt  faANSARZ? (3 Lk

lBSCC Standard 2 Program: required to meet regulations for intended use
JEst Capacity / Rating  ploa oo i wide 7 : 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
P Hes HeLeinde ferts
,.A T2, T2y 28 ey 1O 4 Sustaimability: recommendations to lower operating costs
EACARCIAG 2 General
Item Comply || Recommendation
QAT 5
181 < -
& o c = £
3 o< gl 8|8 <
z s ldlu s | E1 8 £ 9
g : R AR ERE-A B T
g Observation sl1s1g Sleisl&|E Additional Comments For OPC Use
OVERALL (summary)
ROQF: membrane, structure )(( })fg; % CATAN  (VTTRRS (CLOE’ &Ly )

2 cveimpoms
X 20 pip =
G0 o

WALLS & POSTS: ext. finish,
flashing, structure, integrity,

Fuiy sfftivas

base/weap, moisture, holes ,X
WINDOWS & VENTS: frame,

glazing, hardware / access,

weathertightness, screen/ Y

louver, bars

o o A

& W .
! P\C/ildé(;ﬁvg

ENTRY: path/ heﬂight‘.’lﬁﬁ?ilyg
ext./int., threshold, stike cir,
width, ext, door, hardware
(laver/panic), closer

BTl A LDy

v SIEXT ~ BER U o

WALV, (UL Lvag
Ay

e s

DOORS (interior); frame, trim,
panel, threshold, hardware
(lever/panic), closer,
Clearances

FLOO& finish 1175,

2 (MR~ base, cracks, bumps,
drains, stepsframps, maisture,
seal

CEILING typs_PC T,
height, . finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walis,
paint, wainscot/ tow walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

v

ADA: POT; CLR sink/ tit/ urm/
shower/ part'n/ counters;
pipes, controls,
switches/outlets, railing

Couv PT Sapa® V6T PEES O@ue
in oA E I3

BREM (200 (P BInETS

HAS  L@LNRLEpS

SECURITY {reported)
S AT L AR STRIRL WESED
O RIS STV I
OTHER

N
Y X

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
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Mira Loma Detention Facility

Building No. 27 Page 40

Reviewer / Discipline Plumbing Bullding Name /Recert Use Immigration Court
Bldg Type
Capacity (if applicable)
Current Size / Count 1 Code / Life Safety: requirad for basic octupancy and accessibility
ESCC Standard 2 Program: required to mest regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintanancs | replacement to prolong useful life of bullding
Sustainability; recormmendations o lower operating cosis
General
ltem Rati Com Recommendation
g -
g 1 B L

5 g g g g g g For OPC

-i Observation 2 = £ Additional Comments Use
OVERALL (summary)

-

WATER HEATING

-

ELECTRAC amTEM Y .

Sergrd . 0 popimesT

2|COLDWATER PIPIES

P ppe ST

L’ M Commest

3|HOTWATER PIPES 2§ C FFE-:L e Exists
e Cammear
I
4|GAS PIPES i Commeit
: Fisxtures weke fcw ,

5|PLUMBING FIXTURES 1
6

Mira Loma Detention Facility Bullding No 27 Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use Immigration Court
Bldg Type
Capacity (if applicable) Rating
[Current Size / Count 1 Code | Life Safety: required for basic occupancy and acoessibility
BSCC Standard 2 Program: required o meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repalrs and routine maintenance / replacement to prolong useful iife of bullding
14 Sustainabllity: recommeandations to lower operating costs
General
ltem Rati Comply || Recommendation
g 81
4 HARBHEE
i > o | &
) g 4 g £ For OPC
§ Observation E E § i a | & Additional Comments Use
—
OVERALL (summary)
BGSTTIE A dirs onl Roep
1|SPACE COOLING Wi, OLL Lado (20 AE R Z
EOpi EE R4
o ! 2
2 |SPACE HEATING HriE AY JSymce ceopat/d
3|DUCTWORK 2, Mo CemmenT
4|GRILLES AND REGISTERS W [ S 7 L 'E .
5
]
1

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 27
FIELD NOTES
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Mira Loma Detention Facility Building No. 27 Page 50
Reviewer [ Discipline Electrical Building Name /Recent Use Immigration Court
Bldg Type
Capacity (if applicable) Raging
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibilicy
IBSCC Standard 2 Program: required to meet regulations for intended use
|EsuCapa:'r:yfRzﬂng 3 Maintenance: Repairs and routing maintenance | replacement 1o prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
3 £l
j <
3 o lls [E]2]3]3
§ Observation F g 3 g 2|3 E E Additional Comments For OPC Use
=3
OVERALL (summary) v v
1 |POWER DISTRIBUTION v i
14
2 |LIGHTING / / /

3|{CONDUIT & RECEPTACLES

4

Fire Alanm

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 27
FIELD NOTES

27.4



ira Loma Detention l-=acility

M
[Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

28
Scheduling / Training

[Capacity (if applicable)

urreft Size / Count

BSCC|[Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ = < p g )
=; g 9( 00 UE7 f) € § é
> o g [§) c e ] o I 3 £
S 3 3 O 2 3 g 9 5 £ g
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
: ADA - provide contasting stripes on stairs, ADA handrail and extensions,
280, 1, 4, 5,jlever door hardware, toilet and shower; M: replace damaged exterior T-111
I|Architectural N [ | [ 26, 33, 57 (320 SF) and interior siding (320 SF)
2|Structural
3|Mechanical ] ] 28.36
4|Plumbing [ | [ 28.45 28.38
5|Electrical 28.5  JMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 28
GENERAL CONDITIONS

28.0



ONYX ARCHITECTS %

Los ANGELES COuUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILING 28 PHOTOS

28.1




Mira Loma Detention Facility Building No 28 Page 1

|Mira Loma Detention Facility Building No. ~Z2:% Page Reviewer / Discipline Mechanical Building Name /Recent Use Scheduling / Training
|Reviewer 7 Discipline Architecture Building Name fRecent Use V& ol 1 N, Fooff O \ _ Bldg Type
Bldg Type Capacity (if applicable) Rating
- Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility

A ) Rating BSCC Standard 2 Program: required to meet regulations for intended use

Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility Est Capactly ! Rﬂllﬂg 3 Maintsnance; Repairs and routine mainienance / replacement to prolong useful life of bullding
{BSCC Standard 2 Program: required to meet regulations for intended use 4 Sustainabllity: recommendations Io lower operating costs

Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to profong useful life of building

£f
£ i

4 Sustzinability: recommendations to lower operating costs.
ik Recommendation

General

ttem Rating Comply || Recommendation

For QPC
Addtional Commeants Use

=
=]
-
=
add
L=
-
=
[

tem No

Code. ADA
BSCC

Code
Program
Maintenancs
Sustainability
Photo Ref

Observation
Additional Comments For OPC Use OVERALL (summary)

Observation
OVERALL (summal =i ’ ¢ ’ #
¢ 2 SPACE COOLING e = pol N Yy .
ROOCF: membrane, structure Lo AL 4L ¢ o -
integrity, drainage, flashing, d £ [
gutter, insul, vent, screens, Ptk P

eaves, holes est life
Y1V ArTBLE
P Y - FEF LWL

tem No.

F;ir (YELLOWY). 4
Good (GREEN)
Code, ADA
BSCC

Code

Program
Maintenance
Sustainabifity
Photo Ref.

Y

7

WALLS & POSTS: ext. finish,
flashing, structure, integrity, 7(

base/weep, moisture, holes SPACE HEATING \ N & O o s e 4 2l

L]

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ENTRY: path/ height, landing chpm@ TP O FANL, S TRl
ext.fint.,, threshold, strike clr,
width, ext. door, hardware

{leveripanic), closer AT eV 4N

DOORS (interior): frame, trim, @

panel, threshold, hardware L

Goveripanich coser ONYX ARCHITECTS

clearances Y X
o ! B Tt —

FLOOR: finish 1_£-C7

)

DUCTWORK \ P

4 |GRILLES AND REGISTERS
2 base, cracks, bumps, .
drains, stepsframps, moisture,
seal

CEILING typa_A\ €,
height . finish, paint, N
holes, moisture, tiles

FINISHES: surfaces: walls: Wer L) o
paint, wainscot/ low walls, tile, \Q
handraiis, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ it/ urn/ otk EM '\W’C7
shower/ part'n/ counters;
pipes, contrals,
switches/outlets, railing

SECURITY {reported)

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 28
FIELD NOTES

28.2




[Mira Loma Detention Facility BLilding No. 28 Page 39 [Mira Loma Detention Facility Sl bho: = e 4
Reviewer / Discipline Plumbing Building Name /Recent Use Scheduling / Training |Reviewer / Discipline Electrical Building Name /Recent Use Scheduling / Training
Bldg Type Bldg Type
Mﬂ applicable) Rating Capacity (if applicable) JRating
Current Size / Count 1 Code / Life Safety: required for basic accupancy and accessibility C Size/ C R o e ad
BSCC Standard 2 Program. required to meet regulations for intended use ek 2608 =
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance | replacement 1o prolong useful life of bullding BSCC Standard 2 Program: required ta meet regulations for intended use
4 Sustainablllly: recommendations 1o lowes operaling costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
G =i 4 Si y: rec to lower operating costs
Item Rating Comply || Recommendation General
E Itermn Rating Comply || Recommendation
Hd E 1
€ 8|2
= E 2|l 2 é y < 8|2
z = ,§ 8 g E g £ For OPC - a E % 3
-i Observation " olal]lo § a | & Additional Comments Use 3 § o B; B15|e
[+] L (summary) 'ﬂg Observation 3 ﬁ | 3 E 2 Additional Comments For OPC Use
ELECTIC WhTEL FEH-TEM- OVERALL (summary)
1|WATER HEATING ' =Y
' & Oy ¢ Mo ( ormeJT
1|POWER DISTRIBUTION /
' Oopre i pe= EX/TT
2|colowates PipiEs vy Pf =~
Mo appamiend,
2|LIGHTING v v \/
sppei \PE  EXICr
3|HOTWATER PIPES 7 5 fcfﬁ i o,
B }JJ od rmnead”
ﬂ J|CONDUIT & RECEPTACLES \/ \/ @
ONYX ARCHITECTS
4|GAS PIPES o Commealr
4
fExtidey obtrgc O,
5|PLUMBING FIXTURES v
5
6
6
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536
SITE VisiT : Wep. Nov. I13+14, 2012
28.3




ira Loma Detention l-=acility

M
[Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

29
Kitchen Armory

[Capacity (if applicable)

urreft Size / Count

BSCC|[Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ ° < 3 g £
=; g 9( 00 UE7 f) € § é
= o J U c 8 S ° 8 ] £
: 0 5 O i ® g K & < 3
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
: ADA - Doorknob, threshold, stairs, tread markings, handrail; non-
29.0, 1, 2, 4,fpccessible bath +shower; M: Rotted T-111 (96 SF) and damaged light fixture
I|Architectural N [ | [ | 19 lens
2|Structural
3|Mechanical u [ [EXISTING OLD ROOFTOP UNITS NEED TO BE REPLACED.
4{Plumbing | [ ] 29.17  JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ 29.21  JMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

ONYX ARCHITECTS EIHI-
Y1X
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BUILDING 29
GENERAL CONDITIONS

29.0
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[Mira Loma Detention Facility

Building No. 7 C:[ Page

ﬁra Loma Detention Facility

Building Mo 29 Page 1
|Reviewer / Discipline Mechanical Building Name /Recent Use Kitchen Ammory
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety; required for basic occupancy and accessibility
1BSCC Standard 2 Program: required io meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routing maintanance | replacement o prolong useful life of buliding
4 Sustainabillty. recommandations to lower operating costs
General
Item Rating Comply || Recommendation
=] o
= < § ..o I
= a o % @
S = < E|le|g]x
= - [l o =
= L] Q (] o = ] a
E s 2|8 g8 E 2| B For OPC
] Observation - o | & ol|=2la]X Additional Comments Use

OVERALL (summary)

Reviewer / Discipline Architecture Building Name /Recent Use (&3~ ppriN. Ac2i® doy
Bidg Type 4
Capacity (if applicable) |Rating
Current Size / Count t Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful fife of building
4 Sustainability: recommendations to lower operating costs
General
Item Comply }| Recommendation
o [
12 la BN
g o f« c & « &
Z sls|lofHel &12 1513
p . El1Elglls|®ls58]8 Additional For OPC U
8 Observation 1814 Slegi21al & ditional Comments or se
OVERALL (summary) “.
ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens, g
eaves, holes est life 74
FerTErs ST\
WALLS & POSTS: ext. finish,
flashing, structure, integrity,
basefweep, moisture, holes S W

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ENTRY: pathl height, Tanding 'Y
ext./int. 4hreshoid, StikeTIT;
width, ext. door, hardwara

'(lE\E;ﬂpanic), closer

DeOEE | TTNI2EE- e
L TAVES . G TR FEVTAL P IV
RAND Py ’

=

SPACE COOLING

L]

SPACE HEATING

DOORS (interior): frame, trim,
panel, threshold, hardware
{lever/panic), closer,
clearances

3|DUCTWORK

FLOOR: finish 1 5

2 base, cracks, bumps,
drains, steps/ramps, moistura,
seal

CEILING type ATCT
height , finish, paint,
holes, moisture, tiles

GRILLES AND REGISTERS

B

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed fummishings

ADA: PQOT; CLR sink/ tit/ urn/ )(
shower/ part'n/ counters;
pipes, controls,
switchesfoutlats, raifing

2o Jenpase feT
ALCTSE 8 U"/’y

SECURITY (reported)

OTHER

PR ARG L TGVET
LENS

ONYX ARCHITECTS

OIN;
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o i Detention i Building No. 29
Mira Loma Detention Facility Buiding No pr] Page 36 [Mira Lomia Facty e e

Reviewer / Discipline Plumbing Building Name /Recent Use Kitchen Armory |Reviewer / Discipline Electrical Building Name /Recent Use Kitchen Armory
Bldg Type Bldg Type
ganacﬂv (If applicable) Rating Capacity (if applicable)
urrent Size / Count 1 Coda / Life Safety: required for basic occupancy and accessibiity s C Saf i ccessibilit
BSCC Standard 2 Program required to mest regulations for intended use JCurrent Sice / . [ Sadel e ; for;belic s
Est Capacity / Rating 3 Maintenance: Repairs and routing 1 108 / replacement o prolong useful lfe of bullding [BSCC Standard 2 Program: requived e fmest repilitions for intsnded usa
|4 Sustainability: recommeandations to lower operating costs |Est Capacity / Rating |3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General |‘I" inability: rect o lower operating costs
tem Com Recommendation General
Item Rating Comply || Recommendation
s
=l K 1t B
g @ < E - < Z
z H § 8 E| 8 g For OPC - g % 5|3
i Observation § (3] Sla|2la]& Additional Comments Use £ s |l ¢ E E
VERALL (summary) as Observation i g § g 5 E Additional Comments For OPC Use
_ Mok Bt Ol O-TERL OVERALL (summary) v
1|WATER HEATING t feaTEn. Ex/ST - Mo commebs
1 |POWER DISTRIBUTION
|~ OOl LG TEE Ce f_,-fpm.
2|COLDWATER PIPIES /
pipe  es<sTi e Comwer] \/ J
2|uGHTING v
i OofPFeil =" pEC AL
3|HOTWATER BIPES i 1 re
Mo oppmpredT . /'
“ J|CONDUIT & RECEPTACLES V

. ONYX ARCHITECTS ..
GAS PIPES ki comonceT

L

4
5|PLUMBING FIXTURES vl FEieruie] e 0L,

5
6

6
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ira Loma Detention l-=acility

M
[Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

30
Steam Plant

[Capacity (if applicable)

urreft Size / Count

BSCC|[Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

e < p S z
| 6] 2 e : | 3
s | 21 < | 5§ 2 sl £ | E
clele|ul el elae] 5] 2]
Building Name / Use K & S 2 X & S S £ - 3 Photo Ref. Comments foprc
OVERALL
30.0, 1, 5, : ADA - provide 6" ramp at entry, change to lever hardware, change 2
I|Architectural N Y [ | [ I5, 16 athrooms (toilets, sinks, showers) for full accessibility
Investigate further: Wall anchorage unknown, possible slender wall issues at
2|Structural [ irder seats.
3|Mechanical
4{Plumbing
5|Electrical ] ]
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 30
GENERAL CONDITIONS

30.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 30 PHOTOS

30.1



Mira Loma Detention Facility

Mira Loma Detention Facility

Reviewer / Discipline

Architecture

Building No. 'gz:) Page

Reviewer [ Discipline Mechanical

Building Name /Recent Use 6{?&1}{” \-/'J;_,;Qp\';

Building No

w
(=

Page 1

Building Name /Recent Use Stsam Plant

Bldg Type

BdgType B @ (@ Tigw )

Capacity (if applicable)

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

JRasing

| Cede / Life Safety: required for basic occupancy and accessibility

2 Progrant: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 Sustainability: recommendations to lower operating costs

Current Size / Count

BSCC Standard

Est Capacity / Rating

Rating

1 Code | Life Safety: required for basic cccupancy and accessibiity

2 Program: raquired to meet regulations for intended use

3 Maintenance: Nepﬂns and muine maimenance / replacement to prolong usadul life of building
[4 Sustainability: recommendations lo lkwer oparating costs

Ttem

Rating

General
Comply

Recommendation

tem No.

Observation

Falr (YELLOW)

Goot {GREEN)

Code, ADA
BSCC

Additionai Comments For OPC Use

Code
Program
Maintenance
Sustainability
Photo Ref.

General
Itom Rating | Comply || Recommendation
S 8| &
< =
3 2 e |8 (8|2
[~} a , glg| g
= © g | g
: = gElollg|&|5 |28 For OPC
8 Observation - clalld|lz|[=2|a] & Additional Comments Use

OVERALL (summary)

OVERALL (summary)

ROQF; membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

-

SPACE COOLING

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

2|SPACE HEATING

ENTRY: palh/ height,Janding
ext./int., threshold, strike clr,
width, ext. door, hardware
{lever/panic), closer

y A Y T 2

3|DUCTWORK

DOORS (interior): frame, frim,
panel, threshold, hardware
{lever/panic), closer,
clearances

FLOOR:fimish1_____

2 base, cracks, bumps,

drains, steps/ramps, moisture,
seal

4|GRILLES AND REGISTERS

CEILING type ,
height . finish, paint,
hates, moisture, tiles

FINISHES: surfaces: walis,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

2 X 2.

ADA; POT; CLR sink#fit i/
shower/ part'n/ counters;
pipes, confrols,
switches/outlets, raifing

FPWET, EI A LA 2
& m:’\(o Y”"ﬂﬁ:ﬁ(l,} TOW L R

0L,

SECURITY (reported)

OTHER

ONYX ARCHITECTS
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[Mira Loma Detention Facility Building No. 30 Page 37 [1es Liova Distention Eacity i Bl Mo X Fage 47
Reviewer / Discipline Plumbing Building Name /Recent Use Steam Plant |Reviewer / Discipline Electrical Building Name /Recent Use Steam Plant
Bldg Type Bldg Type
Capacity (if applicable) Capacity (if applicable) [Ea
Current Size / Count 1 Code | Life Safety: required for basic cccupancy and accsssibility Currert Sive ] Counc R, S o
BSCC Standard Program. required to meet regulations for intended use il o s o
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacament to prolong useful Iife of bullding IBSCC Standard 2 Program: required to meet regulations for intended use
Sustainability: recommendations to lowear operating costs JEst Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
G ral 4 5 bility: r dations to lower operating costs.
Item Recommendation General
g Item Rating Comply || Recommendation
B | 1
= “ —
S E é § g g - ” z
s g g5 2|8 For OPC : 3 % HE
i Observation s g | = @ § Additional Comments Use 3 o g -
OVERALL (summary) 5 Observation 3 g g # .g g Additional Comments For OPC Use
=
OVERALL (summ Vv
1|WATER HEATING ( ary)
1 |POWER DISTRIBUTION \/
2|COLDWATER FIPIES 7

2|LIGHTING s,/ / "/

3|HOTWATER PIPES

3|cONDUIT & RECEPTACLES \/ \/’ |:I.
ONYX ARCHITECTS
4|GAS PIPES

4
5|PLUMBING FIXTURES

5
(3]

6
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MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 30
FIELD NOTES
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|Mira Loma Detention Facility Building No. o ) Page
|Reviewer / Discipline Building Name /Recent Use CHrepmMm PLAVA
BdgType BriCK (hets of met[fet—
Capacity (if applicable) |Rating oo/
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
z
g1< I -
] é Eo, 2 e | 2 gl
z algju o | §| 8 s g
g Observation i 5 3 z: E g E § £ Additional Comments For OPC Use
OVERALL (summary)
~
pchensuo 2
oft LAt
e AL S S Oty — Pact>  framéS
AT WJEC CAck &0 of THE
éso Fucs
(9 4 W!V'( o ¢
";. ALl atkf"'r
Al OWAS 2

ONYX ARCHITECTS

Los ANGELES COUNTY | DEeTENTION CENTER ASSESSMENT
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FIELD NOTES
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[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

31
Old Side Canteen

ICapac

ity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

OVERALL

Discipline Rating Compliance | Program Capacity Recommendation
~| 1 s z g | £
2 gl < o0 £ > £ g g
= o ) @] S g g ) g 2 =
- = S 3 9 2 & g 3 & < 8
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc

Architectural

JRevisit — Not Visible

Structural

w

Mechanical

N

Plumbing

Electrical

INo Comments

o

Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 31
GENERAL CONDITIONS

31.0



[Mira Loma Detention Facility Building No. T Page 1 Wira Loma Detention Facility Builing No. 31 Page 36
Reviewer / Discipline Machanical Building Name /Recent Use Old Side Canfeen Reviewer / Discipline Plumbing Building Name /Recent Use Old Side Cantesn
Bidg Type
Bldg Type — -
Capacity (if applicable) Rating Capacity (if applicable) Relng _ |
Current Size / Count 1 Coda / Life Safety, required for basic accupancy and accessibility Current Size / Count 1 Code / Life Safety: required for basic oocupancy and accessidity
IBSCC Standard 2 Program: required 1o meet reguiations for infended use BSCC Standard : 2 Program: required to mest reguiations for intended use B
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacement to prolong useful iife of building Est Capacity / Rating 3 Maintenance: Repairs and routine maintenarics .“M to prolong useful ife of building
|4 Sustainability: recommendations to lower operating costs 4 Sustainabillty. recommendations to lower operating costs
General General
tem Comply || Recommendation Item Comply || Recommendation
£ z z £
- ] - g =
3 4 E . g |2 g 4 B 5 § HE
E z 8 E\ g2 For OPC c % g é §12|5 g g For OPC
.E Observabon E g & g = r?: g Additional Comments Use _& Observabon fre CHE-E R Additional Comments Use
— (summary) OVERALL (summary)
EXISTIn G WaLL Mo
1|SPACE COOLING A HOITS O Rk oF THe Blds . 1|WATER HEATING
WaEne oD Al cibris K-2Z2
EEFE: c o AT,
2|sPACE HEATING v e A5 e ootk 2|COLDWATER PiRiES
3|DUCTWORK Mo commelT 3[HOTWATER PIPES
ONYX ARCHITECTS YX
_ GLi L/ RECI FTENLE tOSRE ..
4|GRILLES AND REGISTERS v oy _ W B o, 4|cas PIPES
R Ly A @O cadorrion) .
] 5|PLUMBING FIXTURES
|
|
-] 8

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
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45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 31
FIELD NOTES
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|Mira Loma Detention Facility Building No. 3 Page 46
|Reviewer / Discipline Electrical Building Name /Recent Use Old Side Canteen
Bldg Type
Capacity (if applicable) JRating
|Curr!nt5'rze."Courft | Code / Life Safety: required for basic occupancy and accessibility
IBSCCSnndard 2 Program: required to meet regulations for intended use
JEst Capacity / Rating |3 Maintenance: Repairs and routine maintenance | replacement to prolong useful life of building
4 5 bility: r d to lower operating costs
General
Item Rating Comply || Recommendation
[}
. 5 5 § g 3
<
£ U ﬁ B E 2
5 Observation 5 § 3 £l3 g Additional Comments For OPC Use
B
OVERALL (summary)

=

POWER DISTRIBUTION

)

LIGHTING

3|CONDUIT & RECEPTACLES

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
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SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 31
FIELD NOTES
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ira Loma Detention l-=acility

M
[Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

32
E & F School (portables)

[Capacity (if applicable)

urreft Size / Count

BSCC|[Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
- e < 3 g g
=; g 9( 00 UE7 f) € § é
= o J U c 8 S ° 8 ] £
< S S O 5 ® g 2 » £ 3
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
: ADA - exteruor stari handrail top extension, add grab bars to womens
32.0, 1, 2, 3,koilet, make inmate toilet room acessible, medical hand wash sink accessible;
I|Architectural N Y ] [ 4,7 M: replace 5 torn window screens
2|Structural
3|Mechanical ] [ | 322 INO PROPER VENTILATION INSIDE THE RESTROOMS.
4{Plumbing ] [ | 32.18 JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ [ [
6|Other (If Applicable)

ONYX ARCHITECTS EIHI-
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536
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BUILDING 32
GENERAL CONDITIONS

32.0
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Mira L.oma Detention Facility

Reviewer / Discipline Avrchitecture

Building No. 3 7

Page

Building Name /Recent Use y v o0, [ ou Lt

Bldg Type

D

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

{Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program; required to meet regulations for intended use

4 Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Item

General
Comply

Recommendation

tem No.
Good (GREEN)
Code, ADA

Qbservation

BSCC

Code

Program

Maintenance

Sustainabilicy

Photo Ref.

Additional Comments

For OPC Use

OVERALL (summary)

ROQF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

SLAHEEN 5
RSy

S waedd

ENTRY: path/ haight, landing
ext.fint., threshold, strike clr,
width, ext, door, hardware
(lever/panic), closer

DOORS (interior): frame, trim,
panel, threshold, hardware
{lever/panic), closer,
clearances

FLOOR: finish 1&HT_Vi¥y7L.
2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

CEILING type AN LT
height, , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ tlt/ um/
shower/ part'n/ counters;
pipes, controls,
switchesfoutlets, railing

DG =Py TR
hid. FANOENML ToP
C e S on/

SEMpoﬂed)

W ﬁrv!%W’-s ‘é".@///'\ NLTD; @W
Pees

| TOLEY (Zgan INACLCSHELT

Mira Loma Detention Facility Building No 32 Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use E & F School (portables)
Bidg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic cocupancy and accessibiity
BSCC Standard 2 Program: required 1o meet regulations for intended use
Est f«'JEIfIlE}Cil‘;-I ! Rﬂllhg 3 Maintenance. Repairs and routine mainienance / replacemeant to prolong usedul lile of building
4 Sustainabllity: recommendations to lower operating costs
General
Item Comply || Recommendation
8|z
< 2%
= £ B
$ < E|8(5|2
3] E|E|& g
€ Eloll 2|85 1.5 8 For OPC
a2 Observation Q| & olE|l=|a]la Addmional Commants Use
OVERALL (summary)
1|SPACE COOLING B rg
2|SPACE HEATING :
3|DUCTWORK 4T
¥
4 |GRILLES AND REGISTERS 4
5
]

OTHER

YRED 1o W AND T WE sy
St NoT Acoewsy B

ONYX ARCHITECTS

OIN;
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13+14, 2012

BUILDING 32
FIELD NOTES

32.2



Mira Loma Detention Facility Building No. 32 Page 35
Reviewer / Discipline Plumbing Bullding Name /Recent Use E & F School (portables)
Bldg Type
[Capacity (if applicable) Rating
Current Size / Count 1 Coda ! Lifs Safety: required for basic occupancy and accessibility
IBSCC Standard 2 Program. required to meal regulations for intended use
Est Capacity / Rating 3 Maintenance: Repaire and routing maintenance / replacement 1o prolong usaful life of bullding
4 Sustainability: recommendations 10 lovwer operating costs
General
Item Rating Comply || Recommendation
4 B g % -

o ) = E _% : 2

= 2 § 8 § E(2]|8 For OPC

i Observation N § E 23| & Additional Comments Use
- ———

OVERALL (summary) H
ELertrde  eoaTER AT
1|WATER HEATING Q@ o S LE L __{‘r,&__t__t-_— .
Coppef. e EXICTS
2 |COLDWATER PIPIES r P

Ne ecommeoaT

|Mira Loma Detention Facility Building No. 32 Page 45
[Reviewer / Discipline Electrical Building Name /Recent Use E & F School (portables)
Bldg Type m
Capacity (if applicable) JRating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibillity
BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Mainuenance: Repairs and routine maintenance { replicement t projong useful life of building
4 Susminability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
< §1E&]..
; 2 HE
F: e g £
§ Observation 3 g N3 (2|53 j Additional Comments For OPC Use
| 2 |
OVERALL (summary) "
1|POWER DISTRIBUTION
, =
2|LIGHTING v v

3|HOTWATER PIPES

coppes. pipe e<crs

e coammentT .

3|CONDUIT 8 RECEPTACLES

B

GAS PIPES

,fu’l-" C.&mmenf

5|PLUMBING FIXTURES

F1 xTLikpf “WEEe o2,
(= SR = [ KA AP A8

T AT FUITEY

ONYX ARCHITECTS
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[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

33
Heliport

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ 2 < 3 g )
=; g 9( 00 UE7 f) € § é
= ) o) ) S g g ) £ 2 3
. . 3 i O 2 & =3 3 3 3 2
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
: ADA - restripe parking, provide accessible access aisle, add signage, make
" " 33.0, 6, 14, lshower accessible, add toilet grab bars, raise outlets; M: repair asphalt at
[|Architectural N n/a 15,20, 22 JADA stall
2|Structural
]
3|Mechanical JEXISTING EVAPORATIVE COOLER NEEDS TO BE REPLACED.
]
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
| ]
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 33
GENERAL CONDITIONS

33.0



ONYX ARCHITECTS %
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45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 33 PHOTOS
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Mira Loma Detention Facility

Reviewer / Discipline

Architecture

Building No. -3, %

Page

Building Name /Recent Use ({-£7¢ IRl
Bldg Type A /¢ Lo )

Capacity {if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

Rating

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

4 Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Item

General
Comply

Recommendation

tem No,

Observation

Code, ADA
BSCC

Code

Program

Maintenance

Sustainability

Photo Ref.

Additional Comments

For OPC Use

OVERALL (summary)

ROOF: membyrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

< ¥ | Good (GREEN)

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, meisture, holes

space 1%

Mai

UnLen 2 TIe NEY?

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ext./int., threshold, strike clr,
width, ext. door, hardware
(tever/panic), closer

PRV Accsts ABLE
\é[’,’ww‘b , S rles,

S Gl A B

DOCRS {interior): frame, trim,
panel, threshold, hardware
{lever/panic), closer,
clearances

FL9OR_: finishe 1 ;m\‘&,
2.0 5 base, cracks, bumps,
drains, stepsframps, moisture,
seal

.
CEILING type_InAf

height . finish, paint,
holes, moisture, tiles

FINISHES: surfaces: wails,
paint, waingcot! low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ tit/ urn/
shower/ part'n/ countars;
pipes, controls,

switchWailing

ML SE NG G REnG
S W/ et

OVTLETS “farp wens

A

SECURITY (reported)

QOTHER

Mira Loma Detention Facility

Reviewer / Discipline

Architecture

Building Mo.

Page

Building Name /Recent Use

BldgType 2. MISC My NS  (YENL 26 #

Capacity (if applicable)

Current Size / Count

Rating
| Code / Life Safety: required for basie occupancy and accessibility

34

|BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 inabili dations to lower operating costs
General
Item Comply || Recommendation
z
= s El.
a E
g &< £ E 4 2
E § H B % % 5|8 .g di | C For OPC U
i £ -
g Observation s18 14 SlelE g £ Additional Comments or se

OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes ast life

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
baselweep, moisture, holes

meTaL  TELLLS
X ot Jeoloety
Ay chiw eeD

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ENTRY?: path/ height, landing
ext.fint., threshold, strike clr,
width, ext. door, hardware
(levaripanic), closer

DOORS (interior): frame, trim,
panel, threshold, hardware
(lever/panic), closer,
clearances

FLOQR: finish 1 '

drains, steps/ramps, moisture,
seal

2 base, cracks, bumps,

CEILING type, Y
height , finish, paint,
holes, moisture, liles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ iy urn/
shower! part'n/ counters;
pipes, controls,
switchesfoutlets, railing

SECURITY (reported)

OTHER

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 33
FIELD NOTES

33.2



[Mira Loma Detention Facility . Building No. _ 3 Page 34 [Mira Loma Detention Facility Buiding No. 3 Page 1
Reviewer / Discipline Plumbing Bullding Name a’R;T:;trUSE Heliport Reviewer / Discipline Mechanical Building Name /Recent Use Heliport
ype Bidg Type
Capacity (if applicable) Rating Capacity (if applicable) Raling
Current Size / Count 1:Coda / Life Saety; required fur basic cocupancy and accessibiity Current Size / Count 1 Coda | Lifs Safety: required for basic cccupancy and dity
BSCC Staﬂdard Proym eruied "““ﬁ"’ﬂ“"'"‘“"’l for intended R ‘ _ BSCC Standard 2 Program; required lo meet regulations for infended use
Est Capacity / Rating 3 Maintenance: Repals and "?“-‘”"" f e f' F ent 1o g usedul life of buiiding Est Capacity / Rating 3 Mairtenance: Repairs and routine mainienance / repiscement 1o prolong useful life of bullding
4 Sustainabilty. recommendations to lower operating costs 4 Sustainability; recommandations to lower oparating costs
General General
item Comply || Recommandation Item Ratl Comply || Recommendation
gl .
g 3 % 9z g 5 £ ],
=} ;"'-:' A B = S : a s E -g ﬁ?
- < §u§§!.§§ For OPC 2 = ggggggg ~T
Bl Observation P Slall 8 =la|& Agditional Comments Use § Observation N fi] E [} =|lal|i& Additional Comments Use
OVERALL (summary) OVERALL (summary)
LnTER.. How TR S (2) BExefrislds pvAF e Fa T e QEOLEYS
1|WATER HEATING GLe , 1|SFACE COOLING o s s AlD. EXIPTILE Foncidl Ac
U @ Coreaik taelre Neld .
Exifrole PORTREALE A AT
cx! THE Flootl
(b pek FJPE S o 1 ExIST1.J6 fFuRilpte wERe
2|COLDWATER PIFIES J Co ey 2|SPACE HEATING v ILSra-Lepy CuT oo e |BllE
1
| Cop pef— P ET/STS
3 |HOTWATER PIPES i f FF o 3|DUCTWORK “ NS [wSLilATIoD ol THE
Py cucflf Qo ps Pl B VS
(@ . e il o NEEO ob For
FE R v Fyg gLy,
: ONYX ARCHITECTS
Pi Mo comena T ) LS fReC g et S et
4lcas pires 4|GRILLES AND REGISTERS > Paemiy is) Gron oodh el
i srigel LERE ©OLP, i
5|PLUMBING FIXTURES piie 5 \
|
|
L
6 ]
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536
SITE VisiT : Wep. Nov. I13+14, 2012
33.3




Mira Loma Detention Facility Building No. 33 Page 44

Reviewer / Discipline Electrical Building Name /Recent Use Heliport
Bldg Type
Capacity (if applicable) [Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Comply || Recommendation
o
- 2 HHE
- i | v §, g E 8
E Observation 3 § 3 £ é % g Additional Comments For OPC Use
~ |OVERALL mmary} [ 1
1|POWER DISTRIBUTION 5 /

2|LIGHTING J \/'\/
| ONYX ARCHITECTS

i MoT AO0%.

3|CONDUIT & RECEPTACLES V’

4
5
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536
8 SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 33
FIELD NOTES

33.4




[Mira Loma Detention l-=acility Bldg no. 34

Building Condition (summary of all disciplines) Bldg. name Visitor Booth
- RATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation

~| 1 s z g | £
- ) < 00 £ > £ s 2
z | 3 s 9 < g gl s S g 8
= ] = 7]
Building Name / Use K & S 2 X ne S S ng s 3 Photo Ref. Comments foprc
OVERALL
u u IC: ADA - provide ramp to entry, threshold, strike clearance, lever hardware,
I{Architectural N n/a 34.0,5 [B4" AFF counter

N

Structural @I i{'
ONYX ARCHITECTS
. . 'YX

3|Mechanical
[ ]
4{Plumbing
| | |
5|Electrical
6|Other (If Applicable)

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 34
GENERAL CONDITIONS

34.0
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ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 34 PHOTOS
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Mira Loma Detention Facility Building No 34 Page 1
Miva Lorma Detention Fadility Bulding No. -3 4- Page Reviewer / Discipline Mechanical Building Name /Recent Use Visitor Booth

Reviewer / Discipline Architecture Building Name /Recent Use \/, 5, T2, WFr <HP—k_ Bldg Type

Bldg Type o) idpidls — it EEAF - Capacity (if applicable) Rating

Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibiiity

Capacity (if applicable) [Rating BSCC Standard 2 Program’ required to mest regulations for intended use

Current Size / Count I Code / Life Safety: required for basic occupancy and accessibility Est Capacity / Rating 3 Maintenance: Repairs and routine mainienance / replacemant to prolong uselul life of bullding
IBSCC Standard 2 Program: required to meet regul for intended use l4 Sustainabllity: recommendations bo lower oparating costs

|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

ratin; s
4 Sustainability: recommendations to lower operating cosi Raccraranlion

General
Item Rating Comply || Recommendation |

g
-
g
=
2
o
3
2

|Fm oPC
Addtional Commants |Use

Code, ADA
BSCC
Code
Program

DQbservation
Additional Comments For OPC Use OVERALL (summary)

Fair (YELLOW)
Maintenance
Sustainability
Photo Ref.

Izern Na

Fair (YELLOW)
Good (GREEN)
Code, ADA

| Sustainabilicy

Photo Ref.

BSCC

Code
Program
Maintenance

Observation

OVERALL (summary) SPACE COOLING 4L 1UOTR Lo | THEY Adde

ROOF: membrane, structure | ¢ s |
lintegrity, drainage, flashing, 7 1
gutter, insul, vent, screens, |
eaves, holes ast life |

tem No.

-

.
o

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

L&)

SPACE HEATING W

%

i~

A

)

m

f

/

»
N~ -

WINDOWS & VENTS: frame,
glazing, hardware / access,
waathertightness, screen/
louver, bars

2 Swoe VP : i
pe LG 3|DUCTWORK WoT ArficiBiEe

DOORS (interior): frame, trim,
panel, threshold, hardwara
(lever/panic), closer,

ONYX ARCHITECTS

S

FLOOR: finish 1 \

2 base, cracks, bumps,
drains, steps/ramps, moistura,
seal

GRILLES AND REGISTERS Lif 7

CEILING type. \
height , finish, paint, 'l
holes, moisture, tiles

FIMISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ tit/ urn/ )( GQJNT‘E’?' & .5- " ]":H@H
shower/ part'n/ counters;

pipes, controls, -
switches/outlets, railing

SECURITY (reported) | |

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 34
FIELD NOTES

34.2




Mira Loma Detention Facility Buliding No 34 Page 33 [Mira Loma Detention Facility BuNdng No. ) Page 43
Reviewer / Discipline Plumbing Bullding Name /Recent Use Visitor Boath |Reviewer / Discipline Electrical Building Name /Recent Use Visitor Booth
Bldg Type Bldg Type
Capacity (if applicable) Rating Capacity (faook
_ apaciy (if applicable) [Rating
Current Size / Count 1 Cade / Life Safety: required for basic occupancy and accessibility : ) : :
[ESCC Standard b Prisarain: el o et faguisiions v = Current Size /| Count | Code / Life Safety: required for basic occupancy and accessibility
|Est Capacity / Rating 3 Maintenance; Repairs and routing maintenance / replacament 1o proiong useful ife of buliding |BSCC Standard 2 Program: required to meet regulations for intended use
4 Sustainability: recommendations to lower oparating cosis |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding
General 4 Siscainabilicy: rec ’ o I s
Item Rating Comply || Recommendation General
g z Item Rating Comply || Recommendation
S B = EIE
Z 'g' e 5 § E 'E = g |E
2 £ §o§%,§§§ For OPC ) = §§§
B Observation & 5] ﬁ_ gl3|a Additional Comments Use g 0 2
o] (summary) 5 Observation E 3[ g E 5 £ Additional Comments For OPC Use
OVERALL (summary) /‘ v
1 |WATER HEATING NeT ApPu cafpee
1|POWER DISTRIBUTION
2|COLDWATER PIPIES AT APFLick 2LE
2|LIGHTING \/ \/ \/
3[HOTWATER PIPES Upr AFPPLCARLE
3|CONDUIT & RECEPTACLES \/ \/ @
ONYX ARCHITECTS
4|GAs PIPES Nr  Appucsbile
4
5§ |PLUMBING FIXTURES M LEPy | CA-Bg =
5
6
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 34
FIELD NOTES

34.3




[Mira Loma Detention l-=acility Bldg no. 35

Building Condition (summary of all disciplines) Bldg. name Main Gate Booth
- RATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrept Size / Count 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating 2 M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation

e < 3 g z

| & | ¢ “ -

= Qo < 00 £ f) IS c <

> - c IS 51 IS 9 £

< o 9] O] = Ty ] (] S0 2 <

S = S 3 9] 2 9 =3 3 ) o 7]

Building Name / Use & R 9 a X & 3 g & > 2 Photo Ref. Comments [OPC
OVERALL
u u JC: ADA - provide ramp to entry; M: weatherstrip, patch and repaint interior
[|Architectural N n/a 35.1,6 Jwalls

N

Structural @I i{-
ONYX ARCHITECTS
| | | | | nm

3|Mechanical
| | |
4|Plumbing
| | |
5|Electrical
6|Other (If Applicable)

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 35
GENERAL CONDITIONS

35.0




ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 35 PHOTOS
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|Mira Loma Detention Facility

|Reviewer / Discipline

Building No. "2 5 Page

Building Mame /R t Use Y24 14/ GATE 3091"“

Bldg Type &

Capacity (if applicable)

Current Size / Count

|BSCC Standard

Est

Capacity / Rating 2~

[Rasing

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 Sustainability: recommendations to lower operating costs

Item

Rating

General
Comply

Recommendation

tem Mo.

Observadon

Fair (YELLOWY)

Good (GREEN)

Code, ADA
BSCC

Additional Comments For OPC Use

Code
Program
Maintenance
Sustainabiliy
Photo Ref.

OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware [ access,

| weathertightness, screen/
louver, bars

ENTRY: path/ height, landing
ext.fint., threshold, strike cir,
width, ext. door, hardware
(lever/panic), closer

v g Zm®Ps of
C’ wETTER SR ¢

DOORE (ingerior)frame, trim,
panel, | . re
(lever/panic), closer, ,%)

clearances

FLOOR: finish 1_Z0 NG

2 base, cracks, bumps,
drains, stepsframps, moisture,
seal

CEILING type £,
height finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscol/ low walls, tila,
handrails, cabinets, mirrors,
fixed furnishings

\ REFAINT 4 PATZH LvALS

anﬁﬂ’o//‘rydn sink/ Wt/ urn!
sh part’n/ counters;

pipes, controls,
switchesloutlets, railing

v ~ )

SECURITY (reported)

Mira Loma Detention Facility Building No 35 Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use Main Gate Booth
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code | Life Safely. required for basic cccupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance; Repairs and rouline maintenance / replacement 1o prolong usedul iife of building
4 Sustainabllity: recommendations to lower operating cosis
General
Item Rating Comply || Recommendation
T
g 8% |
< E = -
a =]
; 4 E AIEIE |
= 5 | @ ‘M
5 gElgllgl2|5 8|2 For OPC
é Observation s clallc |2 |=|3]| & Additional Comments. |Use
OVERALL (summary) | I
| Ex & A e
1|SPACE COOLING . Al en o Foos Al g0
2|SPAGE HEATING s £ Ay N i
3|DUCTWORK / A IT
(2 2 7
4|GRILLES AND REGISTERS o "
5
6

OTHER

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 35
FIELD NOTES

35.2



[Mira Loma Detention Faciiity

Building No. MA 4/

2 a2

Page 30

Reviewer [ Discipline Plumbing Building Name /Recent Use Nerth Gate Booth
Bidg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program. reguired to meet regulations for intended use
Est Gapadiy [] Raling 3 Maintenance: Repairs and routing r nos 1 reph ent 1o prolong usehul fife of bullding
Sustainability: recommendations to lower operating cosls
General
tem Rating Comply || Recommendation
3 BIE|.
ok
c g § £ E 2 £
- z g8 g E- E8| 8 For OPC
_E_ Observation K- 318 " a|=|dl k& Additional Comments Use
OVERALL (summary)
1|WATER HEATING MoT A FPPL: CA B Le
ii
2|COLDWATER PIPIES NOT ApPPLIca Bies

J|HOTWATER PIPES

HOT Apradcapre

4|GAS PIPES

LPT™ AFPPLICA BLe

5|PLUMBING FIXTURES

MET APPLrickple

|Mira Loma Detention Facility

Building No. 35 Page 42

IReviewer / Discipline Electrical Building Mame /Recent Use Main Gate Booth
Bidg Type
Capacity (if applicable) JRuaing
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
lBSCCSca.ndard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 5 bility: rec to lower operating costs
General
Item Rating Comply I Recommendation
< i|21.
_ q &
: é R
5 Observation K g ﬁ 3 £ g )E Additional Comments For OPC Use
—— —.
OVERALL (summary) 3 f

1|POWER DISTRIBUTION

2|LIGHTING

3|CONDUIT & RECEFTACLES

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 35
FIELD NOTES

35.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no. 36
Bldg. name Jaffey Park Booth

[Capacity (if applicable)

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

urrefpt Size / Count 10"x 10' 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
—_ o o) >
s | &§]¢E 7 2 | 3
= Qo < 00 £ f) IS c <
= = G 3} 5 g S v g 2 5
ot = & b 0 o 2 a8 ° 8o < 8
Building Name / Use s 3 3 2 X & 3 3 & > 2 Photo Ref. Comments forC
OVERALL
]
I|Architectural N n/a 36.1  JC: ADA - provide ramp to entry (2" threshold), lower shelf to 34" AFF
2|Structural
] | ]
3|Mechanical
] | ]
4|Plumbing
| | ]
5|Electrical
6|Other (If Applicable)

ONYX ARCHITECTS @I!i'
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 36
GENERAL CONDITIONS

36.0



ONYX ARCHITECTS %g

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 36 PHOTOS

36.1



ﬁm Loma Detention Facility Building No 35 Page 1
|Reviewer / Discipline Mechanical Building Name /Recent Use jaffey Park Booth
Bldg Type

|Mira Loma Detention Facility Building No. 2 (> Page
|Reviewer / Discipline Architecture Building Name /Recent Use (. v ¥H2  Suhcil. Capacily ( applicabie)

Bldg Type A _ Rating
dg Type Current Size / Count 1 Code / Life Safety: required for basic occupancy and sccessibility

Capacity (if applicable) [Rating BSCC Standard 2 Program: requined to meet regulations for miended use
Current Size / Count }p) » (0 2 | Code [ Life Safety: required for basic occupancy and accessibility Est Capacity / Rating 3 Maintenance; Repairs and routine mainienance / replacement 1o prolong usatul ife of building
[BSCC Standard 2 Program: required to meet regulations for intended use 4 Sustainabllity: recommendations (o lower oparating costs

|Esc Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building Beraral

&U W ’24003 ?M @ﬂm x| Sustainabilicy: r dations to lower operating costs item
General
Item Rating Comply || Recommendation

g
=
=
o
3

Recommendation

Fair (YELLOW)
Code, ADA
BSCC

Cade
Program
Maintenance
Sustainability
Photo Ref

Observation
OVERALL (summary) |

Additional Commants Use

|For OPC

Fair (YELLOW)
Good (GREEN)
Sustainabiliy
Phato Ref,
tem No

Maintenance

Additional Comments For OPC Use

Observation

OVERALL (summary) SPACE COOLING piler= tioe ol poot, op)

ROOF: membrane, structure Api itsarde Fo 22 fLEFRGE4nT
integrity, drainage, flashing,
gulter, insul, vent, screens, - F
eaves, holes est life | s / . =ik |

tem No.
Code, ADA
BSCC
Cede
||Program

=1

<
:Q
1
e I:..
B
]
B
"

WALLS & POSTS: ext. finish, | . !
flashing, structure, integrily, 4 2|SPACE HEATING : Dbz ke D pce  Ecolicl
base/weep, moisture, holes Vv - - 0 1

WINDOWS & VENTS: frame,
glazing, hardware / access, g
weathertightness, screen/
louver, bars

ENTRY: path/ height, landing 2N TS Wiy
ext.fint., threshold, strike cir,
width, ext, door, hardwara L
(lever/panic), closer

DUCTWORK (e & YIRS

L]

DOORS (interior): frame, trim,

pone, s v ok | | ONYX ARCHITECTS

G ii = R =i I =
FLOOR: finish 1 RV &2 GRILLES AND REGISTERS WV P T 0 T W e v S | |
2 base, cracks, bumps, A
drains, stepsframps, moistura, ¥ ;
seal
-9 -

CEILINGI .L'
heigl , finish, paint,
holes, moisture, tilas 5

-

FINISHES: surfaces: walls,
paint, wainscol/ low walls, lile, Vv :
handrails, cabinets, mirrors,
fixed fumishings "L |
ADA: POT; GLR sink/ Ht/ urn/ ShELVF Too Hleh
shower/ part'n/ counters;

pipes, controls, -]
switchesfoullets, railing

SECURITY (reported)

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 36
FIELD NOTES

36.2




[Mira Loma Detention Fncilig Building No. 38 Page 31
Reviewer / Discipline Plumbing Bullding Name /Recant Use jaffey Park Booth
Bldg Type
Capacity (if applicable)
Current Size / Count 1 Code / Life Safaty: required for basic oceupancy and accessibility
BSCC Standard 2 Program: required to mest reguiations for intended use
Est Capacity / Rating 3 Maintenance; Repairs and routine r i rep weni o pralong useful Ife of bullding
4 Sustainabiity; recommendations 1o lower operating costs
General
ltem Rati Comply || Recommendation
g 8| &| .
G B § & g E g
= z g 8 g £ g g For OPC
i Observation & o = E Additional Comments Use
—— = —
OVERALL (summary)
1|WATER HEATING Ao AFPFLICA Beg

2|COLDWATER PIPIES

AT AfFfAica Bl

3|HOTWATER PIPES MoT  APPL; cABre
i

4|GAS PIPES e AFFUIca pres

5|PLUMBING FIXTURES AoT A cPLicdbte

-]

|Mira Loma Detention Facility Building No. 36 Page 4|
Reviewer / Discipline Electrical Building Name /Recent Use jaffey Park Booth
Bldg Type
Capacity (if applicable) JRating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
]BSCC Standard 2 Program: required to meet regulations for intended use
lEstCapacityIRadng 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 S ¥: rec d: to lower operating costs
General
Item Rating | Comply || Recommendation
é < A Il
a -
: <
: I AHE
S Observation E S 5 S < E E Additional Comments For OPC Use
SN
OVERALL (summary) v T

1|POWER DISTRIBUTION

2|LIGHTING

3|CONDUIT & RECEPTACLES

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 36
FIELD NOTES

36.3

OINj



ira Loma Detention l-=acility

M
[Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

37
North Gate Booth

[Capacity (if applicable)

urreft Size / Count

BSCC|[Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

—_ o o) >
- £ = & g =
- ) < 00 £ > £ s 2
=l sl s |glel el il B] 2]
Building Name / Use K $ S 2 X 2 S S 2 3 3 Photo Ref. Comments fopc
OVERALL
" . IC: ADA redo P.O.T 35 Sf to eliminate steep cross-slope, lower counter to
I|Architectural N n/a 37.0, 4,8 [B4" AFF; M: replace asphalt shngles in 7 years
2|Structural
| |
3|Mechanical
| |
4{Plumbing
| | |
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 37
GENERAL CONDITIONS

37.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 37 PHOTOS

37.1



Mira Loma Detention Facility

Reviewer / Discipline

Mechanical

Building N 37 Page 1
Building Name /Recent Use North Gate Booth

Bldg Type

Mira Loma Detention Facility BuitdingNo. 57 Page
Reviewer / Discipline Architecture Building Name /Recenc Use I 02 Ty &a Ty S ik dix
Bldg Type \C

Capaoity (if applicable)

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

Rating

1 Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

4 Sustaimability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to profong useful life of building

Current Size / Count

BSCC Standard

Est Capacity / Rating

Rating

1 Code / Lile Safety: reguired for basic occupancy and accessibility

2 Program; required to mest regulations for intended use

3 Maintenance; Repairs and routine maintenance / replacement o prolong usedul iife of building
4 Sustainabllity: recommendations to lower operating cosis

Item

General
Comply

Recommendation

o

zem No.

Observation

Good {GREEN)

Code, ADA
BSCC

Code
Program
Maintenance
Sustainabiliey
Photo Ref.

Additienal Comments

For OPC Use

OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insuf, vent, screens,
eaves, holes est life

Fepipie

irn 7 gya

WALLS & POSTS: ext. finish,
flaghing, structure, integrity,
basefwaep, moisture, holes

7d

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
{ouver, bars

Item Rating Recommendation
s 8| &
o 8 E|E]|%
o fre < 3 E 5 e | &
= & o w 8 a2 2
E sl |23 (2|8|2)2 Skt
k] Observation = o | & ol |l=|al&E Additional Comments Use
OVERALL (summary)
1|{SPACE COOLING
2|SPACE HEATING

ENTRY: path/ height, landing
extint threshold; strike &lr,
width, ext. door, hardware
(lever/panic), closer

o1 Cxhexzied®

£ @ LS S

3|DUCTWORK

DOOCRS (interior): frame, trim,
panel, threshold, hardware
(lever/panic}, closer,
clearances

FLOOR: finish 1_\/ ¢ 3,
2

drains, steps/ramps, moisture,
seal

base, cracks, bumps,

A

GRILLES AND REGISTERS

- =2
CEILING type (6
height, , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: wails,
paint, wainscot/ fow walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ titf urn/
shower/ partn/ counters;
pipes, contrals,
switches/outlets, railing

cov™NTER (% s
Spt s g ST
'\'{ZQSW{J()()-\

SECURITY (reported)

OTHER

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 37
FIELD NOTES

37.2



Mira Loma Detention Facility Building Na._ 0273 77 a5 377 Page 32
Reviewer / Discipline Plumbing Building Name /Recent Use Maii Gate Booth
= Bldg Type
[Capacity (i appicable)
Current Size / Count 1 Cod / Life Safety; required for basic sccupancy and accessibility
|BSCC Standard 2 Program): required to meet reguiations for intended use
Est Capacity / Rating 3 Maintenance: Rapairs and routing m ol | 1 © useful e of buliding
4 Sustainability: recommendations 1o lower operating costs
General
Item Rating Comply || Recommendation
=
3 B £
g E < E g 8|2
z g3 8 E‘ E % |8 For OPC
E Observation .! (3] 3 Q |E w | a Additional Commenis Use
OVERALL (summary)
tie ot ATELR flep1rl
1 |WATER HEATING E/CrT. Ne DEA -
/T Reiep vve Splitint
o TrE __j‘-:t.ct"ﬂ- .
2|COLOWATER PIPIES Coppes- 15 pe ITE.
A Commond
" \ =S
3|HOTWATER PIPES copPEr— A rE S
il Opmnerf
4|GAS PIFES NU {x;\,-;,,.h‘;h_'-—l
21 X fURE sk ko
5|PLUMBING FIXTURES f TR ere ¢ :
6

|Mira Loma Detention Facility

Building No,

37

|Reviewer / Discipline Electrical Building Name /Recent Use North Gate Boath
Bldg Type
Capaciry (if applicable) JRasing
|Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
[BSCCSrandard 12 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful ife of building
4 Sustainability: r d: to lower operating costs
General
Item Rating Comply || Recommendation
H < o
$ B g 3|3
g9 ]l2 £18]|8
§ Observation i Slalls g E 2 Additional Comments For OPC Use
OVERALL (summary) | v
1|POWER DISTRIBUTION /
2|LiGHTING \/ \/ J
3|CONDUIT & RECEPTACLES 4 v

ONYX ARCHITECTS

OIN;

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 37
FIELD NOTES

37.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3614
Outside Maintenance

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
- e < 3 g g
=; g 9( 00 UE7 f) € § é
= o ) @] S g g o g 2 =
o = 9 9 Q ] 2 a8 ° & < 8
Building Name / Use s & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
u u " " "o
3614.0, 1, 2,JC; ADA 24" h. ramp too steep, 2" threshold, no lever hardware, 30" wide
I|Architectural N n/a I5, 17, 18 Jdoors, step down inside; M: repaint, replace all flooring
2|Structural
u u IALL EXISTING EVAPORATIVE COOLERS AND EXHAUST FANS NEED
3|Mechanical TO BE REPLACED.
| ]
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3614
GENERAL CONDITIONS

3614.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3614-3621
PHOTOS

3614.1




P X S

R
AL X T R e

- P

ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3614-3621
PHOTOS

3614.2




Wira Loma Detention Facility Building No. B4 Page29 |Mira Loma Detention Facility Stdeg No. ki o

Reviewer / Discipline Plumbing Building Name /Recent Use Outside Maintenance |Reviewer / Discipline Electrical Building Name /Recent Use Outside Maintenance
Bldg Type Bldg Type
Capacity (if applicable) Rating Can: Fapohcable [Racng
Current Size / Count 1 Coda | Life Safety: required for basic occupancy and accessibility = dcys[i a;;pl ) b o iR s <
[BSCC Standard 2 Program: reguired to meet regulations for intended use RISEIL ED £ s ’
Est Capacity / Rating 3 Mainlenancs: Repairs and rautine maintenancs 1 replacament to prolong usetul iife of bullding BSCC Standard 2 Program: required to meet regulations for intended use
4 Sustainability; recommendations o lower operating cosls JEst Capacity / Rating 1 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General 4 5 rec 1o lower operating costs
Item Rating Comply || Recommendation General
s = Item Rating Comply || Recommendation
=] 3 E = | o
z 3 gl
o w =< . < [ =
. 4 EiE § 21582 For OPC _ : 8 H1HIE
| 5] Obsarvation ) S|4 El=slal& Additional Comments Use ] < o g ﬁ -
OVERALL (summary) i § Observation 3 g 3 3 g g é Additional Comments For OPC Use
-
: OVERALL (summary)
1|WATER HEATING oo - ogfer v . -
Yo MO AcCleES
1|POWER DISTRIBUTION
; PEs LWEReE o P AR
2|COLDWATER PIPIES o1 F i
AL Vil 2T
2|LIGHTING
fh_,:e-g e e iV AP
3|HOTWATER PIPES v ;

AL VAl Ty

J|CONDUIT & RECEPTACLES @

ONYX ARCHITECTS
GAS PIPES Lo aonsretr

4

4
5|PLUMBING FIXTURES A FreTUiEES aene CLD

5
8

6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3614
FIELD NOTES

3614.2




Mira Loma Detention Facility

|Mira Loma Detention Facility

Reviewer / Discipline

o L
Building No. J&(T /JCTA

Page

Building Name /Recent Use

(Jopl RELENS

Bldg Type

Capacity (if applicable)

Current Size / Count

|Racing
| Code / Life Safety: required for basic occupancy and accessibility

1|SPACE COOLING

Building Nao. 3614 Page 1
Reviewer / Discipline Mechanical Bullding Name /Recent Use Outside Maintenance
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibiity
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenanca: Repairs and routine maintenance / replacement 1o prolong useful ke of building
d Sustainabilily. recommendations to lower operating cosis
General
Item Rating Comply || Recommendation
g g | & |
g 3 Akl
2 4 M 3|53
- z glall 8 E E|E] 8 For OPC
'-E. Observation E HE] =] =|a]|& | Additional Comments Use
OVERALL (summary) |
71 VE Al

BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
AP sz,
@ g2 e|8(3|2
2 2 lsivu o |BE|l 28|15 e
€ OCbekvas £131%(9 E125|8]|¢2 .
H servation 2181814 cl1£l131E Additional Comments For OPC Use
OVERALL (summary)
3
loob  Plpeds AN
AAI3E0
(/ prd -

(ﬂgy)b(;"‘ s

> | X

| Exrprrale £ ¢4 e 7K. S
2 |SPACE HEATING i L8 = = & A REICTEED .
|
|
|
elor e filal P o =
3|DUCTWORK L
|
B e R T ewE |
4|GRILLES AND REGISTERS

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3614
FIELD NOTES

3614.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3615
Outside Maintenance

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
- e < 3 g z
=; g 9( 00 UE7 f) € § é
= o J o] S g g ) g 2 =
o = 9 9 Q ] 2 a8 ° & < 8
Building Name / Use s & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
u u IC; ADA no lever hardware, 30" wide doors, step down inside; M: repaint,
I|Architectural N n/a 3614.25, 26 Jreplace all flooring; S: replace windows
2|Structural
u u ALL EXISTING EVAPORATIVE COOLERS AND EXHAUST FANS NEED
3|Mechanical TO BE REPLACED.
| |
4{Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
|
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3615
GENERAL CONDITIONS

3615.0



[Mira Loma Detention I-:aciiity Building No 36815 Page 1
Mira Loma Detention Facility BulldingNe. .2 fobF-2/ 2) RE (S Page Reviewer / Discipline Plumbing Building Name /Recent Use Outside Maintenance

Bldg Type
Reviewer / Discipline Architecture Building Name /Recent Use \ww 2w (@) g7is /a"v’ﬁl(?c U ETT AN 8 yp
Bldg Type

Capacity (if applicable) Rating

Current Size / Count 1 Code / Lifa Safely: required for basic occupancy and accessibility

Capacity (if applicable) |Bams BSCC Standard 2 Program: required 1o meet regulations for inlended use

Current Size / Count | Code / Life Safety: required for basic occupancy and ibili Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance | repiacement 1o projong useful Me of bullding
|BSCC Standard 2 Program: required to meet regulations for intended use j4 Sustainability: recommendations 1o lower operating costs

|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding

4 Sustainability: r J: to lower operating costs Item

g
-
o
s

Recommendation

General
Item Rating Comply || Recommendation

For OPC

Observation Additional Comments Use

Additional Comments For OPC Use OVERALL (summary)

Fair (YELLOW)
BSCC

Code
Program
Maintenance
Susiainability
Photo Ref.

Jllem No.

Fair (YELLOW)
Good (GREEM)
Code, ADA
BSCC

Code
Program
Maintenance
Sustainability
Photo Ref.

tem Ne.

Observation
OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

RaiaM ll
2l

==

f
— WATER HEATING DA As By
Fpaen PES

>

WALLS & POSTS: ext. finish,
flashing, structura, intagrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame, X E XY Ayl
glazing, hardware / access,

|weathertightness, screen/
louver, bars

— = Teo STECS &
ENTRY: path/ height, landing ) L M - ol # o "
axt.fint., threshiold, strike clr, X tmﬂiﬂ;ﬁéf’ e HOTWATER PIPES D Ac Bupe e f 4
width, ext. door, hardware Vgt ! 5

(lever/panic), closer

DOORS (interior): frame, trim, 9( ?."},“ VOE Np DCETS
hreshold, hardware

({dhanr e ONYX ARCHITECTS

clearances | F ﬁ N

FLOOR: finish 1 , Mz NCT ) AT E= <8 4|cas PIPES | Dt A5 Bepr 361G

2 base, cracks, bumps, ?( ney 7

drains, steps/ramps, moisture, : T |
seal I |

]

COLDWATER PIPIES Cais Ar BrLbe 36y

(5]

CEILING type. , l .
haight finish, paint, ‘ ' f ¢ |

holes, moisture, tiles PLUMBING FIXTURES

o

Crire AL xS

FINISHES: surfaces: walls,
paint, wainscot! low walls, tile,

i mirrors, )(
fixed fumishings

ADA: POT; CLR sinkd tt/ umf | A X o e I ]
shower/ partn/ counters; / 1 ovoRs

pipes, conltrols, 6 I
switches/outlets, railing STEP OUun @ <Sgvin & e

SECURITY (reported) |

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3615
FIELD NOTES

3615.2




|Mira Loma Detention Facility Building No. 3615 Page 38

; — - - : Mira Loma Detention Facility Building No 3615 Page 1
[Reviewer / Discipline Pt Building Name Recent Use QUTSTOE MAINTENANCE Reviewer / Discipline Mechanical Bullding Name /Recent Use Oulside Maintenance
Bldg Type Bldg T
ype
Capacity (if applicable) [Rating Capaciy (if applicable) i
|Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility |Cumrent Size / Count 1 Code / Life Safety; required for basic occupancy and accessibility
|BSCC aied X el sk gl o it |BSCC Standard 2 Program: required to meel regulations for intended use
I ol _ IEst Capacity / Rating 3 M e: Repairs and routine maintenance / replacement to prolong uselul life of bulkding
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong useful life of building Sstalfnbli resamumindiions 1o oW coatBting ooats
(4 ility: rec to lower operating costs
General
General Item Rating | Comply || Recommendation
Item Rating Comply Rec dation 3
& 85
g < z & 8 é g E % &
a 5 z E Q g2 g
é é < 2 = g SlNE|2|8|% g For OPC
Z g Y '§ E = g ) E Observation fra allo|& § & Additional Comments Use
g Olagraon i 2ls £ | Ao omans O Lo OVERALL (summary)
OVERALL (summary) V| § & :
1 |SPACE COOLING Dtrne AC Lo | SG
1|POWER DISTRIBUTION P
T Y Wret
z Replace (wcnppwat, RIGEAGE HEATING Mris ps  Broc |l
2|LIGHTING v v / Lagyrs.
2 feplncd GEL Reeapl. 3|DUCTWORK Same as | eive T3alt"

3|conpuIT & RECEPTACLES v AT Cinles N
ONYX ARCHITECTS ©.
" =+ ..

4|GRILLES AND REGISTERS Mme Ac Bl 2ol
4

5
5

-}
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3615
FIELD NOTES

3615.3




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3616
Storage

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
- e < 3 g g
=; @, 9( 00 VE7 f) € E é
> o G 0] £ g 9 @ I 3 £
- = 2 3 O a & = ® & s 2
Building Name / Use s & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
Former housing: Extremely poor condition; currently used for occasional
u u u torage, recommend demolition / replacement if intended for human
[|Architectural N n/a 3614.35-45 fhabitation
2|Structural
u u ALL EXISTING EVAPORATIVE COOLERS AND EXHAUST FANS NEED
3|Mechanical TO BE REPLACED.
| |
4{Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
|
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3616
GENERAL CONDITIONS

3616.0



Mira Loma Detention Facility Building No 3616 Page 27
Reviewer / Discipline Plumbing Building Name /Recent Use Storage
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Coda / Life Safaty: required for basic accupancy and accessibility
ESCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance; Repairs and routine r e | 1 et i g usetul ife of bullding
4 Sustainability. recommendations 10 lower operating costs
General
Item Rati Comply || Recommendation
o
4 F 28]
m
4 g < Elg |22
= B g %“g % E 3 g For OPC
_a. Observation E = | & Additional Comments Use
(=] (summary)
" - £ L
1|WATER HEATING e Ac Brof S6MF
[ 4 P h
2|coLDWATER PIPIES Lantc AL  Baupg  DCIy
¥ 4 t
3|HOTWATER PIPES Sarvie A5 Bebc.l 3GY
I
# $_ v
4|GAS PIPES L{ame AL Brog "IJCIy
i -F - [
5|PLUMBING FIXTURES Same A< Bioe 26y
6

[Wira Loma Detention Facility Building No 3616 Page 1
|Reviewer / Discipline Mechanical Building Name /Recent Use Storage
Bldg Type
Capacity (if applicable) [Rating
Current Size / Count 1 Code | Lifs Safaty: required for basic occupancy and acoessibility
|BSCC Standard 2 Program: required to meet reguiations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong usetul e of building
4 Sustainabllity: recommendations {o lower operating cosis
General
Item Ra Gorngly Recommendation
g B (&
=] .
g 1 HAAaHEE
z g § 8 E E|E]| 2 For OPC
_E_ Observation 8 o S =|la]& Additional Comments Use
OVERALL (summary)
i # 4
1|SPACE COOLING PAYIE AC B e St
; A
2|SPACE HEATING Mme AT  Eeps DY
il e i' o
3|DUCTWORK Site AT Bue 2l

4|GRILLES AND REGISTERS

SWrne= AcC

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3616
FIELD NOTES

3616.2



|Mira Loma Detention Facility Building No. 3616 Page 37
|Reviewer / Discipline Electrical Building Name /Recent Use Storage
Bldg Type
Capacity (if applicable) [Rasing
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
IBSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating |3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 5 bility: r dati 10 lower operating costs
General
Item Rating Comply || Recommendation
< g1z
$ < E g 3|2
U c
g Cliamruation = g § g )% ] § E Additional Comments For OPC Use|
B OVERALL (summary) 7|
L
1|PoWER DISTRIBUTION v/ v Qum.\ﬂ e Ry [mcenir
(Scna in Tuar)
y// - Qu.u” ﬂa? M
2|LIGHTING
- 1 Rouvee [EX TewSiVE
3|CONDUIT & RECEPTACLES Vv Mm | -
4
5
6

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3616
FIELD NOTES

3616.3



|Mira Loma Detention Facility Building No. 3 !E ] Page |

|Reviewer / Discipline Electrical Building Name /Recent Use STORAGE
Bldg Type
Capacity (if applicable) Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
IEtQpauqiRaﬂng 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 bility: recc to lower operating costs
General
Item Rating | Comply || Re datic
1 E HHE

o <

- z - K E, i3 g

§ Observation 3 SlzaNE|2|&8 |2 Additional Comments For OPC Use

OVERALL (summary) V4

1|POWER DISTRIBUTION \/

2 |LIGHTING '\/' \/

3|{CONDUIT & RECEPTACLES \/ \/ @
ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3617
FIELD NOTES

3617.2




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3618
Storage

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ = < p g z
=; @, 9( 00 VE7 f) € § é
> o G 0] £ g 9 @ e 3 £
o = 9 9 Q @ 2 a8 ° & < 8
Building Name / Use s & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
Former housing: Extremely poor condition; currently used for occasional
u u u torage, recommend demolition / replacement if intended for human
[|Architectural N n/a 3614.35-45 fhabitation
2|Structural
n u ALL EXISTING EVAPORATIVE COOLERS AND EXHAUST FANS NEED
3|Mechanical TO BE REPLACED.
] |
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
|
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3618
GENERAL CONDITIONS

3618.0



[Mira Loma Detention Facility Building No 318 Page 26 |Mira Loma Detention Facility Building No. 3618 Page 36

Reviewer / Discipline Plumbing Bullding Name /Recent Use Storage |Reviewer / Discipline Electrical Building Name /Recent Use Storage
Bldg Type Blidg Type
Capacity (if applicable) Rating Capacity (i : [en
2 ty (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic accupancy and accessibility - : ;
BSCC Standard 2 Program: required to meet regulations for intended use Current Size / Counc RECE | T Sy PV T SN OCTUPRICY. MAS SRR
Est Capacily / Raling 3 Maintenance: Repairs and routine malnienance / replacement to prolong useful Ife of bullding |BSCC Standard 2 Program: required to meet regulations for incended use
4 Sustainability. recommendations {o lowsr operating costs |Est Capacity / Rating 3 Maintenance; Repairs and routing maintenance / replacement to prolong useful life of building
G r“ll 14 5 bility: r dations to lower operating costs
ltem Rati Comply || Recommendation General
Item Rating Comply || Recommendation
g BlE|.
= é I g E 3
= E gg §§’-§ ‘E For OPC : g § EEE
_i Observation E I £ | = ;E'; & Additional Comments Use 3 g 4
=
OVERALL (summary) i Observation 3 g § § 3 g Additional Comments For OPC Use
¢ P OVERALL
1 |WATER HEATING SAme A<  Bide # I (summary) \/‘
1|POWER DISTRIBUTION \/ /
| | i '_ .
2|COLDWATER PIFIES Skme At Byr T SLiv
2|LIGHTING \/ /
3 N
. A # Y
3|HOTWATER FIPES Nrie= 4 Brps T iy
k
3|CONDUIT & RECEPTACLES / \/ @
ONYX ARCHITECTS
[/ ! "
4|GAS PIPES i Ax  BRug #Bc.; y
4
A A v
5|PLUMBING FIXTURES Sanse A4 Ewe 6
5
8
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3618
FIELD NOTES

3618.2




Mira Loma Detention Facility

Building No

3818

Page 1

Reviewer / Discipline Mechanical Building Name /Recent Use Storage
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic oocupancy and accessibiity
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repalrs and rauting maintenance / replacement to prolong usetul ife of building
}4 Sustainabliity: recommendations 1o lower operating costs
General
Item Rati Comply || Recommendation
s gz
S 8 54|35
=] | < E 2 &
= > s ] ¢ 81

z g8 g % E|3]|8 For OPC

..%. Observation - o3 cl|2|a]lk& Additionai Comments Use
OVERALL (summary)
Fr i_ i
1|SPACE COOLING Dame  4¢ Bl Fdd
" W 17
2|SPACE HEATING A AS Biroe T 3G

3| DUCTWORK

f

;E (1]
O AS Bl =204

4|GRILLES AND REGISTERS

g, W y
MmEe A Blig 204

OINj

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

Nov. I3+14, 2012

BUILDING 3618

FIELD NOTES
3618.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3619
Storage

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ 2 < 3 g )
=; @, 9( 00 VE7 f) € E é
> o G 0] £ g 9 @ I 3 £
- = 2 3 O a & =S 2 & 3 7
Building Name / Use s & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
Former housing: Extremely poor condition; currently used for occasional
u u u torage, recommend demolition / replacement if intended for human
[|Architectural N n/a 3614.35-45 fhabitation
]
2|Structural linvestigate further: Foundation anchorage to concrete stem wall unknown.
u u ALL EXISTING EVAPORATIVE COOLERS AND EXHAUST FANS NEED
3|Mechanical TO BE REPLACED.
] |
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
]
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3619
GENERAL CONDITIONS

3619.0



Mira Loma Detention Facility

Building No. 3618

Page 25

Observation
OVERALL (summary)

'hmﬂo

Fair (YELLOW)

Reviewer / Discipline Plumbing Bullding Name /Recent Use Storage
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Coda / Life Safety; refjuired for basic occupancy and accessibility
BSCC Standard 2 Program: required to mest requlations for intended use
Est Capacity / Rating 3 Mainienance; Repairs and routine maintenance / replacement 1o prolong usaful Ife of bullding
4 Sustainability: recommendations 1o lower operating costs
General
Item Rating Comply || Recommendation

Code, ADA

BSCC

-

Maintenance

Sustainability
Photo Ref

Additional Comments

For OPC
Use

1|WATER HEATING

z T
Sne Ac Blog 'Y

2 |COLDWATER PIPIES

5 .* LY
SiE AC Bwe | PUY

Mira Loma Detention Facility Building No. 3619 Page 35
Reviewer / Discipline Electrical Building Name /Recent Use Storage
Bldg Type
Capacity (if applicable) Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 5 ibilicy: r | to lower operating costs
General
Item Rating Comply || Recommendation
< g\
g g 2 B3]
.S i | U .§ é g 8
£ Observation 3 § 2l 1e|2 & Additional Comments For OFC Use
OVERALL (summary) (V4
POWER DISTRIBUTION / /
n
LIGHTING Vv I/

CONDUIT & RECEPTACLES

T
w # I
3|HOTWATER PIPES S AT ¢ Bipe &t
L
4|GAS PIPES Sene ac | Bl %2y
& x o L
5|PLUMBING FIXTURES Oane AS Bipe . 26
6
I E |

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3619
FIELD NOTES

3619.2



Mira Loma Detention Facility Building No 3618 Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use Storage
Bldg Type
Capacity (if applicable) [Rating
Current Size / Count 1 Coda / Life Safety: required for basic eccupancy and accessibility
BSCC Standard 2 Program: required to meet negulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and rouling maintenance / replacement to prolong useful iife of building
|4 Sustainability: récommendations Lo |owsr operating costs
General
Item Rati Comply | Recommendation
&
1 E HHE
g 4 M 1HEHE
s 3 3 § Eﬂ E(8)| 8 For OPC
_E Observation & & o= @ | & Additional Comments Use
OVERALL (summary)
1|SPACE COOLING Mme Ac  Brow 36/
M o
2 |SPACE HEATING e A B ¢
i s ir
3|DUCTWORK P AS Broyg Al
| R P
4 |GRILLES AND REGISTERS ¥, e AC e L2 Dol

OINj

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

Nov. I3+14, 2012

BUILDING 3619

FIELD NOTES
3619.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3620
Storage

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ 2 < 3 3 )
B B » | £ | 2 e | £ | 2
SlEls gl el B s 5|2
Building Name / Use XS & S 2 X & S S £ - 3 Photo Ref. Comments foprc
OVERALL
Former housing: Extremely poor condition; currently used for occasional
u u u torage, recommend demolition / replacement if intended for human
[|Architectural N n/a 3614.35-45 fhabitation
|
2|Structural [investigate further: Foundation anchorage to concrete stem wall unknown.
u n IALL EXISTING EVAPORATIVE COOLERS AND EXHAUST FANS NEED
3|Mechanical TO BE REPLACED.
| |
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
|
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3620
GENERAL CONDITIONS

3620.0



Mira Loma Detention Facility Bulding No. 3620 Page2d [Mica Loma Detention Facilicy i Buiene e o I
Reviewer [ Discipline Plumbing Building Name /Recent Usa Storags |Reviewer / Discipline Electrical Building Name /Recent Use Storage
Bldg Type Bidg Type
Capacity (if applicable) Rating [Capacity (i applicable) |Raing
Current Size / Count 1 Coda / Life Safety: required for basic accupancy and accessibility -
BSCC Standard 2 Program. required to meet regulations for intended use |Curren: Steef Coune i i o it e
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o prolong usalul Iife of bullding [BSCC Standard 12 Program: required to meet regulations for intended use
4 Sustainabilily. recammendations (o lowsr operating costs |Est Capacicy / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
G eal || 4 S bility: rec k to lower op fj costs
ltem Ra Comply || Recommendation General
Item Rating Comply || Recommendation
1 E HE
= E
. %g”ge._ég For OPC _ g‘é "%‘.s
_g Observation = 3 § § 2| 2| E Additional Comments Use g i =l & E "9‘
—
0 (summary) " g Observation 3 3 2 g ! E £l2]2 Additional Comments For OPC Use
o * “ OVERALL
T{WATER HEATING Jin€& A3 B . "36y (summary) \/
1|POWER DISTRIBUTION \/ \/
e is
2|COLDWATER PIPIES hmie A3 Bdr 3Gy
2|LIGHTING / /
I .é e v
3|HOTWATER PIPES Shmme AL Bibe SHY
3|CONDUIT & RECEPTACLES / )/ @
ONYX ARCHITECTS
a # =
4[cas PiPES Same As Btoe 36l
4
v e v
5|PLUMBING FIXTURES SMnwe. A Bloe. " Sely
5
8
6
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536
SITE VisiT : Wep. Nov. I13+14, 2012
3620.2




Mira Loma Detention Facility Building No. 3620 Page 1
Reviewer [ Discipline Mechanical Building Name /Recent Use Storage
Bldg Type
Capacity (if applicable) Raling
Current Size / Count 1 Code / Life Safaty; required for basic occupancy and scoessibility
[BSCC Standard 2 Program: required to meet reguiations for intanded use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful ke of bullding
4 Sustainabilily. recommendations 10 lower oparating costs
Geneoral
Item Rating | Comply || Recommandation
g 8 i

& i < & ‘E gl

-~ = g § g E’ £ 418 For OPC
i Observation = 2 =88] & Additional Comments Use

OVERALL (summary)
i #
1|SPACE COOLING Mme A Pepe 3G
#
2|SPACE HEATING A= AL Be oo " 3oy
3|pUCTWORK Th-pae AC Pelies SCR
" +

4|GRILLES AND REGISTERS e At B Fel4

5

6

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
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SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3620
FIELD NOTES

3620.3



Mira Loma Detention Facility
Building Condition (summary of all disciplines)

Bldg no. 3621
Bldg. name Storage

[Capacity (if applicable)

Current Size / Count
BSCC|Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

B Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ z < 3 S £
£ o | < w | E 2 £ g 3
i © ‘O I (9}
AN I S I I I - B I -
Building Name / Use & 8 S 2 X i 3 3 i s 2 Photo Ref. Comments OPC
OVERALL
Former housing: Extremely poor condition; currently used for occasional
n u n torage, recommend demolition / replacement if intended for human
[|Architectural N n/a 3614.35-45 fhabitation
|
2|Structural Jinvestigate further: Foundation anchorage to concrete stem wall unknown.
n u ALL EXISTING EVAPORATIVE COOLERS AND EXHAUST FANS NEED
3|Mechanical TO BE REPLACED.
| |
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
|
5|Electrical
6|Other (If Applicable)

ONj
X

ONYX ARCHITECTS

Los ANGELEs COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3621
GENERAL CONDITIONS

3621.0



~ - : : 3621
Mira Loma Detention Facility Building No 3621 Page 23 !“h ST e bon Fiy . g ha v 13
Reviewer / Discipline Plumbing Building Name /Recent Use Storage Reviewer / Discipline Electrical Building Name /Recent Use Storage
Bidg Type Bldg Type
Capacity (if appiicable) Rating Capacity (if applicable) JRating
Current Size / Count 1 Code | Life Safety. required for basic occupancy and accessibility SEaT] Coune o f e St R s
BSCC Standard 2 Program: requined to meet regulations for imended use it ; faly: Fia _ OCOUpIC S . comtiNry
Est Capacity / Rating 3 Maintenance; Repairs and routine maintenance / replacement 1o prolong useful iife of bullding |BSCC Standard 2 Program: recuired to meet reguiptions for: intandad (e
4 Sustainabllity. recommendations io lower operating costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
G&I‘lll‘l.lﬂ 4 5 bility: rec d: to lower operating costs
Item Rating | Comply || Recommendation General
Item Rating Comply || Recommendation
g < g g :
g d < § E 2|2 . slz]
P < §§ g|le(2|9]8 For OPC 4 E é%ﬁ
-i Observation fry [5] O | a f @ | & Additional Comments. Use z _g ull= E e |58
OVERALL (summary) -E- Observation k. S § 1l E { d|l51£ Additional Comments For OPC Use
o -+ OVERALL (summary) V4
1|WATER HEATING Sme As Bk 3w
1|POWER DISTRIBUTION J /
£f - u
2|COLDWATER PIPIES -._';‘hpr,g:; AT _E-u;’c— Sy ’
T 2|LIGHTING 'V /
1
i = b
3|HOTWATER PIPES Séne AT Eipe T Zly

3|cONDUIT & RECEPTACLES / /

ONYX ARCHITECTS ©.
4|cas PipES Seme ac j{&_y; * ool

4
éf ‘ﬁ' ,
5|PLUMBING FIXTURES Phnte Az Bug W
# 5
6
6
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SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3621
FIELD NOTES

3621.2




[Mira Loma Detention F‘aclﬁly Building No. 3821 Page 1
Reviewer [ Discipline Mechanical Bullding Name /Recent Use Storage
Blda Type
Capacity (if applicable)
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibiity
BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacament 1o prolong useful e of buiiding
Sustainabilily: recommendations 10 lower operaling costs
General
Item Rating | Comply || Recommendation
s 8|2
] : i
: 1 HAMBHEHE
: 4 EEIEIEIER IR
-E‘ Observation i 5 o|Z2 ol Additional Comments Usa
—
OVE summary)
1|SPACE COOLING S de Bioe P
—4 -
2|SPACE HEATING e AC Buoc JeMd
- 5 ,
3|pucTwork u e As e XKk |
ONYX ARCHITECTS

4 |GRILLES AND REGISTERS e At - B O ¥ 354 :

5

8

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3621
FIELD NOTES

3621.1




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3626
A - Able Barracks

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ e < 3 g i)
=; @, 9( 00 VE7 f) € E é
z O [} QO s e ‘_.3, [0} g 3 '%
- = 2 3 O a & = ® & 3 7
Building Name / Use s & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
Former housing: Extremely poor, rotting condition; currently used for
u u u 3626.5,-8, foccasional storage, recommend demolition / replacement if intended for
I|Architectural N N 10, 17,21 fhuman habitation; restrooms 7S, 12T, 5U, no privacy per program
u [nvestigate further: High ratio diagonal sheathed roof, minimal transverse
2|Structural hear.
u n ALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical IREMOVED AND EXHAUST FANS NEED TO BE REPLACED.
| |
4{Plumbing 3626.43 JPLUMBING FIXTURES NEED TO BE REPLACED.
] ]
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3626
GENERAL CONDITIONS

3626.0



ONYX ARCHITECTS %
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45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3626-3629
PHOTOS

3626.1




[Mira Loma Detention Faclllly Building No. 3626 Page 1
|Mira Loma Detention Facility BuildingNo.  5(, 2.4 Page Reviewer / Discipline Mechanical Bullding Name /Recent Use A-Able Barracks

|Reviewer / Discipline Architecture Building Name /Recent Use [\ - A2/ [ 2 pZ@p b = . Bldg Type

Bldg Type Capacity (_:f applicable) Rating

Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility

Capacity (if applicable) [Rasine BSCC Standard 2 Program: required to meet regulations for intended use

Current Size / Count I Code / Life Safecy: required for basic occupancy and accessibility Est Capacity / Rating 3 Mainianance: Repairs and routine maintenance | replacement 1o prolong selul Iife of bulding
‘BSCC Standard 2 Program: required to meet regulations for incended use 4 Sustainabllily: recommendations 10 lower operaling costs

|Est Capacity / Rating 3 Maintenance: Repairs and reutine maintenance / replacement to prolong useful life of building

General

nability: dations to | erating costs
4 Sustainability: recommen: ns to lower op: & B Rating Comply | Recommandiiion

General
Item Rating Comply || Recommendation

For OPC
Additional Comments |Use

Fair (YELLOW)
Code, ADA
BSCC

Code
Program
Maintenance
Sustainability
Photo Ref

Observation
Additional Comments For OPC Use OVERALL (summary)

“tﬁm No

Code, ADA
BSCC

Code
Program
Maintenance
Sustainabilicy
Photo Ref.

Observation
ENAFSEA ceed o &

OVERALL (summary) |3 SPACE COOLING . R i S Ty P

ROOF: membrane, structure s it g o

integrity, drainage, flashing, _ 4

gutter, insul, vent, screens, | > " —

eaves, holes est life

Fair (YELLOW)
Good (GREEN)

tem No.

-

WALLS & POSTS: 8. finish, X ! : .
flashing, structure, integrity, 3 i PATME Ad CAceE Coolidf
baselweep, moisture, holes SPACE HEATING v j y ’

)

WINDOWS & VENTS: frame,
glazing, hardware [ access, X
wealhertightness, screen/ %

louver, bars

ENTRY: path height, landing )V, b e AT JOPRE  teRE  AJOT
ext.fint., threshold, strike clr, & SRR :

width, ext. door, hardware
(laver/panic), closer

L

DOORS (interior); framae, trim,
panel, threshold, hardware

(ovaripani), closer, | ONYX ARCHITECTS

FLOOR: finish1______, GRILLES AND REGISTERS LD ade i
2 base, cracks, bumps,
drains, steps/ramps, moisture,

seal

B

CEILING type 5
height, , finish, paint,
holes, moisture, tilas

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,

binets, mirrors,

fixed fumishings

=
ADA: POT; CLR sink/ it urn/ ) Vo

shower/ part'n/ counters; )< N P
pipes, controls,

switches/outlets, railing

SECURITY (reported)

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDINGS 3626
FIELD NOTES

3626.2




Mira Loma Detention Wity Building No 528 Page 22 Mira Loma Detention Facility Building No. 3626 Page 32

Reviewer / Discipline Plumbing Bullding Name /Recent Use A-Able Barracks Reviewer / Discipline Electrical Building Name /Recent Use A-Able Barracks
Bldg Type Bldg Type
|Capacity (if applicable) Rating Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility e TR~ MR d =
BSCC Standard 2 Program: required to meet reguiations for intended use bt St cond y 4
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o prolong useful ife of building BSCC Standard [2 Program: required to meet regulations for intended use
4 Sustainabllity, recammendations 1o lower operating costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding
General 4§ rec to lower operating costs
Item Rating | Comply || Recommendation General
T Item Rating Comply || Recommendation
] E 1HE
E g
3 i < -Gl [ o)
2 & g18lle % £ld]8 For OPC _ & 3 g -
s Obsearvation .! 3 § Slel2| &I E Additional Comments Use 2 é i |u g, 2|8 g
OVERALL (summary) 1] § Observation i g g § £ (a3 ]2 Additional Comments For OPC Use
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Mira Loma Detention Facility Building No. ] /{/ / /B //G fAnnet J  Page

Reviewer / Discipline Building Name /Recent Use
Bldg Type
Capacity (if applicable) [Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating |3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
A s |2
gl ") 2
< = 3
6 ﬂ 5 2 e[g|8]<
: JHHA BIHEE
g Observation 3 8 8 2 E & E ;.:':' b=°_ Additional Comments For OPC Use
OVERALL (summary)
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rMira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3627
D - Dog Barracks

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

Est Capacity / Rating

RATINGS

| Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

—_ o o >
£ 5 3 g £
o I = [ 5| 2 e | £ | 3
Bl s |9l E | & £ g & | E| ¢
Building Name / Use 8 S 2 X ne S S ne s E Photo Ref. Comments forc
OVERALL
Former housing: Extremely poor, rotting condition; currently used for
u u u ccasional storage, recommend demolition / replacement if intended for
I|Architectural N N human habitation; restrooms 7S, 12T, 5U, no privacy per program
u Investigate further: High ratio diagonal sheathed roof, minimal transverse
2|Structural hear.
u u ALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical JREMOVED AND EXHAUST FANS NEED TO BE REPLACED.
| |
4{Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
] ]
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS
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[Mira Loma Detention Encllhy

Building Na. 3827 Page 1
Reviewer [ Discipline Machanical Building Name /Recent Use D- Dog Barracks
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Coda | Life Safety; required for basic occupancy and accessibility
BSCC Standard 2 Program; required lo meet nagulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacement to proiong useful ife of building
4 Sustainability: recommendations (o lower operating costs
General
Item Comply || Recommendation
: 8| &
<L e = -
) = g E| & E 2
2 > P E|l2|s
z E 8 E €| § For OPC
| § Observabon £ 3 3 3lal& Addtional Comments Use
OVERALL (summary)
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Mira Loma Detention Facility Building No. 3627 Page 21
Reviewer / Discipline Plumbing Building Name /Recent Use D- Dog Barracks
| Bldg Type
|Capacity (if applicable) [Rating
Current Size / Count 1 Cade / Life Safety: required for basic occupancy and sccessibility
BSCC Standard 2 Pragram: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacemant 1o prolong uselul life of building
4 Sustainability: recommandations to lower operating cosls
General
Item Rating | Comply || Recommendation
q B ;
g 4 M g[2[2]2
z g Q g = § 2 For OPC
i Obsearvation E % g E g Additional Comments Use
OVERALL (summary)
5 |
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|Mira Loma Detention Facility Building No. 3627 Page 3|

IReviewer / Discipline Electrical Building Name /Recent Use D- Dog Barracis
Bldg Type
Capaciry (if applicable) JRasing
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 e d: to lower operating costs
General
Item Rating Comply || Recommendation
§ é E g|.
] E «
Zz g '§ (8] § ?
§ Observation 3 313 § Elg 5 Additional Comments For OPC Use
B OVERALL (summary) ﬁ
r
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2|LIGHTING / / ‘/
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Mira Loma Detention Facility
Building Condition (summary of all disciplines)

Bldg no. 3628
Bldg. name C - Charlie Barracks

RATINGS

[Capacity (if applicable)

Currept Size / Count

BSCC|[Standard

Est Capacity / Rating

| Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

3 < g g >
s &1 9 s c | 3
= 9 < 00 € z S c o
sl zle|lgls| 6| el 5| 2| s
Building Name / Use S S S 2 X :8 S S =8 - 32 Photo Ref. Comments foprc
OVERALL
JFormer housing: Extremely poor, rotting condition; currently used for
u u u occasional storage, recommend demolition / replacement if intended for
I |Architectural N N Jhuman habitation; restrooms 7S, 12T, 5U, no privacy per program
n Investigate further: High ratio diagonal sheathed roof, minimal transverse
2|Structural hear.
n n ALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical JREMOVED AND EXHAUST FANS NEED TO BE REPLACED.
| ]
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
| |
5|Electrical
6|Other (If Applicable)

ONYX ARCHITECTS @IHI-
Y1X
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Mira Loma Detention Facility Building No. 3628 Page 20
Reviewer / Discipline Plumbing Building Name /Recent Use C-Charlie Barracks
Bldg Type
Capacity (if applicable) Raling
Current Size / Count 1 Coda / Life Safety: required for basic occupanty and accessibiity
BSCC Standard 2 Program: required to meet regulations for intanded use
Est Capacity / Rating 3 Maintenance: Repains and routine maintenance / replacament to prolong useful life of buliding
4 Sustalnabllily. recommendations 1o lower operating costs
General
Item Ratl Comply || Recommendation
g Zz
p z é g % § 2
= x g 8 § g E|lg g For OPC
E Observation E § 5] =|a g Additional Comments Use
™ [OVERALL (summary)
. i v
1|WATER HEATING n Ohse A0 P24
L
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iy r
L= A2 St2e

&
4|Gas piPES Tante AL D2
i £y
5|PLUMBING FIXTURES Cine= At 6z
6

[Mira Loma Detention Facility Building No 3628 Page 1
Reviewer / Discipling Machanical Building Name /Recent Use C-Charlie Barracks
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibiiity
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o projong useful iffe of buliding
4 Sustainability. recommendations 1o lower operating costs
General
Item Rating Comply || Recommendation
: F
g H E s(8(2]2
= B" g § 25 2 g For OPC
.i Observation 3 Sl8ll8|el2]|a]E Additional Comments Use
OVERALL (summary)
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|Mira Loma Detention Facility Building No. 3628 Page 30

IReviewer / Discipline Electrical Building Mame /Recent Use C-Charlie Barracks
Bldg Type
Capacity (if applicable) [ratiog
Current Size / Count | Code I Life Safety: required for basic occupancy and acressibility
|BSCC Standard 2 Program: required ta meet regulations for intended use
JEst Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding
4 5 bility: r dations to lower operating costs
General
Item Rating Comply || Recommendation
< il &l
g § 2 E 3|3
2 3 HA AL )
g Observation i 313 Sl£lf121|£ Additional Comments For OPC Use
OVERALL (summary) vIiv

1|POWER DISTRIBUTION 1/

2|LIGHTING 'J ‘/ J

3|CONDUIT & RECEFTACLES J @
ONYX ARCHITECTS
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[Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3629
B - Barker Barracks

RRATINGS

[Capacity (if applicable)

| Code / Life Safety: required for basic occupancy and accessibility

Currept Size / Count 2 Program: required to meet regulations for intended use
BSCC[Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Cappacity / Rating 4 Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
= < p! 3 Z
=; g 9( 00 ‘g fo £ E ;cé:
z - o [§) c g g o I 3 £
. o ) O o & a o &0 £ b
Building Name / Use s S S 2 X £ S S £ s 32 Photo Ref. Comments foprc
OVERALL
Former housing: Extremely poor, rotting condition; currently used for
u u u ccasional storage, recommend demolition / replacement if intended for
I|Architectural N N 3629.0. Jhuman habitation; restrooms 7S, 12T, 5U, no privacy per program
n Investigate further: High ratio diagonal sheathed roof, minimal transverse
2|Structural hear.
n u ALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical JREMOVED AND EXHAUST FANS NEED TO BE REPLACED.
] ]
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
] |
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS
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[Mira Loma Detention Facility Building No 3620 Page 1
Reviewer [ Discipline Mechanical Building Name /Recent Use B-Barker Barracks
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Coda / Life Safaty. required for basic occupancy and accessibility
BSCC Standard 2 Program: required to mest regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o projong useful ke of bullding
4 Sustainability: recommendations 1o lowsr operating costs
General
Item Comply || Recommendation
g
g 3 g | %
g 4 HE AR IEHE
E 3 § § § E E|lg g For OPC
& Observation = i) o = | @l & Additional Commants Use
= e —
OVERALL (summary)
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Mira Loma Detention Facility Building No Page 1
Reviewer / Discipline Building Name /Recent Use B-Barker Barracks
Bldg Type
|Capacity (if applicable) |Rating
Current Size / Count 1 Code ! Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to mest regulations for intended use

|Est Capacity / Rating

3 Maintenance: Repairs and routing maintenance / replacement 1o prolong useful life of bullding
4 Sustainability: recommendations 1o lower operating costs

Item Rating Recommendation
: s (g
| - A E
i i
z z 8 g Eﬂ E 2|8 For OPC
i Observation E 3 s|lalk Additional Comments Use
OVERALL (summary)
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Mira Loma Detention Facility Building No. 3629 Page 29

iewer [ Discipli Electrical Building Name /Recent Use B-Barker Barracks
aci Acine aosediies g :e"T o~ > Mira Loma Detention Facility Building No. 342.q Page
dg Type Reviewer / Discipline Building Name /Recent Use 'B [oX] BARNDCKS 2- Loy
Capacity lff applicable) Rating . Bldg Type OCEILENS Quon
Current Size / Count I Code / Life Safety: required for basic occupancy and accessibility Capacity (if applicable) [Rasing CoimRi) i) 1J0oD [pams/ -
|BSCC Standard 2 Program: required to meet regulations for intended use Current Size / Count | Code / Life Safety: required for basic eccupancy and accessibility o CH
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building |BSCC Standard 2 Program: required to meet regulations for intended use
4 51 biliey: ¢ 4 to lower operating costs Est Capacity / Rating §3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
S 4 Sustainability: recommendations to lower operating costs
Item Rating Comply || Recommendation General
Item Rating Comply || Recommendation
Z I < sz, sz o | »
a - et < u | B ;
: g < AHHE o- ik SHEHE
E Observation F vl|l8lHoje& ) § 2| £ Additional Comments For OPC Use _.E,' Observation é 3 é z 3 E |3 i° Additional Comments For OPC Use
OVERALL (summary) v [V OVERALL (summary)

£ N\t
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[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.

3630

Bldg. name FSB (Facilities Service Building)

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ = < p g z
=; g 9( 00 UE7 f) € § é
> o g [§) c e ] o I 3 £
C ] o O 2 8o a o & c 8
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
3630.2, 3, 7,4C; ADA restroom, replace handrails at stairs (4 steps); replace damaged
I|Architectural N n/a [ | [ 8,28 rywall ceiling 60 SF
Retrofit: URM walls without anchorage, diagonal sheathing, clerestory,
2|Structural ] insufficient rod bracing, etc.

3630.82 JALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical [ | [ 3630.85 JREMOVED AND EXHAUST FANS NEED TO BE REPLACED.
4{Plumbing | ] JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical ] ] [
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS
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BLDG #s
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ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3630 PHOTOS

3630.1



Mira Loma Detention Facility Building No 3630 Page 1
Reviewer / Discipline Mechanical Building Mame /Recent Use FSB (Facility Services Building)
Bldg Type

|Mira Loma Detention Facility Building No. %/, %) Page
[Reviewer / Discipline Architecture Building Name /Recent Use 1=, {2,

Bldg Type Capacity (if applicable) Rating

Capacity (if applicable) i Current Size / Count 1 Coda / Life Safety: required for basic occupancy and asccessibility
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibili BSCC Standard 2 Program: required to meet regulations for intended use

[5scc sendard P required to meet regulations for incended use Est Capacity / Rating 3 Mairtenance: Repalrs and routine maimenance / replacement to prolong uselul life of buliding
4 Sustainability: recommendations (o lower operating cosis

Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs General

g
=
o

General Item Recommendation

Item Rating Comply || Recommendation ] T

| |
‘For QPC

Observation Additional Comments |Usa
Additional Comments For OPC Use OVERALL (summary) ! '
OVERALL (summary) | 2= rr s BV rveE Ceolepd
L) e, TR FaAe 1|SPACE COOLING WERE LD Ao kdbree | o
nOp0 LLorEEsey @it | fleop
PaacH  LdMeS |

Fair (YELLOW)
Maintenance
Sustainability
Photo Ref

Code, ADA
BSCC
Code
Program

Observation

tem No.

Falr (YELLOW)

Good (GREEN)

ADA

Maintenance

Sustainabilicy

Photo Ref.
tem No

Cad
BSCC
Code
Program

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eavas, holes ast life

=

i (DRRAVEATEo
WALLS & POSTS: ext. finish, A

flashing, structure, integrity, oMy,
base/weep, moisture, holes 2|SPACE HEATING LA o Yle=g v 4l G

WINDOWS & VENTS: frame, MTL SASH
glazing, hardware [ access,
weathertightness, screen/
louver, bars

ENTRY path/ haight, landing
ext/int., threshold, strike cir, d
width, ext. door, hardwara 3IDUCTWORK
(leveripanic), closar |

DOORS (interior): frame, trim, I. i
panal, threshold, hardware ) ] ) ] iy | !
(lever/panic), closer,

hoeraaces , . _ | ONYX ARCHITECTS
FLOOR:finish1____ | ! & il D Iy TP rE [

2 base, cracks, bumps, 4 |GRILLES AND REGISTERS

drains, steps/ramps, moisture, | |
seal

CEILING typa_““"*4 v S Wacs g aF T
type Bl

height . finish, paint, LE !

holes, moisture, tiles |

|
FINISHES: surfaces: walls, 5

paint, wainscot/ low walls, tile,
handrails, cabinats, mirrors, |
fixed furnishings

ADA: POT; CLR sink/ Ut/ umn/ HANTRAIL & ™7 L
shower/ part'n/ counters; .
pipes, controls, |
switches/outlats, railing B '

SECURITY (reported) |

OTHER
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]ﬁra Loma Detention Fa:ﬂity

|Mira Loma Detention Facility

Building No. B{g 50

Page | |

Building No. 3630 Page 1
|Reviewer ! Discipline Plumbing Building Name /Recent Use FSB (Facility Services Building)
Bldg Type
|Capacity (if applicable) Raling
Current Size / Count 1 Code / Life Safety: required for basic cccupancy and ac
BSCC Standard _ |2 Program: required to meet régulations for inténded use
Est Capacity / Rating 3 Maintsnance: Repairs and routine maintenanca / replacament 1o prolong useful ife of building
4 Sustainabllity. recommendations to lower operating cosis
General
Item Rati Comply || Recommandation
g g £
; 1 b il
& < g g g s(8|8 For OPC
-i Observation & o= @] a Additional Comments Use
LL (summary)
DomErric SpofRsce TTak
o "
FINNSTER HERTIN % EUL. was oLsr AP RusTE,
copper P per eisEs
2|COLDWATER PIPIES b/'/ . o s

J|HOTWATER PIPES

EPyae=— plree wES,
oL

[Reviewer / Discipline Electrical Building Name Recemt Use FS B ( FACIITIES SERVICE BUIIDING )|
Bldg Type !
Capacity (if applicable) JRasing
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating |3 Maintenance: Repairs and routine maintenance | replacement to prolong useful life of building
4 Sustaii ity: rec d w lower ing costs
General
Item Rating | Comply || Recor dation
= < g |z
0 Sl -
; g < HAEIE:
. $(911¢ $19 |8
g Observation 3 312 N3 |28 Additional Comments For OPC Use
OVERALL (summary) ;E Vv
L
1|POWER DISTRIBUTION Vv
i Guourd e Aglntso
2|LIGHTING V" vi v v ‘144"'?'“"
3|coONDUIT & RECEPTACLES v

4|cAs PiPES

M pommend.

PLUMBING FIXTURES

[2,]

Fhcrupet wiEpe DLy

ONYX ARCHITECTS

OIN;
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Mira Loma Detention Facility BuildingNo. 4 ( 3~ Page

Reviewer / Discipline Building Name /Recent Use AT J
BdgType oMo - fPrick- (posp /I
Capacity (if applicable) [Rasing [l [ GO
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility /W AN E ol S e /8 ‘¢
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General |
Item Rating Comply || R dation
6P Tel
. & 8|3 ‘s
3 SHHANHBEHE
Observation a o 3 Additional Comments For OPC Use
0 3 z 3 f ; [~ g
OVERALL (summary)
ppe o
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dJ : 2
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Lt Pracil |
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[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name Old Side School / Archive?

3632

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

T < p S Z

3 5 a 2 8 3

= Qo < 00 £ f) IS c I}

2 ° g 0] s < g 0 £ 2 3

- = o ° Iv] 7 & 8 ° & < g

Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
I|Architectural N n/a [ | 3632 [Interior not available for inspection; exterior in poor condition

Structural

w

Mechanical

N

Plumbing

Electrical

INO ACCESS

o

Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3632
GENERAL CONDITIONS

3632.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3632 PHOTOS

3632.1



IMira Loma Detention Facility Building No. 3632 Page 28

Mim. Loma — ".m Facitity BuiidingNo Ll Page 1 |Reviewer / Discipline Electrical Building Name /Recent Use ide School Archive
Reviewer / Discipline Mechanical Bullding Name /Recent Use ide School Archive Blds T
Bldg Type dg Type
Capacity (if applicable) Rating Capacity (if applicable) JRating
Current Size / Count 1 Code / Life Safely. required for basic occupancy and accessibility Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for inlanded use BSCC Standard 2 Program: required to meet regulations for intended use
[Est Capacity / Rating 3 Maintenanca; Repairs and routing maintenance / replacement to proiang useful ie of building - - )
4 Sustainability: recammendations 10 lower operating costs {Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 S bility: r dati to lower operating costs
General
Item Comply || Recommendation el
; Item Rating Comply || Recommendation
g‘ =
< 81|,
= E E|& % i § < g | &
[=] 2 3 =
5 ¥'§8§§'§§§ For OPC 3 g% E%E
i Observation = ol|éa =|lal& Additional Comments Use § ol | B £ 3 Add C For OPC U
5] {summary) S Observation ] 3 ﬁ S E 2 g itional Comments r se
OVERALL (summary)
1|SPACE COOLING
1|POWER DISTRIBUTION Vo M;.
2|SPACE HEATING
2|LUIGHTING
3|DUCTWORK
3|CONDUIT & RECEPTACLES @
ONYX ARCHITECTS
1
4|GRILLES AND REGISTERS
4
5
: 5
6
B

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDINGS 3632
FIELD NOTES

3632.2




Mira Loma Detention Facility Building No. 3832 Page 18
Reviewer [ Discipline Plumbing Building Name /Recent Use ide School Archive
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Coda / Life Safsty: requirad for basic accupancy and accessibiity
|BSCC Standard 2 Program. required to mest regutations for intended use
Est Capacity / Rating 3 Mainlenance: Repairs and routine maintenance / replacement 1o prolong useful ife of bullding
4 Sustainability. recommendations to lower operafing cosis
General
tem Ratii Comply || Recommendation
g 4|,

: 1 E 1 E

2 z ¥ 3] g g% £ For OPC
_é. Observation : i} § E i o | &£ Additional Comments Use

OVERALL {summary)

=

WATER HEATING

2|COLDWATER PIPIES

HOTWATER PIPES

L

GAS PIPES

E-

5 [PLUMBING FIXTURES

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDINGS 3632
FIELD NOTES

3632.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3636
Backgrounds

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ = < p g z
=; g 9( 00 UE7 f) € § é
z O [} QO s e ‘_.3, [0} g 3 '%
- = S 3 9] a & = ® & s 2
Building Name / Use s & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
IC; ADA replace door and threshold, add lever hardware; M/S recommend
I|Architectural N n/a [ | [ [ | 3636.5, 6 Jwindow replacmeent, repaint walls
2|Structural
ALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical ] [ 3636.1 JREMOVED.
4|Plumbing u u
5|Electrical ] [ | [ ] 3636.1 May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3636
GENERAL CONDITIONS

3636.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3636 PHOTOS

3636.1



Mira Loma Detention Facility

Reviewer / Discipline Architecture

Building No. “2.,/53 [~ Page

Building Name /Recent Use Ay D11 o < g PR

Capacity (if applicable)

Current Size / Count

|BSCC Standard

Est Capacity / Rating

Bldg Type o= T
[Rating

| Code / Life Safety: required for basic occupancy and accessibilicy
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 Sustainability: r dations to lower costs

Item

General
Comply

Recommendation

Observation

tem No.

Fair (YELLOW)

Good (GREEN)

Code, ADA

BSCC

Additional Comments For OPC Use

Sustainabilicy

Maintenance
Photo Ref.

Code
Program

OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

~

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
|base/weap, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
|weathertightness, screen/
louver, bars

ENTRY: path/ height, landing
ext.fint., threshold, strike cir,

width, ext. door, hardware
--C@panic). closer

vre. L7
[ Thesh

Kos

DOORS (interior): frame, trim,
panel, threshold, hardware
(lever/panic), closer,
clearances

FLOOR: finish 1_C¥T_,

2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

[Mira Loma Detention Facility Building No 3636 Page 1
Reviewer / Discipline Machanical Building Name /Recent Use Backgrounds
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibilty
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Mainienance: Repairs and routine mamienance / replacement 1o prolong useful ife of building
4 Sustainability: racommendations 10 lower aperating costs
General
Item Rating Comply |] Recommendation
3
(=] < § E =
- (=] m L)
; 1 HAMHHEHE
= z g|o g EI El8|8 For OPC
& Observation = S| 2 s|al & Additional Comments |Use
o
OVERALL (summary) | |
| E o0 M TTVE ool gt -v.sé'.',"r"'
1|SPACE COOLING I all s A Ao Al
| Aldricverp ., B, STl ¢ *’ L
| Ades Fer A JixTT A ‘_'.3["'
| e 5 [ . B
2|SPACE HEATING | = A Ar 2 Jeki 5o
|
|
3|oucTwork s ki
|
4|GRILLES AND REGISTERS Ay A7 -4 =

CEILING type_& ZI'

height , finish, paint,
heles, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscotf low walls, tile,
handrails, cabinets, mirrors,
fixed funishings

ADA: POT; CLR sink/ it/ urn/
h / part'n/

pipes, controls,

swilches/outlets, railing

SECURITY (reported)

OTHER

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3636
FIELD NOTES

3636.2



[Mira Loma Detention Facl[ity Building No 3636 Page 17 M Loswa Dacantion Faclicy . B e e Page 27
Reviewer [ Discipline Plumbing Building Mame /Recent Use Backgrounds Reviewer / Discipline Electrical Building Name /Recent Use Backgrounds
Bidg Type Bldg Type
%H af'g'wm Rateg Capacity (if applicable) [rasos
urrent Size / Count 1 Coda / Life Safaty: required for basic occupancy and accessibility 3
[BSCC Standard 5 i Rt 1 s Aepiteaie for bl ae Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
Est Capacity / Rating 3 Maintenance: Repaims and routing maintenance / replacament 1o prolong usetul iife of bullding BSCC Standard 2 Program: required to meet regulations for intended use
4 Sustainability: recommendations fo lowes operaling costs [Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General 4 s biliey: Sa0a v s Seaang oats
Item Recommendation General
Item Rating | Comply || Recommendation
£ ;
3 E 6 g g2
=] W f < &
= > 2 B
- : g g § 5| g £ For OPC 5 9 g 3|2
| & Obsaervation fry (5] a|=|ala Additional Comments Use z § ol E‘ (]
VE {summary) £ Observation X SIZ2NE|2|2 ’E 2 Additional Comments For OPC Use
' OVERALL (summary) \; |V
1|WATER HEATING T kPPLchpLe
1|POWER DISTRIBUTION Vv
H ;
2 |COLDWATER PIPIES roT ﬂ}‘?"ﬂ ctBLe ; I ﬁ FYI 707 A
; 2|LIGHTING V] \/ ANV l
HOTWATER PIPES J.j .
3 T gpPuctgie S
3|CONDUIT & RECEPTACLES v/ / @
ONYX ARCHITECTS ..
4|cAs PIPES VOT HFPu cabug
4| pouse. Fon v v | |l
PUumPsS.
5|PLUMBING FIXTURES o7 fppr:capie
5
]
d G

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3636
FIELD NOTES
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[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3637
Hangar |

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ = < p g z
=; @, 9( 00 VE7 f) € E é
= o J U c 8 S ° 8 ] £
: 0 5 O i ® g K & < 3
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
: sagging structure, bowestring trusses need add'l posts, ADA - hanger
3637.2, 4, 5,doors not accessible; M: repart leaks and holes in skylights; for storage only,
I|Architectural N n/a [ | [ 9 not fit for habitation
2|Structural | IReplace Building: Failing bowtruss roof and limited lateral system.
3|Mechanical ALL EXISTING EVAPORATIVE COOLERS NEED TO BE REPLACED.
4{Plumbing
5|Electrical ]
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3637
GENERAL CONDITIONS

3637.0



ONYX ARCHITECTS %
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SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3637 PHOTOS

3637.1



Mira Loma Detention Facility

Building Mo. —=, /5277

Reviewer / Discipline Architecture Building Name /Recent Use  |in rippe- | (S ToRag
Bldg Type i
Capacity (if applicable) [Rasing
Current Size / Count | Code / Life Safety: required for basic accupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
14 Sustainability: recommendations to lower operating costs
General
ltem Rating Comply || Recommendation
§ é < g1 2.

I g Q 8 2 3

= < HERE B En 2ls]e

£ Observation 181312113 3 g £ Additional Comments For OPC Use

OVERALL (summary)

ROOF: mambrane, structure
intagrity, drainage, flashing,
gutter, insul, vent, screens,
aaves, holas ast life

ML FANES 24
BoW STNG TedsS

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
basa/weap, moisture, holes

LigpQ FFSIL, 5TVO virLLS

WINDOWS & VENTS: frame,
glazing, hardware [ access,
wealhertightness, screen/
louver, bars

Sy L Lot 55

ENTRY: path/ height, landing
ext.fint., thrashold, strike clr,
width, ext. door, hardware
(leverfpanic), closer

HPLexe, Daes AZT v

DOORS (interior): frame, trim,
panel, threshold, hardware
{leveripanic), closer,
clearances

FLOOR: finish 1 ,

2 base, cracks, bumps,
drains, steps/ramps, moistura,
seal

CEILING type. ,
height, . finish, paint,
holes, moisture, tiles

FINISHES: surfacas: walls,
paint, wainscot/ low walls, tila,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ tit/ um/
showaer/ part'n/ counters;
pipes, controls,
switches/outlets, railing

SECURITY (reportad)

OTHER

Mira Loma Detention Facility Building No 3637 Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use Hanger 1
Blda Type
Capacity (if applicable) Raling
Current Size / Count 1 Code / Life Safety; required for basic occupancy and accessibiity
BSCC Standard 2 Program: requirsd to meet ragulations for inended use
Est Capacity / Rating 3 Mainlenance: Repairs and routine mamtenance / replacement 1o prolong usaful ifle of bullding
4 Sustainability: racommendations (0 lower oparating cosis
General
Item Rating Comply || Recommeandation
i
3 P B1E|.
= [=] £ a | | [
: 4 HE HE
& & 23 g E’ (g2 For OPC
§ Observation = S| 8 | 2|alk Additional Comments |Use
OVERALL {summary) |
=t ;- FLA % o 7T L Kl ¢ J;'--..
1/|SPACE COOLING ) =/ 2 dnt? BiiPromg]
| AEIL el Mo = =
2|SPACE HEATING LA l = g
| ‘
3|PUCTWORK i = DlcT k e E
| : e T e
| I
| G L/ L ECSTER ‘-'.-‘li' =
4|GRILLES AND REGISTERS | | A iy [—
' |
| |
]
|
&

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3637
FIELD NOTES

3637.2



Mira Loma Detention Facmg Building Na 3637 Page 16 I:lirla J;{D‘i “l“ﬁ““ Facility —— - ::i%dir\g Eo‘ — 3637 Page 26
Reviewer / Discipline Plumbing Building Name /Recent Use Hanger 1 eviewer / Discipline actric XS ASRINS {DADINE TN TR
Bldg Type Bldg Type
Capacity (if applicable) |Rating Capacity (if applicable)
Current Size / Count 1 Coda ! Life Safety; required for basic occupancy and accessibilty Cirrenc Size ] Coun I Cod | L Sufy: roquired for basic oocugancy snd .
BSCC Standard 2 Program: required ta meet regulations. for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o proiong useful ife of building |BSCC Sandard Program: required to mest regulations for innendac 118
4 Sustainability. recommendations to lower operating costs JEst Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding
s f‘l |4 S inabili Y r o lower P g costs
Item Rati Comply || Recommendation General
Item Rating Comply || Recommendation
&
o § é 5 é % E < ol 7 .
= % g 8 g g = % g For OPC 3 e} 5 3|3
-E. Observation = ] = |3l & Additional Comments Use r4 _§ Y § E. b E
== .
OVERALL (summary) § Observation & SlaNS|2|2|3 Additional Comments For OPC Use
. OVERALL (summary) Vv v
1|WATER HEATING i DL Aaf AL TED .,
'd [
1|POWER DISTRIBUTION 'l
.,.... Ert By
f = wWeRE
COLDWATER PIPIES o ‘f f
2 Ewm ole S L 2%
2|uGHTING (P 1
coppet FPEE S AL enli Zesee
3|HOTWATER PIPFES Pl 'P, P /
S MaETi foLh. v Nowe A0,
3|CONDUIT & RECEPTACLES \/ @
ONYX ARCHITECTS ..
4|cAs PIPES V/ AT !'h'ﬂ\ﬁ‘ WeEge b,
4
Y ! ap.
5|PLUMBING FIXTURES V] Prervrel WELE
5
5]
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3637
FIELD NOTES

3637.3




|Mira Loma Detention Facility Building No. .37 Page
|Reviewer / Discipline Building Name /Recent Use (Mo pdtl, (Jt \Aawoin"
BgType  fon) Jfroale [Lreob

Capacity (if applicable) |Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
IBSCC Standard 2 Program: required to meet regulations for intended use
IEst Capacity ! Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs
General
Item Rating Comply || Recommendation

Observation Additional Comments For OPC Use|

OVERALL (summary)

/f//lmft/
Y’
o I8
e

o
Iz |

Yttt T

/"/?c—{/\s/"/ !

Fair (YELLOW)
Good (GREEN)

Maintenance
Sustainability
Photo Ref.

Code, ADA
BSCC
Code
Program

tem No.

AW oot

¢ oD
4 go V ONYX ARCHITECTS

P l.\)D‘U"S

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3637
FIELD NOTES

3637.4




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3638
Training Room

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
- = < p! g z
=; g 9( 00 UE7 f) € § é
> o g [§) c e ] o I 3 £
S 3 3 O 2 3 g 9 5 £ g
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
: ADA - replace narrow pair entry doors w/ 3' leaf, lever; toilets, break
3638.7, 10, froom, DF not accessible; M: repaint walls and windows, replace ceiling grid
I|Architectural N [ ] 18,20 RO SF. Toilet count M=3U, 2T, 2S, F=IT, IS
2|Structural
ALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical | | 3638.28 JREMOVED.
4|Plumbing [ | [ | 3638.36 JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ [ | 3638.43 [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3638
GENERAL CONDITIONS

3638.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3638 PHOTOS

3638.1




[Mira Loma Detention Facllity

|Mira Loma Detention Facility

[Reviewer / Discipline Architecture

BuildingNo. 2&=% =% Page

Building Name /Recent Use 7| =41 11 -,

BldgType E /1m0 Ereas. Rodp

Capacity (if applicable)

Current Size / Count

|BSCC Standard

Est Capacity / Rating

|Rating

| Code / Life Safety: required for basic sccupancy and accessibility

2 Program: required to meet regulations for intended use

3 Malntenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recommendations to lower operating costs

Item

Rating

General
Comply

Recommendation

Additional Comments.

tem MNo.

Observation

Fair (YELLOWY)

Good (GREEN)

Code, ADA

BSCC

Code

ram
Maintenance

Sustainability

Photo Ref.

For OPC Use

OVERALL (summary)

ROOF: membrane, structura
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

b

WALLS & POSTS: axt. finish,
flashing, structure, integrity,
basefweep, moisture, holes

X YA Ia!

WINDOWS & VENTS: frame,
glazing, hardware / access,
'weathertightness, screen/
louver, bars

S EErmMNT Wae Hinsvs

ENTRY: path/ height, landing
ext.fint., threshold, strike clr,
width, ext. door, hardware
(lever/panic), closer

DOORS (interior): frame, trim,
panel, threshold, hardware
everfpanic), closer,

claarances )

nNEEY e Wt
o [ PR TXT vats Toi

A\

FLOOR: finish 1

2 base, cracks, bumps,
drains, stapsframps, moisture,
seal

CEILING type. ,
height, . finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
h ils, cabinets, mirrors,

fixed furnishings

(ADA: POT; CLR sink/ titf urn/
shower/ part'n/ counters;
pipes, controls,
switches/outlets, railing

Wor RAdees3lE ToLER
o ooy, ¢fR
Oz.prie XY

SECURITY (reported)

Building Na 3638 Page 1
Reviewer / Discipline Machanical Building Name /Recent Use Training Room
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for iniended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o prolong useful life of building
4 Susianability: recommendations o lower operating costs
General
Item Rating Comply || Recommendation
£
o < § % =
e a ® o &
g @ <o ElE|=
€ s §”§§‘%g§ For OPC
@ Observaton = alBUNS | &El=]a]1E Additional Comments Use
===
OVERALL (summary)
ofd 4 e Ers ) spe
1|SPACE COOLING & e ’ £/etisl
Vol P rEs o 4 r Wl
| Wesw QpFLir Syvzrems dusec
2|SPACE HEATING ‘ B
3|DUCTWORK NO LI TIEEAST
|
|
I KL = = g r-.__--.i
4|GRILLES AND REGISTERS | Az |
| |
5
| |
| |
6 |

OTHER

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3638
FIELD NOTES

3638.2



[Mira Loma Detention Facility Buiding No. 3638 Page 15
Reviewer / Discipline Plumbing Bullding Name /Recent Use Training Room
Bidg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program; required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance | replacement to prolong useful life of bullding
I'l‘ Sustainability: recommendations 1o lower operating costs
Genoral
Item Ra Comply || Recommendation
1 P 1HE
< &
= E | B g» = -E g For OPC
_i Observation s g 2 § £ 2|21 E Additional Comments Use
—— —
OVERALL (summary)

1 |WATER HEATING

Comerric oMATEEL SR
WAL o)/ pulriay, J
Lo BEAi ' part, (/T fLOTEE

Vac e SPltcichk oo THE
G Rband .

2|COLDWATER PIPIES

QAL A 2oV pipC
wen = szr.r'-u—:m!/,:p

3|HOTWATER PIPES

4|GAS PIPES

5|PLUMBING FIXTURES

i ruket were oLo,
U Ve S POST e

=
‘II rl

|Mira Loma Detention Facility Building No. 3638 Page 25
[Reviewer / Discipline Electrical Building Name /Recent Use Training Room
Bldg Type
Capacity (if applicable) JRating
|Current Size / Count | Code | Lifie Safety: required for basic occupancy and accessibllicy
IBSCC Standard [2 Program: required to meet regulations for intended use
rEstCapadtyfRating |3 Maintenance: Repairs and routing maintenance / replacement to prolong useful life of building
4 5 b e to lower operating costs
General
Itemn Rating Comply || Recommendation
g é g &)
g 2 ; E 2=
z (3 21918 é g bl E
ﬁ Observation i 312 S| £ .; Additional Comments For OPC Use
OVERALL (summary) [
1|POWER DISTRIBUTION v
"
2|UIGHTING Vv o=
b~
3|CONDUIT & RECEPTACLES V

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3638
FIELD NOTES

3638.3



|Mira Loma Detention Facility Building No. 46 3¢ Page

JReviewer / Discipline Building Name /Recent Use /{ QAJI ,}U (P
BigType gl (@a’/ (fooo [ FAS
Capacity (if applicable) |Rating 7 Hleccy,
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
lBSCC Standard 2 Program: required to meet regulations for intended use
{Est Capacity / Rating 13 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[4 Sustainability: r dations to lower operating costs
General
Item Rating Comply || Recommendation
z o | &
AHE i8]
o i gl < € e « <
z £ -§ Jg |V 9 g‘, g g 8
g Observation g8 E g E £18|8 £ Additional Comments For OPC Use
OVERALL (summary)

A 1ene
onAA

O]

ONYX ARCHITECTS

Los ANGELES COUNTY | DEeTENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LancasTErR CA 93536

SITE VisiT : WeEp. Nov. I13+14, 2012
BUILDING 3638
FIELD NOTES

3638.4




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3642
Woar Eagle Tower (airport tower)

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
= = < p! g Z
B B » | £ | 2 e | £ | 2
e sl i s e ] 8] 2]
Building Name / Use K & S 2 X & S S £ - 3 Photo Ref. Comments foprc
OVERALL
: LS, ADA doors too narrow, landign has 2 steps up, toilet, upper sloors
3642.1, 2, 5,not accessible; M posts, doors, ceiling s and flooring in poorcondition, should
I{Architectural N 18, 19, 22 pbe replaced, may be historic
2|Structural
ALL EXISTING EVAPORATIVE COOLERS (ABANDONED) NEED TO
3|Mechanical [ [ 3642.56 JREMOVED.
4{Plumbing [ | [ | 3642.45 JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical n n
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3642
GENERAL CONDITIONS

3642.0



ONYX ARCHITECTS %

& : & LI-.-. _-\-..I‘_.‘l;'__l:
¢}wfff R

No. 3642.19

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3642 PHOTOS

3642.1




Mira Loma Detention Facility

[Mira Loma Detention Facility

Reviewer / Discipline

Avrchitecture

BuildingNo. ., £5 472

Page

Building Name /Recent Use VA Frapi & | enveee, (o foe0 O\

Bldg Type

('rn ) H gy'h»m? ale coobcel e ianedN

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

l&mﬂg
{ Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

4 Sustainability: recommendations to fower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Item Rating

General
Comply

Recommendation

Cbservation

zem No.

Good (GREEN)

Additional Comments

Code, ADA

BSCC

Code

Program

Maintenance

Sustainability

Photo Ref.

For OPC Use

OVERALL (summary)

ROOF: membrane, structure \2
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

: Building No 3642 Page 1
Reviewer / Discipline Mechanical Bullding Name /Recent Use \War Eagle Tower [airport lower)
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety; required for basic occupancy and accessibility
BSCC Standard 2 Program. reguired to meet regulations for intended use
Est Capacity / Rating 3 Mainlenance: Repairs and routine mantenance / replacement fo prolong useful life of building
4 Sustainabillty, recommendations to lower operaling costs
General
ltam Rating | Comply || Recommandation
S w| &
Q 5 e | = |
& = < E|l2|2]| &
w ] ] f=
< = g | @ W & 2|8 =]
e 5 AEL BIFAE R P
2 Observation g SHE Ol |=|a]1E Additional Comments Use
OVERALL (summary)
1|8PACE COOLING

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes X

WINDOWS & VENTS: frame,
glazing, hardware / accass,
weathertightness, screen/
louver, bars o/

2|SPACE HEATING

ENTRY: path/ height, landing
ext.fint., threshold, strike cir,
width, ext. door, hargware
(laver/panic), closer

Norn  PALCESSEVE, 2
STEFS WP

3|DUCTWORK

DOORS (interior): frame, trim,
panel, threshold, hardware
{lever/panic), closer,
clearances \(

N 2P vy 20 e

FLOOR: finish 1. €3,
2 basse, cracks, bumps,
drains, steps/ramps, moisture,

seal X

GRILLES AND REGISTERS

-3

CEILING type_Tr v 5 TH i
height , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,

paint, wainscot/ low walls, tile,
handralls, cabinets, mirrors, ~/
fixed furnishings

ADA: POT; CLR sink/ titf urn/ |
shower/ part'n/ counters; ><
pipes, contrals,
switches/outlets, railing

SECURITY (reported}

OTHER

iy B Wi s

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER

45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3642
FIELD NOTES

3642.2



[Mira Loma Detention Facility Builaing No %2 Page 14 R LSO TSI Fucity BEE i o

Reviewer / Discipline Plumbing Building Namé /Recent Lise \War Eagle Tower (airport tower) |Reviewer / Discipline Electrical Building Name /Recent Use War Eagle Tower (airport tower)
Bldg Type Bldg Type
gap&ﬂi:vst_if 3?2'@1;‘3] Baling Capacity (if applicable) JRating
urrent Size / Coun 1 Code / Life Safety; réquired for basic occupancy and accessibility " g : -
|BSCC Standard 2 Program, required 1o meet regulations for intanded uss Current Size / Count | Code / Life Safety: required for basic m:m accessibility
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o prolang useful e of buliding |BSCC Standard 2 Program: required to meet regulations for intended use
4 Sustainabllity; recommendations to lower operating costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General I 451 rec o lower op 1g costs
Item Rating | Comply || Recommendation
Item
z
d P 8IE|
£ a %l E .% &% }
< 3 § E = For OPC _ 3
i Observation = a3 § E =|qa|& Additional Comments Use 2 8
— ————
VE (summary) 5 Observation £ Additional Comments For OPC Use|
) OVERALL (summ
1|WATER HEATING 7 O Axp PHUSTED ( ary)
1 |POWER DISTRIBUTION
2|COLOWATER PIPIES V] baLvinizen pipet
oS @"ﬁt‘f‘ffb‘c/{ac"
2|uGHTING J \/
1
a|HOTWATER PIPES "’ MO A-‘PFU-&ME:

3|CONDUIT & RECEPTACLES J i \/ \/

ONYX ARCHITECTS ..
GAS PIPES A OLP Anb [ASTED.

4
4
Fcrueer oeres D
5|PLUMBING FIXTURES
Vv
5
6
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3642
FIELD NOTES

3642.3




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3645
G-Barracks (hard lock)

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ 2 < 3 g )
=; g 9( 00 UE7 f) € § é
> o g [§) c e ] o I 3 £
< S S O 5 ® g 2 » £ 3
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
I|Architectural N [} [ 3645.8, 14 JC: lever hardware; M: replace damageed siding
2|Structural
3|Mechanical | [ ] 3645.7 JALL EXISTING EVAPORATIVE COOLERS NEED TO BE REPLACED.
4{Plumbing | | JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ 364528 [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3645
GENERAL CONDITIONS

3645.0



ONYX ARCHITECTS %

No. 3645.14

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3645+3646
PHOTOS

3645.1




|Mira Loma Detention Facility

lReViewer ! Discipline

Architecture

BuildingNo. "5 4 4 %

VTG D

Page

Mira Loma Detention Facility

Building Name /Recent Use

Bldg Type

Capacity (if applicable)

Current Size / Count

Rating
| Code / Life Safety: required for basic occupancy and accessibiticy

|BSCC Standard 2 Program; required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: recammendations to lower operating costs
General
ftem Compiy || Recommendation
é < 3| & .
1]l a s3] %
3 ed ElE|E|e
5 - )
P - HEIEL KARAE AR A E: ditional For OPC
] Qbservation sl18 13 SlEIS1E]& Additional Comments or Use
OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ENTRY: path/ height, tanding
ext./int., threshold, strike cir,
width, ext. door, hardware
(taver/panic), closer

DOORS (interior): frame, trim,
panel, thresheld, hardware
({ever/panic), closer,
clearances

FLOOR: finish 1 5

drains, stepsframps, moisture,
seal

2. base, cracks, bumps,

CEILING type ;
height , finish, paint,
haoles, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tite,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ i umn/
shower! part'n/ counters;
pipes, controts,
switchas/outlets, railing

SECURITY (reported)

Building No 3845 Page 1
Reviewer | Discipline Mechanical Buliding Name /Recent Use G-Barracks (hard lock)
Bidg Type
Capacity (if applicable) |Rating
Current Size / Count 1 Coda / Life Safety: required for basic occupancy and acoessibiity
BSCC Standard 2 Program: required to mest regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong useful iife of bullding
4 Sustainabllity. recommandations to lower operating costs
General
Itam Rating Comply || Recommendation
z z
g i < 819
= Q m ﬁ o
o g < ARAEA K
= = g | 8 E|lE| 8] 8
: 1 HE LR For OPC
o — Obsearvation o Q| olc|l=|&|& Additional Comments Use
OVERALL (summary)
£ =
1|SPACE COOLING - - e
2|space HEATING LA / SATT
3|DUCTWORK e R
” - £ - =e e
4|GRILLES AND REGISTERS f P - ey
5
6

OTHER

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 3645
FIELD NOTES

3645.2



[Mira Loma Detention Facility Building No 3645 Page 13 IH"'I Sy Dmm“ Sy - ) Buiidg No. o T 23
Reviewer / Discipline Flumbing Building Name /Recent Use G-Barracks (hard lock) [Reviewer / Discipline Electrical Buiicing. aimie 7Recunt Use: G:Pakvacs (hand 1oc)
D Ll SesTrve wMgTAL Buiomd,.
gapaci:ysgﬁ a?glima;he) Rating Capacity (if applicable) JRating
urrent Size / Coul 1 Code / Life Safety: required for basic occupancy and accessibifity n & : S
BSCC Standard 2 Program: required to mest regutations for intended use Icumt s LR TS S S oy e 2
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolang usaful iife of bullding [BSCC Standard 2 Program: required to meec regulations for intended use
4 Sustainabilily: recommendations o lower sparating costs JEst Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General 4 5 rect to lower operating costs
Item Rati Recommendation General
§ Item Rating Comply || Recommendation
8 . % g
— [}
i < E ] -3 < s |z
2 = 8 2 g f|s For OPC : A E (3|3
E ] § o 3 .E a < E ;E Pl
B3 Observation [y o |=Z |;]|a Additiona! Comments Use Fa § 5} 5 gﬂ BEl&518
OVE (summary) u 5 Observation i 3 5 S|1£)|E E g Additional Comments For OPC Use
wATER. Hearet . o OVERALL (summary) [ [V v
1|WATER HEATING = THE Proon, 1o ATRATS =
1t 7 o e 1|POWER DISTRIBUTION v
d.‘f-‘e.u h =i THE Ft-aofL :
2|COLDWATER PIRIES o GA-&_VW - f o
S QT Al b
2|LIGHTING V] v
3|HOTWATER PIPES e O ar pFTEY
3|CONDUIT & RECEPTACLES \/ @
ONYX ARCHITECTS
41GAS PIPES o KMo cOmacag
4
Fcruipey wWERe OLF.
5|PLUMBING FIXTURES ]
5
8
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3645
FIELD NOTES

3645.3




v
[Mira Loma Detention Facility Building No. {5 5‘ Page |Mira Loma Detention Facility Building No. 36493 Page

[Reviewer / Discipline Building Name /Recent Use 7. - PBonnc [Reviewer / Discipline Building Name /Recent Use puae G Jlpf
Bldg Type TOLD  freCtl Bldg Type Aurléo

Capacity (if applicable) |Rating Capacity (if applicable) %gu

Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility

BSCC Standard 2 Program: required to meet regutations for intended use |BSCC Standard 2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building [Es Capacity / Rating 3 Maincenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 Sustainability: recommendations to lower operating costs 4 Sustainability: recommendations to lower operating costs
General General
Item Rating Comply || Recommendation Item Rating Comply || Recommendation
g < g1 2] g - g2
: | 14]glleBF]3]3 . ; - HEIE K1 HE
3 Observation E sld |2 Slel&|&|E Additional Comments For OPC Use| ] Observation E 61812 Sl&ld|a é Additional Comments For OPC Use
OVERALL (summary) \Z OVERALL (summary)

3
(pnC ool "1"\,('3({(“ fon)
@ BM 5

ook L Y|

ONYX ARCHITECTS

Los ANGELEs COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 3645
FIELD NOTES

3645.4




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.

Bldg. name G-Barracks (hard lock)

3646

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline Rating Compliance | Program Capacity Recommendation
_ 2 < 3 g )
=; g 9( 00 UE7 f) € § é
= o o) @) S g g o g 2 =
& & 3 O a & 8 o & c S
Building Name / Use XS & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
3645.21, 23,JC: ADA - Replace entry t\hreshold, sink, toilet, urinals not accessible; P/S:
I|Architectural N 20 bd [ | [ | [ | 25 investigate visual security
2|Structural
3|Mechanical | | 3646.6 JALL EXISTING EVAPORATIVE COOLERS NEED TO BE REPLACED.
4{Plumbing | | JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ ]
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3646
GENERAL CONDITIONS

3646.0



Mira Loma Detention F;r.ility Building No 3848 Page 1
|Mira Loma Detention Facility BuildingNo. 2/ § (= Page Reviewer / Discipline Mechanical Buliding Name /Recent Use G-Baracks (hard lock)
|Reviewer / Discipline Architecture Building Name /Recent Use pp = | Cipe Bldg Type
Bldg Type gapacitys(if a:}glicable! Rating
. - - urrent Size ount 1 Code [ Life Safety: required for basic occupancy and accessibil
Capacity (if applicable) 1o C'aLb/;’zg e BSCC Standard 2 Program requirel: to meet regulations for ml.e:vau use S
Est Capacity / Rating 3 Mairitenance: Repalrs and routine mainienance / replacement fo prolong uselul life of buliding
}4 Sustainability, recommendations o lower operating costs

Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
IBSCC Standard 2 Program: required to meet regul for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong useful life of building -

48 bilicy: rec dations to lower operating costs General
Item Rating Comply || Recommendation

General
Item Rating Comply || Recommendation

For QPC
Additional Commants Use

Fair (YELLOW)
Maintenance

Sustainability

Photo Ref

SRR RN I W

BSCC
Code
Program

Obsarvation
Additional Comments For OPC Use OVERALL (summary)

'tern No.

Fair (YELLOW)
Good (GREEN)

Maintenance
Sustainability
Photo Ref.

Code, ADA
BSCC
Code
Program

tem No.

Observation
OVERALL (summary)

ROOF: membrane, structure
|intagrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes st life

==

SPACE COOLING Qe Al Erre | Bk

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

(4]

SPACE HEATING

i
WINDOWS & VENTS: frame, *
glazing, hardware / access, |
T
|

weathertightness, screen/
louver, bars

ENTRY: path/ haight, landing
et fi resh trike clr,
width, ext. door, hardware 3{DUCTWORK
|(lever/panic), closer

DOORS (interior): frame, trim, |
panel, thrashold, hardware I
(I:waﬂpanic}. closer, |
. |

ONYX ARCHITECTS

FLOOR: finish 1 . 4|GRILLES AND REGISTERS SH e A5 £t i #53'.4.’ '
2 base, cracks, bumps, | 5

drains, steps/ramps, moisture,
seal |

CEILING type,
height , finish, paint,
holes, moisture, tiles |

FINISHES: surfaces: walls, I
paint, wainscot/ low walls, tile, :
handrail binets, mirrors, |
fixed furnishings |

ADA: POT; CLRYSink i urn/ NOZ Y ceese .
showe partn/ cotintérs i
pipes, controls,

switches/outlets, railing & |

SECURITY (reported)

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3646
FIELD NOTES

3646.2




Mira Loma Detention Facility Building No. 3646 Page 22

Mira Loma Detention Facility Building No 3646 Page 12 - — -
Reviewer / Discipline Plumbing Building Name Recent Use G-Barracks (hard lock) Reviewer [ Discipline Electrical Building Name /Recent Use G-Barracks (hard lock)
Bldg Type Bidg Type
ga;}acityslgil’ a;:glmk:l&} Rating Capacity (if applicable) Rating
urrent Size / Coun 1 Code | Life Safety, required for basic occupancy and accessibiity 7 . - ’
BSCC Standard 5 Droi e e il g o = Current Size / Count | Code / Life Safety: required for basic occupancy and accessibifity
Est Capacity / Rating 3 Maintenance: Repaire and routine m e f rep went 1o prolong ussful ife of bullding BSCC Standard 2 Program: required to meet regulations for intended use
4 Sustainability: recommendations 1o lower oparating costs Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 5 inability: rec d to lower operating costs
General
Item Ratii Comply || Recommendation General
. Item Rating Comply || Recommendation
3 E A
2 : P E L 2 < i &1
3 AR : 3 1HE
.E. Observation 3 Sl8I8[&|2|a]& Adaitional Comments Use - é ily §§n§39
OVERALL (summary) § Observation i Slale|2|&|3]2 Additional Comments For OPC Use
" I OVERALL (summary)
1|WATER HEATING | LI\M H 56 ‘d.-
1|POWER DISTRIBUTION /
& c “
COLDWATER PIPIES
2 Shnees  Ar Bl w 5asi o
2|LIGHTING v V1
fr L
3|HOTWATER PIFES Séne= AT E¥AY g
3|CONDUIT & RECEPTACLES v

ONYX ARCHITECTS ©.
GAS PIPES Pome  a4g K

4
4
[} t
5|PLUMBING FIXTURES Seme AL L4
5
6
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3646
FIELD NOTES

3646.3




ira Loma Detention l-=acility

M
[Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3656
Silver Bullet (British 'Theater')

[Capacity (if applicable)

urreft Size / Count

BSCC|[Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ e < 3 g i)
=; g 9( 00 UE7 f) € § é
= o J U c 8 S ° 8 ] £
: ° 5 O 5 ® g K & < 3
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
3656.1, 2, 4,JC: LS - replace missing panic hardware; ADA - Add 6" ramp to entry,
I|Architectural N n/a [ ] [ | I rovide stage lift; M: replace 20% of acoustic ceiling tile; potentially historic
2|Structural
3|Mechanical | [ ] IALL EXISTING EVAPORATIVE COOLERS NEED TO BE REPLACED.
4{Plumbing | | 3656.18 JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical 3656.28 [May benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3656
GENERAL CONDITIONS

3656.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3656 PHOTOS

3656.1



Mira Loma Detention Facility

Reviewer / Discipline

Architecture

Building No. 5 (5 (SN Page

Building Name /Recent Use " %1, v &3, ¥ty 1oy / TeeA VY 1 L

Bidg Type (2 A i £

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

Rating

1 Code / Life Safety: required for basic accupancy and accessibility

2 Progran: required to meet regulations for intended use

3 Maintenance: Repaits and routine maintenance / replacament to prolong useful life of building

4 Sustainability: recommendations to lower operating costs

General o ik H\ - m(ﬁ B
item Comply || Recommendation {oer A g ot A
z
olE |« -
- WA S| | %
g ; A< E < 4 | e
2 lelelglle B 2|88 !
g Qbservation 8 S14a 8 £ z*" 2\lE Additional Comments For OPC Use

OVERALL (summary)

ROOF: membrane, structure

iy T L,

WALLS & POSTS: ext, finish,
flashing, structure, integrity,
basefweep, moisture, holes

integrity, drainage, flashing, e LAY PR e 6O
gutter(insul vent, screens, X D
eaves, holes est life S STBAS v OTks

o 0 e oL & T,

STyt

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

MO Nll‘ll-pd/{,\}b

iy
ENTRY: pathl height, landing
ext.fint., threshold, strike clr,
width, ext. door, hardware
{lever/panic), closer

P e

>[ o

DOORS (interior): frame, trim,
panal, threshold;—ﬁaﬂ_v@}gj
{lever/panic), closer,
clearances

)( VANl How @ MLsS i

FLOOR: finish 1.C°¢ 1§,

2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

-
CEILING type ACt
height, . finish, paint,
holes, moisture, tites

X (ehnce 200 os AT

FINISHES: surfaces: walls,
paint, wainscot/ tow walls, tile,
handraits, cabinets, mirrors,
fixed furnishings

WAL Pl AR

ADA: POT; CLR sink/ tit/ um/
shower/ part'n/ counters;
pipes, controts,
switches/outlets, railing

AT AdlessielE

X Egral

SECURITY {reported)

OTHER

VNC FTLeat - pLi? prosehed
BosTi - woT ACLESE T BL_

Mira Loma Detention Facility Building No 3656 Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use Siiver Bullet (British "Theater”)
Blidg Type
Capacity (if applicable) [Ratin
Current Size / Count 1 Code / Life Safety; required for basic occupancy and accessibility
BSCC Standard 2 Program; required {o meet regulations for intended use
|Est Capacity / Rating 3 Maintenance; Repairs and routine maintenance / replacement 1o prolong usaful ife of bullding
4 Sustainability: recommendations to lower operaling costs
General
Item Comply || Recommendation
8|2
(=] = 1 o o
i 3 g e|lE2|8|&
= = o =] o g &L ﬁ a
E = -] (&) B = 5 ye B For OPC
g Observation = SIBNS|E|2|alE Additiona! Comments Use
OVERALL (summary)
1 |SPACE COOLING -
— LA - =
2|SPACE HEATING =i T -
= T —z 3
3|DUCTWORK rees
E e - FE
4|GRILLES AND REGISTERS 4 E

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 3656
FIELD NOTES

3656.2

OINj



|Mira Loma Detention Facility

Building No. 3656

[Mira Loma Detention Facility

Building No 3656

: - - - Page 11
[Reviewer / Discipline Electrical Building Name (Recent Use Siiver Bufiet (British "Theater™) Reviewer / Discipline Plumbing Bullding Name /Recent Use Silver Bullet (British “Theater)
2 Trve MeTRy. Ruwoinile Bldg Type
Capacity (if applicable) JRasing Capacity (if applicable) Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility Current Size / Count 1 Code / Life Safety. required for basic occupancy and acoessibiity
BSCC Standard 2 Program: required to meet reguiations for intended use
D wbinee B Progrme T ed v e s wione for s Est Capacity / Rating 3 Maintenance; Repains and reutine maintenance | replacament 1o prolang useful ife of bullding
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building 4 Sustainabllity: recammendations to lowst perating costs
4 Y: rec to lower op g cosa
General
General Item Rating Comply || Recommendation
Item Rating | Comply || Recommendation
&
3 g ilz
g |z 2 Slo g
; g AR 5 glo|l 8 £E18|8 For OPC
2 {14 E, g g _i Observation 3 Slalld =|al& Additional Comments Use
5 Observation i 3 § 3 g2 E Additional Comments For OPC Use OVERALL (summary)
—
OVERALL (summary) | ] or )
- " E 1|WATER HEATING .
V] aid Ruselace APPL cA-BLE
1 |POWER DISTRIBUTION
2|COLOWATER PIPIES fpoTr A PPLe ‘A Bie
B A | | Reploews FxTURES. :
2|LIGHTING v vV
3HOTWATER PIPES Dar ffPucAsie
3|CONDUIT & RECEPTACLES
4|cas PiPES Ao ppPLCcEPe
4
5|PLUMBING FIXTURES AOT  APPrLa e B
5
6
6

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3656
FIELD NOTES

3656.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3929
BOQ (Bachelor Officers Quarters)

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
_ = < p g )
B B » | £ | 2 e | £ | 2
e sl i s e ] 8] 2]
Building Name / Use K & S 2 X & S S £ - 3 Photo Ref. Comments foprc
OVERALL
- - 3929.1, 6, 7,C: provide accessible handrails at stairs; M: replace exterior doors at ground
I|Architectural N 28 loor
|
2|Structural [investigate further: Masonry connections unknown, limited lateral shear.
u n EXISTING AIR HANDLING UNIT NEED TO BE SERVICED AND
3|Mechanical LEANED.
| |
4|Plumbing JPLUMBING FIXTURES NEED TO BE REPLACED.
| |
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3929
GENERAL CONDITIONS

3929.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3929 PHOTOS

3929.1



[Mira Loma Detention Facility

|I"'Iira Loma Detention Facmty

|Reviewer / Discipline Architecture

Building No. 2,61 2

Building Mame /Recent Use {2, (7 /0,
BgTYPe \yopp Figfes

Capacity (if applicable)

Current Size / Count

BSCC Standard

|Est Capacity / Rating

| Code / Life Safety: required for basic eccupancy and accessibility

Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4

to lower op

ing costs.

General

Item Rating Comply

Recommendation

Code, ADA

BSCC

tem No.

Observation

Code

Pragram

Maintenance

Sustainability

Photo Ref.

Additional Comments

For OPC Use

< || Fair (YELLOWY)
Good (GREEN)

OVERALL (summary)

ROOF: membrane, structure
intagrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, intagrity,
basel/weep, moistura, holes

WINDOWS & VENTS: frame,
glazing, hardware | access,
weatherlightness, screen/
louver, bars

ENTRY: path/ height, landing
axt.fint., thrashold, strike clr,
width, ext. deor, hardware
(lever/panic), closer

DOORS (interior): frame, tim,
panel, threshold, hardware
(lever/panic), closer,
clearances

FLOOR: finish 1 )
2 base, cracks, bumps,
drains, stepsiramps, moisture,
saal

CEILING type, .
height , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tila,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ it/ um/
I { partn/ N

pipes, controls,

swilches/outlets, railing

SECURITY (raportad)

OTHER

4 s SyneE \TT 1 Shi

Building Na 3829 Page 1
Reviewer [ Discipline Mechanical Building Name /Recent Use-Siiver-Bulliet {Batish-"Theaiery}
BidgType Pocn [ BAOIELOL O ctrs Cuteron)
Capacity (if applicable) Rating
Current Size / Count 1 Cods / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Frogram: required to meet regulations for intended usa
Est Capacity / Rating 3 Maintenance: Repairs and rouline maintenance / replacement 1o prolong usetul life of buliding
4 Sustainability; recommendations o lower operaiing cosis
General
Item Rating Comply || Recommandation
|
z 2= 8 & |
a (8|5 | '
&
g g <l E|lg || =
- < gl18lglels|2| £ |For OPC
a3 Observation E Q| & ola|l=|8|£& Addttional Comments |Use
OVERALL (summary) T
| 1) et L At e -Jl?
1|SPACE COOLING | 4= - e 2 srsihAg
] &34 = A ot TSy~
AeEr TT (= — = I
o ol IS, e
2 |SPACE HEATING L o sl P {h P
Pe=5 = = N
T OfS Efe Al r
3| DUCTWORK p
1 - L [ ol =
| |
|
4 |GRILLES AND REGISTERS - P —C |
5 |
|
6
3 i

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3929
FIELD NOTES

3929.2



[Mira Loma Detention Facility

Building No.

3925

Page 10

|Mira Loma Detention Facility Building No. 3929 Page 20
|Reviewer / Discipline Electrical Building Name /Recent Use BOQ (Bachelor Officers Quarters)
Bldg Type
Capacity (if applicable) |Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
IEw.Capacityfﬁadng 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sustainability: rec dations to lower operating costs
General
Item Rating Comply_" Recommendation
< &,
g 5 2 e |5 3|2
F AE1 KR 3ERE
5 Observation i 8 § 3 g 5 E Additional Comments For OPC Use
—
OVERALL (summary) Il V4 o1
A Pomins STL [
1 |POWER DISTRIBUTION
- 1
2|LIGHTING v v
<
3|CONDUIT & RECEPTACLES V1

Reviewer [ Discipline Plumbing Building Name /Recent Lise BOQ (Bachelor Officers Quartars)
Bldg Type
Capacity (if applicable) Raling
Current Size / Count 1 Coda / Life Safaty, requirad for basic accupancy and accessibility
BSCC Standard 2 Program: required fo meet negulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacement 1o protong useful life of bullding
4 Sustainabilily: recommendations 10 lower operating costs
General
Item Ralti Comply || Recommendation
£
d E A
o _E’ < E E : o
v 3 § 3 g 5’ E £ % For OPC
_E. Observation frs & a|= z% [ Additional Comments Use
Vi (summary)
1|WATER HEATING i Ware HNeaTer— wiar
BN dap gEUFTED .
2|COLOWATER PIPIES i S AR A A
&g e commoaaT
copoER. = I8 =
3|HOTWATER PIPES .,-"/ I P 'P’ ,E‘r
Bxilr . pb eonvmenT
4|GAS PIPES v Ao el
Freruttesd Wefe 0L,
5|PLUMBING FIXTURES
&

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3929
FIELD NOTES

3929.3



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

3985

Pump House & Reservoir

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
- = < p! g z
=; g 9( 00 UE7 f) € § é
> o g [§) c e ] o I 3 £
S 3 3 O 2 3 g 9 5 £ g
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
ILntended for mechancial access only; remove desk or provide ADA
I{Architectural 3984.0, 9, | Ifaccessible entry
2|Structural
3|Mechanical 3984.25 INO COMMENTS
4|Plumbing INO COMMENTS
| |
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 3985
GENERAL CONDITIONS

3985.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LaNncasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3984 PHOTOS

3984.1



I-Eira Loma Detention Facility Building No 3685 Page 1
rMira Loma Detention Facility Building No. 224824 284- Page Reviewer / Discipline Mechanical Bullding Name /Recent Use Pump House

|Reviewer / Discipline Architecture Building Name /Recent Use Py Hpps @ Resepvo) R Bidg Type

Bidg Type Lo \ibels o @S Capacity ;nf applicable) Rating

Capacity (if applicable) [Eane Current Size / Count 1 Coda / Life Safety: required for basic occupancy and accessibiity

BSCC Standard 2 Program; required to mest regulations for intended use

Est Capacity / Rating 3 Mairenance: Repairs and routine maintenance / replacemant to prolong useliul ife of buliding
|4 Sustainability: recommendations (o lower operaling costs

Current Size / Count | Code / Life Safety: required for basic occupancy and accessibilicy

|BSCC Standard 2 Program: required to meet regulations for intended use

Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
MELAELEYY  C0E W 4 Sustainability: recommendations to lower operating costs

General

ltem Rating Comply || Recommendation

5

1
:
<

Recommendation

For OPC
Additional Comments Use

inabilicy

Fair (YELLOW)
Maintenance

Sustainability

Photo Ref

Code, ADA
BSCC
Code
Program

Observation
Additional Comments For OPC Use OVERALL {i umma ry] |

"lem No

Jrem No.
Good (GREEN)
Code, ADA

{|Photo Ref.

BSCC

Code
IPragram
'Mammmce

Observation
| AL k- BT

OVERALL (summary) SPACE COOLING

ROOF: membranae, structure [ == ¥
integrity, drainage, flashing, v .

gutter, insul, vent, screens,

eaves, holes est life ‘

==

WALLS & POSTS: ext. finish, Vv
flashing, structure, integrity,
basae/weep, moisture, holas

L]

WINDOWS & VENTS: frame,
glazing, hardware / access, s
weathertightness, screen/ |
louver, bars i | |

ENTRYalh heighl) landing N +5" helht e Lorcle i
ext.fint., threshold, strike cir, § OLCTWORKC
i MOT DLk £

width, ext. door, hardwara CW aALLéss o |f

(lever/panic), closer

|
SPACE HEATING | Mo Appicse
|

(5]

DOORS (interior): frame, trim, |
panel, threshold, hardware ){

evaripanic), closor, - ONYX ARCHITECTS

clearances

FLOOR: finish 1_{& 7~ | .

TER A Fe m
2 base, cracks, bumps, v GRILLES AND REGISTERS A ; <
drains, steps/ramps, moisture, |
seal T {

e | i
CEILING lypegx £ ;- 1 [
height, finish, paint,
holes, moisture, tiles |

F-9

FIMISHES: surfaces: walls,
paint, wainscot/ low walls, tile, v
handrails, cabinets, mirrors, 1 |
fixed furnishings

ADA: POT; CLR sink/ tit urn/ N/ mea. spELTa |

howerl partn/ : , |
pipes, controls, |
switches/outlats, railing 6

SECURITY (reported) |

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 3985
FIELD NOTES

3985.2




[Mira Loma Detention Facility Building No. 3985 Page |9 [Wira Loma Detention Faciity Buiding No = Page ®
|Reviewer / Discipline Electrical Building Name /Recent Use Pump House |Reviewer / Discipline Piumbing Building Name /Recent Use Pump House
Bldg Type Bldg Type
Capacity (if applicable) JRating gzr;ﬁrgﬁ:fgmbi %ii.l?i! Life Safety: required for basic occupancy and scoessibility
- e 4 il
Current Size / Count FCoRu.{ e SWhat v o ok Eadic OC Ay iCY, d ScomoitnY BSCC Standard 2 Program: required o meet reguiations for intended use
|BSCC Standard 2 Program: required to meet regulations for intended use Est Capacity / Rating 3 Maintenance: Repairs and rouline maintenance / replacement 1o prolong useful life of bullding
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building 4 Sustainabiiity: recommendations io lowsr operaiing costs
4 5 bility: r ds to lower operating costs General
General item Rating Comply || Recommendation
Item Rating | Comply || Recommendation
§ = g g B
< g2z = = ilgls
' < é 3|3 € § g gl 8 18| 8 For OPC
2 oll . 215 i Observation o A EARAEAEAR: Additional Comments Use
§ Observation i g ﬁ E g2 é Additional Comments For OPC Use OVERALL (summary)
—
OVERALL (summ
(Summary) « 1|waTer HEATING —_—
1 |POWER DISTRIBUTION \/
2 |COLDWATER PIPIES p—
2 |LIGHTING \/ \/ \/
3|HOTWATER PiPES —

3 |CONDUIT & RECEPTACLES @
ONYX ARCHITECTS
BAS PIPES

4
4
5|PLUMBING FIXTURES
5
H (]
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 3985
FIELD NOTES

3985.3




[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.

4164

Bldg. name Walk-in Refrigerator

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

= < p 3 Z
3 5 a < g 3
s | 21 < | 5§ 2 sl £ | E
Slale g BB e 5]
Building Name / Use K & S 2 X & S S £ - 3 Photo Ref. Comments foprc
OVERALL
I|Architectural N [} IC: ADA- 4" high curb cut not accessible; interior not reviewed
2|Structural
3|Mechanical A A ] [ [
4{Plumbing NA NA ] [ [
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 4164
GENERAL CONDITIONS

4164.0



Mira Loma Detention Facility Building No. 49 £ 4~ Page
Reviewer / Discipline Architecture Building Name /Recent Use v AL Vs I @@F
Bldg Type H

Capacity {if applicable)

Current Size / Count

[Rasing

| Cade / Life Safety: required for basic accupancy and accessibility

BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintanance / replacement to profong useful ife of building
4 Sustainability: recommendations to lower operating costs
General
item Comply || Recommendation
z
1< I - I
112 -
5 [ I Elsltg]e
F4 o] g |u s [ 28151 ¢
£ i H RS ERRAE AR Additional C For OPC U
g Observation IR A Sle|fE]E itional Comments or se
OVERALL (summary)

ROOF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
basefweap, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ENTRY: path/ height, landing
ext.fint., threshold, strike clr,
width, ext. door, hardware
{lever/panic), closer

DOORS (interior): frame, trim,
panel, threshold, hardware
{lever/panic), closer,
clearances

FLOOR:finish1_____ .,

2 base, cracks, bumps,
drains, stepsframps, moisture,
seal

CEILING type 3
height, , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed jurnishings

ADA: POT; CLR sink/ tIt/ urn/

h / part'n/ counters;
pipes, controls,
switchesfoutlets, railing

SECURITY (reported)

OTHER

Mira Loma Detention Facility Building No. 4164 Page 17
Reviewer / Discipline Electrical Building Mame /Recent Use Walk-in Refrigerator
Bldg Type
Capacity (if applicable) Rating
Current Size / Count | Code | Life Safety: required for basic occupancy and accessibility
IBSCC Standard 1 Program: required to meat regulations for intended use
IE‘H’. Capacrty ! Ral:ing 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 bility: recommer ans to lower operating costs
General
Itermn Rating Comply Recommendation
|
% < g 12
o = |«
g 3 2 AERERE:
r4 = g | U @ % E B ]
5 Observation E E § 3 £ 'z_’ m‘ﬁ g | Additional Comments |For OPC Use
OVERALL (summary) v | |
1 [POWER DISTRIBUTION 1 |
|
2 |LIGHTING l/ |
|
1
3|CONDUIT & RECEPTACLES \/
4
i
|
5
|
|
i
B
|
|

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 4164
FIELD NOTES

4164.1



[Mira Loma Detention Facility Building No 4164 Page 7
|Reviewer / Discipline Plumbing Building Name /Recent Use Walk-in Refrigerator
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety. required for basic occupancy and accessibility
BSCC Standard 2 Program; required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repalts and rouline maintenance | replacement to prolong useful ife of building
4 Susiainability; recommendations to lower opéraling costs
General
Item Ra Comply || Recommendation
8| &
. 5 ) 5(8|3
E g | @ B |5 ﬁ P
2 g (5] § gl E =4 For OPC
i Observation = 2 | 2|@|E Additional Comments Use
RALL (summary)

1|WATER HEATING e

2|COLDWATER PIPIES —_—

3|HOTWATER FIPES

4|GAS PIPES e

§|PLUMBING FIXTURES

CoNDELs 1T Pifah O
Thies G Edeias

|Mln Loma Detention Facility Building No 4164 Page 1
Reviewer / Discipline Mechanical Bullding Name /Recent Use Walk-in Refrigerator A

| Bldg Type

|Capacity (if applicable) Rating

Current Size / Count 1 Code / Life Safety: required for basic occupancy and acoessibiiity

BSCC Standard 2 Program required to meet regulations for intended wse

|Est Capacity / Rating

3 Maintenance; Repairs and routing maintenance | replacement lo prolong useful ke of bullding

4 Sustainabllity: recommeandations (o lower cperating costs
General

Item Rati Cmgly Recommendation
- = E el 2 g &
=} w 3 B
= : 3 8 3 E % K For OPC

i Observation e b =|&]|& Additional Comments Use
OVE L (summary)
Ex ' I TIE Coolsaly /AT
1|SPACE COOLING v et Sl
21SPACE HEATING MeT™ AFPRchAp e
|

3|DUCTWORK Uo7 FFPLrcA Bie
4|GRILLES AND REGISTERS HoT APPLIcas e
5
-]

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 4164
FIELD NOTES

4164.2



[Mira Loma Detention l-=acility Bldg no. 4165
Building Condition (summary of all disciplines) Bldg. name  Kitchen / Dining
RATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrefpt Size / Count 360 Seats 2 Program: required to meet regulations for intended use
BSCC|Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
= < p 9 z
=; g 9( 00 UE7 f) € § é
> o G 0] £ g 0 @ e 3 £
£ S 3 9 2 & g 2 & < 8
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
IC: ADA - stair handrails, kitchen 12" strike; change entry pr. Doors to single
n n 4165. 12, I3,13' wide; remove | fixture, remove vestibule wall, add power openiner in M
22, 33, 49, |+ W staff toilet; M: replace 10 SF broken stucco beam covers, replace 5% clg
I|Architectural N Y 360 300 58 Kile, repaint floor, repair damaged basemt walls. FYI occ posting 300
|
2|Structural linvestigate further: Unusual gravity and lateral system, arched steel frames.
u n EXISTING AIR HANDLING UNIT NEED TO BE SERVICED AND
3|Mechanical LEANED.
u u PLUMBING FIXTURES NEED TO BE REPLACED. GALVANIZED PIPES
4|Plumbing NEED TO BE REPLACED
| | |
5|Electrical 4165.68 JMay benefit from upgraded lighting (LED) or lighting controls.
6|Other (If Applicable)

SITE VisiT

ONYX ARCHITECTS

OIN;
YIX

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

: WEebp. Nov.

13+14, 2012

BUILDING 4165
GENERAL CONDITIONS

4165.0



DG #s
BLDG IQ);‘

No. 4165.13

ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 4165 PHOTOS

4165.1



S B eviRse d

Mira Loma Detention Facility Building No. 41> . Page'/ 2 [Mira Loma Detention Facility Building No. £}] &% Page 2/ 2|
Reviewer / Discipline Architecture Building Name /Recent Use -/} Tz 7 ©Y44 |Reviewer / Discipline Architecture Building Name /Recent Use /* A% THE,; £

Bldg Type Bldg Type
Capacity (if applicable) |Rating Capacity (if applicable) |Rating
Current Size / Count 24y = f= Ay | Code / Life Safety: required for basic occupancy and aceessibility Current Size | Count | Code f Life Safety: required for basic occupancy and accessibilicy
|BSCC Standard 2 Program; required to meet regulations for intended use [Bscc Standard 2 Program: required to meet reg for ed use
|Esc Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to preleng useful life of building lEst Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of bullding
fEer WY occ, v Dyvndge 4 Sustainabilicy: r dations to lower operating costs 4 Sustainability: recommendations to lower operating costs

General General
Item Rating Comply || Recommendation Item Comply || Recommendation

§

Falr (YELLOW)
Good (GREEN)
Code, ADA
BSCC

Code
Program
Maintenance
Sustainabilicy
Photo Ref,
tem Mo,

Fair (YELLOWY)
Good (GREEM)
Code, ADA
BSCC

Cade
Program
Maintenance
Sustainabilicy
Photo Ref.

Observation Additonal Comments For OPC Use Additional Comments For OPC Use

em No.

Observation

OVERALL (summary) 17}931?2 <P Fi— 2 Gk , 2 v, | T
ROOF: membrane, structure -PLACE PrROKEN STuico =N L EEs,

integrity, drainage, flashing, o E,gj:,:n CNTES mU\I e g i lf& P =
gutter, insul, vent, screens, 'TU J Ll; J KL N‘f veEET) VEG

aavas, holes ast life - | germeve { =t o 7P
BRsom] L PRI o v EVLAZEE e eT SALL
WALLS & POSTS: ext. finish, N ] - i =*T) 2VLE AL
flashing, structura, integrity, : (Zernone Vi .
base/weep, moisture, holes ~ v eRLL PR 2 awE,

WINDOWS & VENTS: frame, i opPEN S
glazing, hardware | access,
weathertightness, screen/
louver, bars

ENTRY: path/ height, landing CRAMNLE 1)-% " pouZlE _&te:ﬁ*ﬁ
extint., threshold, strike clr, To 2' Assymeneiei A 2 M2
[width,)ext, door, hardware

(leverfpanic), closer <TE i‘T_F:d'g 2. Sk 2 Tenl|
DOORS (interiar): frame, trim, lWoME 2pmgvic | T LET
panel, threshold, hardware S2ILE ﬁ: RS vt T

ek, Haser, zEMONG VEETIEO0LE ONYX ARCHITECTS

clearancas

K

FLOOR: finish 1 , Y POUAINT A SEAL T uoi
2 base, cracks, bumps,

drains, steps/ramps, moistura, .
seal

% REFAcE PR eEr TILES
CEILING type . ¢ AT %
height, , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint; wainscot! low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

Al

P RANOERILE T Eree |

ADA: POT; GLR sink/ it/ urn/ Y i EREN 12" SR K (REPIALE Dol

shower/ part'n/ counters;
pipes, controls,
switches/outlats, railing

SECURITY (reportad)

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
BUILDING 4165
FIELD NOTES

4165.2




Mira Loma Detention Facility Building No. 4165 _ . Page 1 Mira Loma Detention Facility Building No 4165 Page B

Reviewer / Discipline Meachanical Building Name /Recent Use-\\alisin-Refrigerates L= 1T —fi=n// [y 1l Reviewer / Discipline Plumbing Building Name /Recent Use Kitchen / Dining
Bldg Type / Bldg Type
Capacity (if applicable) Raling Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safaty: required for basic occupancy and accessibility Current Size / Count 1 Code / Life Safsty; required for basic occupancy and accessibllity
BSCC Standard 2 Program: required to meel regulations for infended use BSCC Standard 2 Program: required to meet regutations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routing mantenance / replacement 1o profong useful ife of building Est Capacity / Rating 3 Maintenance; Repairs and routine maintenance / replacement 1o prolong useful life of bullding
Sustainabllity: recammendations fo lower operating costs i Sustainability: recommendations 1o lower operating costs
General General
Item Rati Compl Recommendation Item Rating Comply || Recommendation
g é g % - g g § g 5
; £ © < £ g 8|l
- 3 T g X 2 o T i
r g 3] g E § g § For OPC = g § g g g g g For OPC
& Observation Ny 8 2|la|& Additional Comments Use E Observation 3 = & Additional Comments Use
= = S =l
(summary) VERALL {summary)
e Mnide A Hawo s /€ Lo l"‘)_'- HUT AT m‘fﬁf ey
1|sPACE COOLING Pt IR 1a) TALe el 1i) Pide= 1|WATER HEATING _
PalEmesy— = OLD, AV oLy App Ruirep
NEED 1» BE Jerlvicer .
I : : Coppa/Grivaiizes
. i WAl
2|SPACE HEATING = Y = . M= Foald X4 e Z|COLDWATER PIPIES . .
| P M1 E A C J o= Cent & P';(,EJ - —_ PT‘*.‘I‘)" ﬁm
2ol ¢ osRgE GLD qufa'/gm*‘f‘-rw P‘?pg
3|DUCTWORK 7 Al RuCrer AT DaXTTed Burion) 3|HOTWATER PIPES -
\ L S Ter Wi B4 : e =i .
IEEE oot o £r7 A‘/D&#
'l @
ONYX ARCHITECTS
4|GRILLES AND REGISTERS |, &L Ade putrEp 4|GAS PIPES Lo compnpnT
Freturet wets OLO,
5 5|PLUMBING FIXTURES CReAty TRAPS wEAE
St P~
Frer PrNje Foet 40T
el SV f:toa L % ‘u.t,
6 (-]

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 4165
FIELD NOTES

4165.3




Mira Loma Detention Facility

Building No.

4165

Page |8

Mira Loma Detention Facility

Reviewer / Discipline

Architecture

Building No. /-y £

Page

Building Name /Recent Use 4 401y i pl S

Bldg Type H

Capacity (if applicable)

Current Size / Count

BSCC Standard

Est Capacity / Rating

Rating
i Code / Life Safety: required for basic oceupancy and accessibifity

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 Sustainability: recommendations to lower operating costs

Iterm

Rating

Generai
Comply

Recommendation

Observation

tem No.

QELOW)

Good (GREEN)

Code, ADA
BSCC

Additional Comments

Code
Program
Maintenance
Sustainability
Photo Ref.

For OPC Use

OVERALL (summary)

ROQF: membrane, structure
intagrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, moisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/

louver, bars N /:jﬁl

ENTRY: path/ height, landing
ext./int,, threshold, strike cir,
width, ext. door, hardware
{lever/panic), closer

VTRV

AVAY

H o
¢ i%

g

_,‘,D

DOORS (interior): frame, tim,
panel, threshold, hardware
(lever/panic), closer,
clearancas

[ NECCSS (B

<

FLOOR:finish1___ |

2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

CEILING type, .
height, . finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

Reviewer / Discipline Electrical Building Mame /Recent Use Kitchen / Dining
Bldg Type
Capacity (if applicable) Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rar.ing 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 Sa bility: recommendations to lower operating costs
General
Item Rating Comply || Recommendation
3 < gl
9 c = A o) B
] d < E - a e
Z 2 EFIC1 EREIERRRE
P B ]
E, Observation & S |2 E ElF|3]E£ Additional Comments For OPC Use
OVERALL (summary) ¥ VI
1|POWER DISTRIBUTION \/ \/
v
|~
2|LIGHTING v V]
1 — T
x o Some Cove LEuE€l
3|CONDUIT & RECEPTACLES v ] conmtmion § Byguined,
4
5
1
6

ADA: POT; CLR sink/ tit/ urn/
shower/ part'n/ counters;
pipes, controls,
switchas/outlets, railing

SECURITY (reported)

OTHER

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

: WEDp. Nov. |3+14, 2012
BUILDING 4165
FIELD NOTES

4165.4

SITE VisiT



[Mira Loma Detention Facility Building No. 4185 Page &

- 220 - - —— [Mira Loma Detention Facility Building No. _#65 Page 1
Reviewer / Discipline Plumbin Building M fRecent Use Walk-in Refrigerator
‘- L2 9 vikiing TRme B?:g T y:: 2 Reviewer / Discipline Mechanical Building Name /Recent Uise Walk-in Refrigerator =
e - Bldg Type
|Capacity (if applicable) |Rating — = -
Current Size / Count 1 Code / Life Salety: required for basic accupancy and accessibility ﬁéapacﬂys{llf appclnlcabhe) Raung y
BSCC Standard |2 Program: required to meat raguiations for intanded use E;E%ngmiz; - L ; g:;” s SET:: :"’q“:d 2 ;’::m:mm S —
Est Capacity / Rati 3 Mai  Repairs and routi tenance / replacement 1o proiong ussful i A L R e
pacily ng e L T T ! - bl Esl Capacity / Raﬁng 3 Maintenance: Repairs and routine maintenance / replacament 1o prolong useful ife of bullding

|4 Susiainability. recommendations 1o lower operating cosis

4 Sustainabllity. recommendations 10 lower bperating costs

General
Item Ratl comply || Recommendation General
Item Comply ] Recommendation
3 Bl1E|. z
3 da|8 3 g 2 :
2 g e Q § § g 4 -gl é E |l % E
8 2| For OPC g © 5 gElS
§ Observation 2 § @ 3 £l8|a § Additional Comments Use § = - E 2|2 g % -] For OFC
Obsarvation Fiid o ola'|l%|&] Additional Comments Use
OVERALL (summary) o= e
il OVERALL (summary)
WATER HEATING EXITIMG  Coo ti/e LT
1 T 1|SPACE COOLING |5 WELE ax
11
2 |COLDWATER PIPIES —
2[SPACE HEATING Mor— AFRLI CABRLE
5]
HOTWATER PIPES
5 = 3|DUCTWORK b 7= ALPLIicABLE

ONYX ARCHITECTS ©.
-

= 4|GRILLES AND REGISTERS o HAPFLicABL=

5|PLUMBING FIXTURES v ColoEUSATE riiv
& e  ErBonds

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 4165
FIELD NOTES

4165.5




Mira Loma Detention Facility Building No. 4165 Page |6

¥

Reviewer / Discipline Electrical Building Name /Recent Use Walk-in Refrigerator ‘
= = e i — |Mira Loma Detention Facility Building No. ~ /é 3 , Page )
— - & e [Reviewer / Discipline Building Name /Recent Use , ‘ ‘f 4 /%) / 4;.,
Capacity (if applicable) Rating Bldg Type
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility Capacity (if applicable) IE g
BSCC Standard 2 Program: required to meet regulations for intended use Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong useful life of building BSCC Standard 2 Program: required to meet regulations for incended use
4 Sustinability: recommendations to lower operating costs |Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
General 4 ility: r dations to lower operating costs
Itemn Rating Comply || Recommendation General
Item Rating Comply || Recommendation
E < 8 Fg =N
3 A K g| < s|z].
g a S < AL ’ § 8|2 SEHEHE
- 4 FIH FARIERERE 2 HEHE ER IR
g Observation & v|ldlJ]o |z |E |3 ]|E Additional Comments For OPC Use § Observation i é 3 g 3 S1El3 fo Additional Comments For OPC Use|
OVERALL (summary) OVERALL (summary) ﬁ
Aortsd oot
1|POWER DISTRIBUTION 4 Cululd el
Cmp PEUm
(oS
,
2|LIGHTING v/ M v .
1~ fhondyEsds
pomt” e Crhcus M/&«’)J(C\M"‘
) £ A
> Wicau A Joms
3|CONDUIT & RECEPTACLES ‘
§ (Aol T | ONYX ARCHITECTS
|
' /ZW/ Sraor
4 L Il
.l
|
|
5
|
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 4165
FIELD NOTES

4165.6




Mira
rBuiIding Condition (summary of all disciplines)

- . = HH
Loma Detention Facility

Bldg no.

4165 (2)

Bldg. name Woalk-in Refrigerator

[Capacity (if applicable)

urreft Size / Count

RATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

BSCC|[Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
S < = g z
[ [a) (%) c E
S < 00 £ z € g )
o g [§) =] I %] o I 3 £
3 3 O 2 & 3 g &0 £ g
Building Name / Use 8 S 2 X i S S i s 2 Photo Ref. Comments forc
OVERALL
I|Architectural N [ | IC: ADA- 4" high curb cut not accessible; interior not reviewed
2|Structural [ ] IInvestigate further: Unusual gravity and lateral system, arched steel frames.
3|Mechanical A A [
4{Plumbing NA NA ] INO INDIRECT WASTE
5|Electrical
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELEs COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SiTE VisiT : WEDp. Nov. 13+14, 2012

BUILDING 4165(2)
GENERAL CONDITIONS

4165(2).0



[Mira Loma Detention l-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

4268
E - Easy Barracks

[Capacity (if applicable)

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RATINGS

I Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
- e < 3 g g
=; g 9( 00 UE7 f) € § é
= ) ) ) 5 g g o g 2 =
= o ° Iv] 2 & 8 ° & = I
Building Name / Use K & S 2 X & S S s s 3 Photo Ref. Comments foprc
OVERALL
P: Capacity: 120 beds, 20 shwrs (common drain), 12sinks, 12 toilets, (2) 12'
4268.2, 5, 7,long trough urinal, change to meet BSCC. M: patch & paint conc flr N of
I|Architectural N 120 120 [ | [ | [ | 8, 15, bsv rm, and at dr 104C. See 4269 for balance of info
Ilcnvestigate further: Stack bond masonry, clerestory, non-ductile/captive
2|Structural [ oncrete columns.
EXISTING AIR HANDLING UNIT NEED TO BE SERVICED AND
3|Mechanical u [ LEANED. EXHAUST FAN NEED TO BE REPLACED
4|Plumbing ] [ JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ [ [ [
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDING 4268
GENERAL CONDITIONS

4268.0



ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 4268 PHOTOS

4268.1



[Mira Loma Detention Facility
|Reviewer / Discipline

Buillding No
Bullding Name /Recent Use E - Easy Bamacks
Bldg Type

4268 Page 1

|Mira Loma Detention Facility Mechanicai

|Reviewer / Discipline Avrchitecture

BuldingNo. 4258 "' bovreb Page
Building Name /Recent Use BA-22 (-CIe  — ¢im 4v - 4244 Capacity (f appiicable)
Bldg Type Current Size / Count

|Rating ESCC Standard

| Code / Life Safety: required for basic occupancy and accessibilicy Est Capacily [] Rﬂﬂf‘lg
2 Program: required to meet regulations for intended use

Rating

1 Code / Life Safely: required for basic occupancy and accessibility

2 Program. required o mest reguistions for inlended use

3 Maintenance! Repairs and routing malntenance | replacament 10 prolong useful ife of bullding
4 Sustainabllity: recommendations to lower operating costs

Capacity (if applicable)
Current Size / Count
BSCC Standard

Est Capacity / Rating

|3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

General
(4 Sustainability: recommendations to lower operating costs Comply

Rating Recommendation

General

Item Rating Comply || Recommendation

Fer OPC
Additional Commenis Use

Fasr (YELLOW)
Maintenance

Sustainability
Photo Ref

Code, ADA
BSCC
Code
Program

Observation

fpem no

tem No.

Observation

Fair (YELLOW)
Good (GREEN)

Code, ADA

BSCC

Code

Program

Maintenance

Sustainabiliy

Photo Ref.

Additional Comments

For OPC Use

OVERALL (summary)

OVERALL (summary) St oo NG e oaip. EBXIIANG 8 w2d e
ROOF: membrane, structure

=

Nk T,
integrity, drainage, flashing, :
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, intagrity,
base/weep, moisiure, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ENTRY: path/ haight, landing
ext.fint., threshold, strike clr,
width, ext. door, hardware
(lever/panic), closer

DOORS (interior): frama, trim,
panel, threshold, hardware
(lever/panic), closer,
clearances

FLOOR; finish 1_&-0 'L,

2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

Y PAYNT e prie
NPT OF pleoad,

=72
Pro  ai Lgély ﬂwﬂr)mvéz

eI oA
F e,

CEILING type

height , finish, paint,
holes, moisture, liles

poH AT o @

el 0SS
PR (Glapi Vg @ <.
F?_E'Vtﬂ{,é 7o LSV Tl

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

ADA: POT; CLR sink/ tit! urn/
shower/ part'n/ counters;
pipes, contrals,
switches/outlets, railing

SECURITY (reported)

QOTHER

]

SPACE HEATING

3|DUCTWORK

£

GRILLES AND REGISTERS

II L Awr AT g — <R

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 4268
FIELD NOTES

4268.2



Mira Loma Detention Facil
IReviewur / Discipline Plumbing
|

Building No

4268

Page 5

Building Name /Recent Use E - Easy Baracks

Bidg Type

Capacity (if applicable)

Rating

Current Size / Count 1 Code / Life Safety; reguired for basic occupancy and accessibifity
BSCC Standard 2 Program: required {o mest regulations for intended use
Est Capacity / Rating 3 Maintenance; Repairs and routine m. e | rep fo prolong useful ife of bullding
54 Sustainabllity: recommendations to lower operating costs
Goneral
Itom Rating Comply || Recommendation
q P 1],
o a < E E a
= ol e k-l
E = 8 g E‘ E g For OPC
| 3| Observation E a1 § = ﬂ E Additional Comments. Use
(summary!
WATER. fePtrind K plye—~
1|WATER HEATING ‘/J T oLs Ani SR
e
Clpfﬂ-—/mud-n}'ﬁvp o o=
2|cOLDWATER PIRIES Edis ool
‘ [~ ¥ U Zoge A NEESS
3|HOTWATER PIPES % 6‘7{ s
(= A /p e,
4|Gas pirES r ) 5 i 7 e
L~ ierusat XAy
5|PLUMBING FIXTURES vy OLyp AnNe RusSreav,
LA o Pl WERE
e/ gHe- Eoeooa
<]

|Mlﬂ Loma Detention Facility

Building No. 4268

|Reviewer / Discipline Electrical Building Name /Recent Use E - Easy Barracks
Bldg Type
|Capacity (if applicable) JRasiog
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
IBSCCSGndard |2 Program: required to meet regulations for intended use
|Est Capacity / Rating 3 Mainuenance: Repairs and routine maintenance / replacement to prolong useful life of building
4 & 4 to lower op g costs
General
Item Rating Comply || Recommendation
< g |2
- é 9 133
z 1 E g
Observation é g § S E 3 E Additional Comments For OPC Use
OVERALL (summary)
L
1|POWER DISTRIBUTION A
s L
2|uGHTING 1% L1V
3|coNDUIT & RECEPTACLES 4 %
’ ' Ap Gripe TPqbs (Erowike)
| Ene Liee Saery | /1 V] 4

.

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
BUILDING 4168
FIELD NOTES

4168.3



P A
|Mira Loma Detention Facility Building No. /5 [FoTH [ & Pege
|Reviewer / Discipline Building Name /Recent Use Pakaent
BagTve  ConsensrZs f [lecix
Capacity (if applicable) [Rating 1 W_W
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility Wb* 5

|BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 Sustainability: recommendations to lower operating costs

Item Rating Comply || Recommendation

(YELLOW)
Good (GREEN)

Code, ADA
BSCC
Program
Maintenance
Sustainability
Photo Ref.

Observation ;! Additional Comments For OPC Use

g
[¢]
OVERALL (summary) "
M Onimsrtn
Lnecs

tem No.

/vzf‘wd | Moo pecqiel )
cou i

cusarony
g eougd
Jots (i J

(onris
loe

ACKED
‘Wog}{;pp ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SiTE VisiT : WED. Nov. I3+14, 2012

BUILDING 4268
FIELD NOTES

4268.4




M
rBuiIding Condition (summary of all disciplines)

ira Loma Detention I-=acility

Bldg no.
Bldg. name

4269
F - Fox Barracks

[Capacity (if applicable)

urreft Size / Count

BSCC|[Standard

Est Capacity / Rating

RATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline Rating Compliance | Program Capacity Recommendation
— j >
3 5 3 : 3
21 < 2 I el § | E
sl |y || 5| a]s| 5|2
Building Name / Use 8 S 2 X i S S i s E Photo Ref. Comments forc
OVERALL
; ADA - 8" stoop landing, gang shwr threshold, need lever hdwre, provide
lift to security room, 3' wide door; P: replace trough urinals, ganag shower;
replace 100 SF plexiglass window; M: repaint floor condensate damage @ 60
4269.8, 13, ISF clg; replace 200 SF cracked tiles; replace damaged sink. See 4268 for
I{Architectural N Y 120 120 [ u ] 17,46 Jbalance of info
Il(nvestigate further: Stack bond masonry, clerestory, non-ductile/captive
2|Structural [ | oncrete columns.
EXISTING AIR HANDLING UNIT NEED TO BE SERVICED AND
3|Mechanical ] ] LEANED. EXHAUST FAN NEED TO BE REPLACED
4|Plumbing ] [ | 4269.1 JPLUMBING FIXTURES NEED TO BE REPLACED.
5|Electrical [ [ [ [
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELEs COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SiTE VisiT : WEDp. Nov. 13+14, 2012

BUILDING 4269
GENERAL CONDITIONS

4269.0



No. 4269.17

ONYX ARCHITECTS %

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

BUILDING 4269 PHOTOS

4269.1



At

S (evedse 0
Mira Loma Detention Facility BuildingNo. 42 £ " Lpcracks Page | & Im.a Loma Detention Facility Building No. J-g &4 Page 21/2..
Reviewer / Discipline Architecture Building Name /Recent Use [Reviewer / Discipline Architecture Building Name /Recent Use ¥  Eaapdei S

Bldg Type . Bldg Type

Capacity (f applicable) [Raine Capacity (if applicable) Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibilicy Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use |BSCC standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating |3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

4 inability: r dations to lower operating costs 4 Sustainability: recommendations to lower operating costs

General General
Item Rating Comply || Recommendation Item Rating Comply || Recommendation

Additional Comments For OPC Use

Fair (YELLOWY)
Good (GREEN)
Code, ADA
Maintenance
Sustainabilicy
Fair (YELLOW)
Good (GREEN)
Maintenance
Sustainabilicy
Photo Ref.

tem No.
Code, ADA
BSCC
Code
Program

Phoro Ref.

BSCC
Code
Program

Observation Additional Comments For OPC Use Observation

OVERALL (summary) e =, 2E é 2) &o WA& VU gond g
ROOF: mambrana, structure & sirlkes 12'+ lors
intagrity, drainage, flashing, A i_&l\* G‘h Rir) W\‘)\ [ ﬂlﬂﬁ\j

tem Mo,

quiter, insul, vent, screens,
aaves, holas ast life

WALLS & POSTS: ext. finish, X ) e RN N
flashing, structure, integrity, % 2 !(
base/weep, moisture, holas

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
louver, bars

ENTRY: path/ height;fanding_} % G <o LNV Olng
axt.fint., threshold, strike clr,
width, ext. door, hardwara
(leveripanic), closer

DOORS (interior): frame, trim,
panel, threshold, hardware

Stmipaiic), Oact, : ONYX ARCHITECTS

clearances

FLOOR: finish 1_Lt1~ ) X e 1T Froo-
2_T1 A base, cracks, bumps,
drains, stepsframps, moisture,
seal

ceprl. A Sl
CEILING type. . I - ZE"TT?. - - -
height_____, finish, paint, T~ [ TLAsTEZ £ BE=T=00

holes; moisture, liles >(\ CoNPENSATE  Phennge INVEST6ATE

FINISHES: surfacaes: walls, CPPeED The @ WALLS
paint, wainscot/ low walls, tile, v BagHeEpper | po £ o
handrails, cabinets, mirrors, ’
fixed fumnishings

ADA: POT; CLR sink/ it/ urn/ V0 = ALEFT R L Anng Chavd”
shower! part'n/ counters; Vet

pipes, contrals,
switchesloutlets, railing Qoo ods

CENTRAL SEANITY ELENATED,
ey 24" o2

SECURITY (reported) runre AT E LB LESs e

OTHER

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

BUILDINGS 4269
FIELD NOTES

4269.2




— — Mira Loma Detention Facili Buil No. 4269 P: 14
me Toma Detention Facilly Buiding No 2558 T I T o e 2 e — S 'ﬂ"‘u — =
Reviewer / Discipline Plumbing Building Name /Recant Use F-Fox Barracks Reviewer | Discipiine actric Bulidwe hiae /Recact Use, rbox Socrs
Bidg Type Bidg Type
Capacity (if applicable) Rating Capacity (if applicable) Rating
Current Size / Count 1 Code | Life Safety required for basic occupancy and accessibilty [Current Size / Count 1 Code T L Safity: recpiirad fox- baskc becismcy sl acssibiliy:
IﬁSCC Standard |2 Program: required 1o meet regulations for intended use BSCC Sandard ? DAL Fis i~
I_Esl Capacity / Rating 3 Mairmenance: Repairs and routine maintenance J replacement 1o prolong wseful ife of building I Frog Ay e 0 e rom?
4 Sustainabiiity; recommendations to lower operating costs JEst Capacity / Rating |3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
e e " Lo ey
G.M“I 14 ¥ w costs
item Ratl Comply || Recommendation General
Item Rating Comply || Recommendation
H 8
) 8 i? B
g @ e - E £1% g < gilE
- 1 HE B For OPC § B AL
8 Observation oy o 5] = [ Additional Comments Use Zz £ § U 2
e OVERALL (summary) =10 = 5 Observation i ,g S g Additional Comments For OPC Use
L g » OVERALL (summary) i V| V|V
1|WATER HEATING Shme 4 £ 7 24t
1|POWER DISTRIBUTION
& 5
2|COLDWATER PIPIES Shier At E - Y268 L
2|LIGHTING \,/ \/ V/
er L
3|HOTWATER PIPES Stne AT =- ot i
3|CONDUIT & RECEPTACLES v \/ @
ONYX ARCHITECTS
4{ass prees St pt E- o' B& T ]
\/ %4 Lp Gumbs WY
4 Gne Lire y
¢ ‘
5|PLUMBING FIXTURES St AT & Y28
5
8
6
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536
SITE VisiT : Wep. Nov. I13+14, 2012
BUILDINGS 4269
FIELD NOTES
4269.3




Mira Loma Detention Facility Buiiding No. 4289 Page 1
Reviewer / Discipline Meachanical Building Name /Recent Use F-Fox Barracks
Bldg Type
Capacity (if applicable) Rating
[Current Size / Count 1 Code / Life Safety. required for basic occupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / RBﬁI'Ig 3 Maintenance: Repairs and routine maintenance / replacement 1o projong useful ife of bullding
“4 Sustainability: recommendations 1o lower operaling costs
General
Item Ratii Comply |] Recommendation
s z
S =3 % 2ls
] frr < E|l5|E
z = ol o | B[ &]:
: < § ollg|2|5|%8 ‘@ For OPC
L2 Observation frs allo|d|=2|la]E Additional Commenits Use
OVERALL (summary)
1l : >
1|SPAGE COOLING M Ay BLOR. 268
2|SPACE HEATING YaAm= AS BUE.T F26
“ = =
3|DUCTWORK Semie= a4 Billy FZEE
- o+ f
4/|GRILLES AND REGISTERS Wore AT Bz #2068
5
(-]

OINj

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

Nov. I3+14, 2012

BUILDINGS 4269

FIELD NOTES
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Mira Loma Jail Facility

Building IRating iICompliance IProgram Compliance Recommendation
General Existing Site |Code or Total
(General Code PrOgram or Building  |Program Occupant Significant New
No. Name Poor Fair Good [Compliance  |Compliance [SF Required SF |Capacity  JReplace Repair Limited Repair Construction  JPhoto No. ROM Cost  fComments
Yes | No Yes | No
[The site is served by two onsite wells that feeds a 100,000 gal tower and a
WATER (POTABLE 400,000 gal reservoir. The system appears to be adequate for potable water
system.
Y Y $.82-86
[The site is served by two onsite wells that feeds a 100,000 gal tower and a
WATER (FIRE ] 400,000 gal reservoir. The system may need additional fire hydrants to
NA NA $2504 hdequately serve the facility and any additional population.
SEWER [The site is served by an onsite system that flows to a public main line in Avenue I.
Y NA NA
GAS / PROPANH Y v [The site is served by public gas main in both Avenue | and Avenue 60
STORMWATER/DRAINAGH [The site appears to drain W§|| with b‘oth suHaCé and sub}sur'face facilities. Based
jon comments from staff during the site evaluation, the site itself has not flooded.
NA NA
SITE ELECTRICAL, LIGHTING AND
EQUIPMENT]
SITE MECHANICAL & PLUMBING|
EQUIPMENT]
FUEL TANK Ther}e i% a feeling areé outsid'e thé 'secured ?rea but} on the facility. It is unknown
ht this time if this fueling station is in compliance wit current codes.
NA NA
FIREFIGHTING INFRASTRUCTURH This is covered in the above water (fire) section.
NA NA NA
PAVMENTS & WALKWAYS - - [The site paving is in poor to good conditi.on.with areas in need of repai.r and/or
replacement. The northerly (older) area is in need of most of the repair.
Y NA S.73,74,7¢ $5004
PARKING - [The s!te currently h‘as several parking areas and is not currently striped to the full
kcapacity of the parking areas.
Y NA .59 $504
ACCESS ROAD EVALUATION [The access road is in good condition. No repair necessary.
Y Y S.80§ NA
GRADING / SETTLEMENT] [There was no visual settlement of the buildings and/or paving areas.
N NA NA
HELIPADI [The existing helipad appears to be in good condition and is used by LACS Air
Unit.  The fueling tank appears to be fairly new.
Y NA S.60 - 62
OTHER ITEMS NOT NOTED ABOVE - IA) LID/Water Quality will need to be addressed for any new construction.
N NA $2504
- - - B) General Site ADA access is poor to fair. The facility will need modifications to
N N 533 - 4] $5004 bring it to current ADA Access standards.

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.0



Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.

Bldg. name Tower | (guard tower nest)

TI

RRATINGS

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

= < g 8 z
5 a) 2 5 3
= < 00 £ Z £ IS S
bl ) O 5, e g ) e ] 'S
o o o O 2 ‘60 a o %o £ s
Building Name / Use & S 2 X £ S S s s 3 Photo Ref. Comments fjoprc
OVERALL
I|Architectural IClean
2|Structural
3|Mechanical INO COMMENTS
4 Plumbing INO COMMENTS
5|Electrical
6|Other (If Applicable)

ONYX ARCHITECTS ©Ii¥
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.1



Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.

Bldg. name Tower 2 (guard tower nest)

T2

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RRATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

}Zode. ADA

FSCC

hel
-
(%)
E >N
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

o
o

8

£ c

s | ¢

2 8o c

o o =}
O 1 o | 2

Bustainability

Photo Ref.

Comments

[OPC

Architectural

INot reveiwed

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical

6|Other (If Applicable)

ONYX ARCHITECTS ©Ii¥
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.2



Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.

Bldg. name Tower 3 (guard tower nest)

T3

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RRATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline

Rating

Compliance

Program Capacity

Recommendation

= 3 ¢ | 2
2 < 00 £ Z £ S _'.é
ko) 1) (@) ] S g o E 8 =1
o o o O o & a o Y = 2
Building Name / Use & S 2 X £ S S s s 3 Photo Ref. Comments fjoprc
OVERALL
I|Architectural IClean

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical

6|Other (If Applicable)

ONYX ARCHITECTS ©Ii¥
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.3



Mira Loma Detention I-=acility Bldg no. T4

Building Condition (summary of all disciplines) Bldg. name Tower 4 (guard tower nest)
- —
IRATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 2 Program: required to meet regulations for intended use
BSCC [Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
— ] 9] >
e < &0 £ z £ g g
9 9] @) s e 3] ° I g £
o ] O 2 & g ] & < s
Building Name / Use & S 2 X £ S S s s 3 Photo Ref. Comments fjoprc
OVERALL
I|Architectural INot reveiwed
2|Structural
3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical @I .‘1-
elother (i Applicable ONYX ARCHITECTS
ther pplicable “W
A

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.4




Mira Loma Detention I-=acility Bldg no.

Building Condition (summary of all disciplines) Bldg. name Water Tower (metal)
-
IRATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 2 Program: required to meet regulations for intended use
BSCC [Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
—_ ] o >
c g > 2 =
e < &0 £ z £ g E
o % @] = e S o g 9 £
) Q - O o & a o & < 2
Building Name / Use & S 2 X £ S S s s 3 Photo Ref. Comments fjoprc
OVERALL
[|Architectural IClean
2|Structural
3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical @Il‘i’
6|Other (If Applicable) ONYX ARCHITECTS “W
A

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

SITE + OTHER
GENERAL CONDITIONS

S.5




Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

Generator

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RRATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

}Zode. ADA

FSCC

bl
e
(%)
E >
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

o
o

b

£ c

N -

2 8o c

o o 5}
O 1 o | 2

Bustainability

Photo Ref.

Comments

[OPC

Architectural

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical S.31

6|Other (If Applicable)

ONYX ARCHITECTS ©Ii¥
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.6



Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

Fuel Tanks

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RRATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

}Zode. ADA

FSCC

hel
-
(%)
E >N
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

o
o
b5

£ c

s | ¢

2 8o c

o o 5}
O 1 o | 2

Bustainability

Photo Ref.

Comments

[OPC

Architectural

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical

6|Other (If Applicable)

ONYX ARCHITECTS ©Ii¥
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS
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Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

North Pool

RRATINGS

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline

Rating

Compliance

Program Capacity

Recommendation

2 < ! g =z

B 5 a) 2 5 s 5

= < < 00 £ 2 £ c ]

= o o o) = 8 S ° 8 g £

) ~ 0 ° O 2 g 8 ° 90 c s

Building Name / Use K & S 2 X £ S S s s 3 Photo Ref. Comments fjoprc
OVERALL
Empty at time of review, operation uncertain; ADA - provide lift; M:
I|Architectural 3614.34 [Jreplaster and replace equipment

2|Structural

3|Mechanical INO COMMENTS

4|Plumbing INO COMMENTS

5|Electrical JREPLACE IF MADE OPERABLE
6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

SITE + OTHER
GENERAL CONDITIONS

S.8



Mira Loma Detention I-=acility Bldg no.

Building Condition (summary of all disciplines) Bldg. name South Pool
IRATINGS
|Capacity (if applicable) | Code / Life Safety: required for basic occupancy and accessibility
urrent Size / Count 2 Program: required to meet regulations for intended use
BSCC [Standard 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building
[Est Capacity / Rating M Sustainability: recommendations to lower operating costs
Discipline Rating Compliance | Program Capacity Recommendation
= < ! g =z
=; g 9( 00 2 fo € § é
= o o o) = g S ° 8 ] £
. < 3 3 9 2 & =3 3 & 3 2
Building Name / Use K & S 2 X £ S S s s 3 Photo Ref. Comments fjoprc
OVERALL
[|Architectural .
2|Structural
3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS ‘
5{Electrical IREPLACE IF MADE OPERABLE ONYX ARCHITECTS %%
‘ A
6|Other (If Applicable)

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.9




Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

Steam Tunnels

RRATINGS

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

I:ode. ADA

FSCC

bl
e
(%)
E >
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

o
o

b

£ c

N -

2 8o c

o o 5}
O 1 o | 2

Bustainability

Photo Ref.

Comments

[OPC

Architectural

INot reveiwed

Structural

Mechanical

N

Plumbing

Electrical

INO ACCESS

o

Other (If Applicable)

ONYX ARCHITECTS @I‘I'
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

SITE + OTHER
GENERAL CONDITIONS
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Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

Old side former phone shelter

RRATINGS

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

I:ode. ADA

FSCC

hel
-
(%)
E >N
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

Fode
}’rogram
I"Iamtenance

Bustainability

Photo Ref.

Comments

[OPC

Architectural

INot used, recommend removal

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical

6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.11



Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

Recreational field (new)

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RRATINGS

| Code / Life Safety: required for basic occupancy and accessibility
2 Program: required to meet regulations for intended use
3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

}Zode. ADA

FSCC

hel
-
(%)
E >N
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

o
o

8

£ c

s | ¢

2 8o c

o o =}
O 1 o | 2

Bustainability

Photo Ref.

Comments

[OPC

Architectural

INot reveiwed (still under construction)

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical

6|Other (If Applicable)

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.12



Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

Basketball courts

RRATINGS

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

M Sustainability: recommendations to lower operating costs

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

}Zode. ADA

FSCC

bl
e
(%)
E >
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

Fode
}’rogram
I"Iamtenance

Bustainability

Photo Ref.

Comments

[OPC

Architectural

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical

6|Other (If Applicable)

ONYX ARCHITECTS ©Ii¥
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS
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Mira Loma Detention I-=acility

Building Condition (summary of all disciplines)

Bldg no.
Bldg. name

Misc. Fences and Gates

apacity (if applicable
pacity PP

urre

ht Size / Count

BSCC

Standard

[Est Capacity / Rating

RRATINGS

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

M Sustainability: recommendations to lower operating costs

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building

Discipline

Rating

Compliance

Program Capacity

Recommendation

Building Name / Use

OVERALL

|Food (Grn)

}Zode. ADA

FSCC

hel
-
(%)
E >N
2 g 2
— o
2 8 a
X et <
L 1 o 1 O

o
o

8

£ c

s | ¢

2 8o c

o o =}
O 1 o | 2

Bustainability

Photo Ref.

Comments

[OPC

Architectural

2|Structural

3|Mechanical INO COMMENTS
4|Plumbing INO COMMENTS
5|Electrical

6|Other (If Applicable)

ONYX ARCHITECTS ©Ii¥
Y1X

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANcAsTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012
SITE + OTHER
GENERAL CONDITIONS

S.14
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ONYX ARCHITECTS

Los ANGELES COUNTY | DEeTENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER

XXXXXXXXX | LANCASTER CA 93536

SITeE VisiT : WEp. Nov. 13+14, 2012

SITE+ OTHER PHOTOS
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[Mira Coma Detention Facility Bulding No Ti Page 1
Reviewer / Discipline Mechanical Building Name /Recent Use Tower 1 {guard tower nest)
Eldg Type
Capacity (if applicable) Rati
Current Size / Count 1 Code / Life Safety: required for basic accupancy snd sccessibility
BSCC Standard 2 Program: required to mest reguiations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routing malntenance / replacement lo prolong useful life of bullding
|4 Sustainabllity: recommendations to lower operating cosis
General ||
Item Rati Comply || Recommendation
3 8| &
= b -
g 1 HARE HHE
_?i-l' g § § E 78 For OPC
i Observation & 5] 2lal& Additional Comments Use
OVERALL (summary)
n Exirrals Ac (ivdic. Mockiigo
1|SPACE COOLING LS Lo '
2|SPACE HEATING YA AT PPACE cooeh V6
3|DUCTWORK NoT FrLioh BlLe

i!_dllra Loma Detention Facility

Building No

T1

Page 3

4|GRILLES AND REGISTERS

ABT APFLICABLE

Reviewer / Discipline Plumbing Building Name /Recent Use Tower 1 (guard tower nest)
Bldg Type
Capacity (if applicable) [Rating
Current Size / Count 1 Code / Life Safety: required for basic accupancy and accessibility
BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repaire and routine maintenance | replacement to prolong useful life of bullding
|4 Sustainability: récommendations 10 lower oparating costs
General
Item Rati Comply || Recommendation
£ 8|z
3 A
g M. HE
E i g o § Elg Fof OPC
| 8 Observation 2 a I | 2|3 Additional Comments Use
LL (summary)
1|WATER HEATING SN
2 |COLDWATER PIFIES m———
3|HOTWATER PIPES
4|GAS PIFES .
5|PLUMBING FIXTURES —
8

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

SITE + OTHER
FIELD NOTES

S.17
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Mira Loma Detention Facility Building No T2 Page 2 Mira Loma Detention Facility Building No T2

Page 1
Reviewer / Discipline Plumbing Building Name /Recent Use Tower 2 (guard tower nest) Reviewer / Discipline Mechanical Building Name /Recent Use Tower 2 (guard tower nest)
Bldg Type Bldg Type
Capacity (i appiicable) [Rating Capacily (if applicable) Ratng
Current Size / Count 1 Code | Life Safety: required for basic occupancy and accessibilty [Current Size / Count 1 Code / Life Salety: required for basic occupancy and accessibility
IBSCC Standard 2 Program: required to meet regulations for intended use BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity ! Ratlng 3 Maintenance; Repairs and routine maintenance § replacement to profong useful ife of building Est Capsc'ﬂy ! RBBI'IE 3 Maintenance; Repairs and routine maintenancs / réplacement 1o prolong useful ke of bullding
H4 Sustainabiiity: recommendations (o lower operaing costs |4 Susiainability: recommendations o lowsr operating cosis
Geaneral General
Item Rati Comply || Recommendation Item Rating Comply || Recommendation
8| -l i
8 - 5 3 = § %
6 <, E|lg|8]= g z %1 § E -
£ 4 B o E’ < 5 8 For OPC = S 8 g Ik 2|8 For OPC
.gl Obsarvation Fed o § Sla | = |a|& Additional Comments Use -i DObservation = o = | a3 | & Additional Comments Use
= —
VE (summary) OVERALL (summary)
1 |water HEATING e 1|SPACE COOLING e Ac T
5 t
2| COLOWATER PIPIES - 2|SPACE HEATING Seme  As T
| "
3|HOTWATER PiPES —— 3|pucTwork Stz Axr T A
ONYX ARCHITECTS
& &
4|GAS PIPES — 4 |GRILLES AND REGISTERS SATME < 7__1
5 |PLUMBING FIXTURES — 5
8 5]

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012

SITE + OTHER
FIELD NOTES

S.18




[Mira Loma Detention Facility Building No 3 Page 1
Reviewer / Discipline Mechanical Building Mame /Recent Use Tower 3 (guard tower nest)
Bidg Type
|Capacity (if applicable) Rating
{Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibiity
BSCC Standard 2 Program: required 1o meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance | replacement to prolong wseful life of bullding
4 Sustainabllity! recommandations o lower gperating costs
General
Item Rating Comply || Recommendation
% g &
8 < § g &
& 3 3 E 8|8 £ For OPC
.i Observation .. O | RSN 2|2l & Additional Comments Use
OVERALL (summary)
1 |SPACE COOLING Sme  AS A ¢
2|SPACE HEATING Shme A< 71
3|pucTwork SHme Al 77
’
4|GRILLES AND REGISTERS D AL /
5
5

[Mira Loma Detention Facility Building No T3 Page 1
Reviewer | Discipline Plumbing Building Name /Recent Use Tower 3 (guard tower nest)
Bldg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and y
BSCC Standard 2 Program: required 1o meet reguiations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o prolong useful (ife of bullding
|4 Sustainabllily: recommendations o lower operaling costs
General
H;_Iﬂ'l Rati Gomglyr Recommendation
& AR
: 1 E 1EIEIE
(- z 1B Bls 218 For OPC
.E. Observation fra Q| & § =|lal& Additional Comments Use
= —
OVERALL (summary)

1|WATER HEATING —

2|COLDWATER PIPIES ——

3|HOTWATER PIPES -

4|GAS PIPES —

5|PLUMBING FIXTURES =

e
6
11

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
FIELD NOTES
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Mira Loma Detention Facility Building No T4 Page 10 |Mira Loma Detention FacHity Building Ne. T4 Page &
Reviewer / Discipline Mechanical Building Name /Recent Use Tower 4 (quard tower nest) |Reviewer / Discipline Plumbing Building Name /Recent Use Tower 4 (guand fower nest)
Blda Type | Bldg Type
Capacity (if applicable) Raling Capacity (if applicable) Rating
Current Size / Count 1 Code | Life Safety: required for basic accupancy and accessibiity Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibiity
BSCC Standard 2 Program: required to meet regulations for intended use BSCC Standard 2 Program; required io meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine maknk i el 1o prolong ussiul Iife of buliding Est Capacity / Rating 3 Mainlenance: Repairs and routine maintenance / replacement to prolong useful life of bullding
4 Susiainabilily: recommendations 1o lower operaling cosis 4 Suslainability. récommendanions 10 lowar operaling costs
General General
Item Rating Cornplr_u Recommendation Item Rati Comply || Recommendation
g £ 8| &
Sl S I 4 E 5|83
g g < E § gl= S é < E g .3
g 8 § % s(2]8 For OPC — g 8 g g % g8 For OPC
§ Observation i & csl=|a]& Additional Comments Use .E Observation 3 2 gl=|a]l& Additional Comments Use
OVERALL (summary) OVERALL (summary)
M *
1|SPAGE COOLING A= A Y 1|WATER HEATING — .=
¥ - r e
2|SPACE HEATING Dame AL / = 2|COLDWATER PIPIES ——
| |
s o
3|oucTwork TUme A 7 3|HOTWATER PIPES “ = =
ONYX ARCHITECTS
] 8
4|GRILLES AND REGISTERS YMoaer AC f 15 4|GAS PIPES ‘IJ I
s 5|PLUMBING FIXTURES e ——
B 6
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536
SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
S.20




Mira L.oma Detention Facility

Reviewer / Discipline

Architecture

Building No. Page
Building Name /Recent Use é) \f?err 2
Bldg Type Jv

Capacity (if applicable)

Current Size / Count

{8SCC Standard

Est Capacity / Rating 277 £5 |2 /)

20 qsl /(w‘ VN 4

[Rating

| Code / Life Safety: required for basic occupancy and accessibility

2 Program: required to meet regulations for intended use

3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of buitding

4 Sustainability: recommendations to lower operating costs

General
ftem Rating Comply {| Recommendation
104 | < g2l
] o (] [=4 = e
s dlo|< | g8 |<
Z R g | U o £ & -] a
£ ; IR B AR AR A Additional C For OPC U
& Observation E sl1814 Sl 21 a3 £ ittonal Comments or se
OVERALL (summary)

ROOQF: membrane, structure
integrity, drainage, flashing,
gutter, insul, vent, screens,
eaves, holes est life

WALLS & POSTS: ext. finish,
flashing, structure, integrity,
base/weep, maisture, holes

WINDOWS & VENTS: frame,
glazing, hardware / access,
weathertightness, screen/
{ouver, bars

ENTRY: path/ height, landing
ext.fint., threshold, strike clr,
width, ext. door, hardware
{tever/panic), closer

DOORS (interior): frame, trim,
panel, threshold, hardware
{lever/panic), closer,
cfearances

FLOOR: finish 1 .

2 base, cracks, bumps,
drains, steps/ramps, moisture,
seal

CEILING type .
height, , finish, paint,
holes, moisture, tiles

FINISHES: surfaces: walls,
paint, wainscot/ low walls, tile,
handrails, cabinets, mirrors,
fixed furnishings

Mira Loma Detention Facility Building No. Page 4
Reviewer / Discipline Pilumbing Bullding Name /Recent Lise Genarator
Bidg Type
Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Pragram: required to mee! regulations for intended use
Est Capacity / Rating 3 Maimenance: Repairs and roufing maintenancs / replacement 1o prokong useful life of building
4 Suslainability. recommendations o lower opecaling costs
General
Item Rating Comply || Recommendation
= Z
o < g%
o] =] m 'g B
= < E E gl ez
z g slole | E|l2]|8]g
= o -] =] o |2 g i For OPC
@ Observation = SlENE | &|<|&]E Additional Comments Use
OVERALL (summary)
1 |WATER HEATING ;
2 |COLDWATER PIPIES T
!
3|HOTWATER PIPES -
i
4|GAS PIPES gr———
5|PLUMBING FIXTURES — |
6

ADA: POT; CLR sink/ titf urn/
shower/ part'n/ counters;
pipes, controls,
switches/outlets, railing

SECURITY {reported)

OTHER

N PRyt B0 s
\ /?«*U" 29V

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NorTH 60TH | LANCASTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

SITE + OTHER
FIELD NOTES

S.21
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Mira Loma Detention Facility Buliding No Page 8§ I'o'liral Loma Delerlﬂon Facility - Building No. Page 4
Reviewer / Discipline Mechanical Building Name /Recent Use Generator Reviewer / Discipline Plumbing Building Name /Recent Use Steam Tunneis
Bldg Type e . Bidg Type
Capacity (if applicable) Rating Capacity (if applicable) Rating
Current Size / Count 1 Code / Life Safety. required for basic occupancy and accessibility Current Size / Count 1 Coda { Life Safety: required for basic occupancy and acoessibilty
BSCC Standard 2 Program! required lo meet regulations for intended uss BSCC Stﬂ'_"dal'd _ 2 Program: required o meet reguistions for intended use
Est Capacity / Rating 3 Maintenance: Repairs and rouling maintenancs / replacement 1o prolong useful ife of bullding EstCa / Rating 3 Maintenance; Repairs and routing maintenance / replacement 1o prolong useful life of building
4 Sustainability: recommendations to lower operating cosis 4 Sustainabliity: recommendations to lower opésating cosis
General General
Item Rati Comply || Recommendation ltem Rating | Comply |} Recommendation
&
g g EE| s
1 AR RBLIE c.. AN BAHHE
2 g Q s181§|S 2 g Q 818§
& 3 § §|%|8 For OPC € 3 $ g gl15|%]2 For OPC
$ Observation 3 § E (5]l Additional Comments Use =i Observation [rs S |8 ool I I Addilional Comments Use
—_—
OVERALL (summary) | OVERALL (summary)
1|8PACE COOLING MNoT™ APPLiCABLE 1|WATER HEATING —
l :
2|SPACE HEATING AoT ApPpPLicABELE 2|COLDWATER PIPIES —_—
3|DUCTWORK AMOT AFPLs CARLE 3|HOTWATER PIPES ey
ONYX ARCHITECTS YX
| ..
4|GRILLES AND REGISTERS MoT AFFRIcA Bl 4|GAS PIPES s
-] 5|PLUMBING FIXTURES —_—
|
6 6
|
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536
SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
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|Mira Loma Detention Facility Building No. Page 4

|Reviewer / Discipline Electrical Building Name /Recent Use Steam Tunnels Mira Loma Detention Facility Building No Page 4
Bidg Type Reviewer / Discipline Mechanical Building Name /Recent Use Steam Tunnels
g . Bldg Type
Capacity (if applicable) Rating Capacity (if applicable) Rating
|Current Size / Count | Code | Life Safety: required for basic occupancy and accessibiicy Current Size / Count 1 Code / Life Safaty; required for basic occupancy and accessibiity
|BSCC Standard 2 Program: required to meet regulations for intended use BSCC Standard 2 Program: required to mest regulations for intended use
|Est Capacity / Rating 3 Malnoanance: Repeirs and routin malntenance | replicement t prolong useul e of billding Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement fo prolong useful fife of buliding
|4 Sustainabliity: recommendations to lower operating costs
l4 5 bility: v 1 1o lawer operating costs I
General
General
Item Rati comply || Re dati
ltem Rating | Comply || Recommendation o RY.  focommencation
§ = g% 5
g 1&
g b3 £l d a < g ﬁ &
5 = < 2= z i | 9 gl e
2 g i |o E % 2 o 5 g 3! g Elg]|8 For OPC
§ e i 3 § k ,:5 314 Additional Comments For OPC Use | = Observation e o c|l=lalk Additional Comments Use
2 24 OVERALL (summary)
OVERALL (summary) |
1 1|SPACE COOLING
1|POWER DISTRIBUTION Ne Accose
2|SPACE HEATING
2 |LIGHTING I']
3|DUCTWORK
3

CONDUIT & RECEPTACLES @
ONYX ARCHITECTS

4 |GRILLES AND REGISTERS
4
§
5
6
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
FIELD NOTES
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!ﬁim Loma Detention Facility Building No. Page 3

Reviewer / Discipline Plumbing Bullding Name /Recent Uise Old side former phane shelter Mira Loma Detention Facility - Building No. Page 3
Bldg Type Reviewer / Discipline Mechanical Building Name /Recent Use Old side former phone shelter
Capacity (if applicable) Rating - . Bldg Type
Current Size / Count 1 Cade / Life Safsty: required for basic occupancy and accessibilty Capacity (if applicable) Rating
BSCC Standard 2 Program: required to meet regulations for infended use Current Size / Count 1 Code / Life Safety: required for basic occupancy and accassibiny
Est Capacity / Rating 3 Maintenance: Repairs and routing maintenance / replacament 1o prolang uselul life of building BSCC Sﬂ_______l_"ldard : 2 Program; required 1o meet regulations for intended use
4 Sustainabllity, recommendations to kwer operating costs Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement 1o prolong usedul life of buliding
4 Sustainabllity. recommendations fo lower operating costs
General
Item Rati Comply || Recommendation General
Item Rating | Comply || Recommendation
g 8 .

z :E_'_: § 3] 5 g E ) § é E § ®

e 1 BRIk 2 For OPC g g R FIHE
_E Observation w RN | K 2|lal& Additional Comments Use E Obsarvation 3 ‘§ § § E " g E For OPC

OVERALL (summary) | 2 | P o o =|a Additional Comments Use
RALL (summary)

WATER HEATING

|

SPACE COOLING

2 |[COLDWATER PIPIES e

L]

SPACE HEATING

w

HOTWATER PIPES —
3|DUCTWORK

:_ | ONYX ARCHITECTS

4|GAS PIPES .y
4|GRILLES AND REGISTERS
1
5|PLUMBING FIXTURES —
5
B
8

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
FIELD NOTES
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Mira Loma Detention Facility Building No. Page & 0 5 Faciy — = =
; m— ; ra Loma Detention Fac uilding Na age §
Pool -
Reviewer / Discipline Electrical Building Name /Recent Use North Reviewer / Discipline Mechanical Building Name /Recent Use North Pool
Bldg Type Bldg Type
Capacity (if applicable) JRating Capacity (if applicable) |Rating
Current Size / Count | Code / Life Safety: required for basic occupancy and accessibiiity Current Size / Count 1 Coda | Lifs Safety: required for basic occupancy and accessibily
a : BSCC Standard 2 Program: required to meet regulations for intended use
|BSCC Standard - 7 PN Y e ) ) for 2 |Est Capacity / Rating 13 Maintenance: Repairs and routing maintenance / replacement 1o prolong usetul lite of buliding
|Est Capacity / Rating 3 Maintenance: Repairs and routine maintenance / replacement to prolong useful life of building 4 Suamiriabliy fesomeriardalings to et geniiing casis
4 5 bility: rec d to lower operating costs
General
General Item Rating | Comply || Recommendation
Item Rating Comply || Recommendation
d E 1HE
q P 16 ; 4 B L E
. Q E 3 = g 3 g £ 2 For OPC
z E ,g U ,§ g, ] i Observation E ﬂ g = 3 § Additional Comments Use
E Observation i S g S| & 5_ 5 g Additional Comments For OPC Use LL (summary)
OVERALL (summary)
A awl&oe’ IR wmbde L i e
1 |POWER DISTRIBUTION V/
oyeEL RS LT .
2 |SPACE HEATING
2|LGHTING v v
H b
4 3|DUCTWORK
3|CONDUIT & RECEPTACLES I/ |/ @
ONYX ARCHITECTS
4|GRILLES AND REGISTERS
4
5
5
6
6
Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT
MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536
SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
FIELD NOTES
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Mira Loma Detention Facility Building No Page 1
Reviewer [ Discipline Plumbing Building Name /Recent Use South Pool
Bldg Type
Capacity (if applicable) Raling
Current Size / Count 1 Code / Life Safely; required for basic occupancy and accessibility
BSCC Standard 2 Program: required to mest regulations for intendad use
Est Capacity / Rating 3 Maintenance; Repains and routine maintenance / replacement 1o prolang usetul iife of bullding
4 Sustainability; recommendations 1o lower operating costs
General
Item Rating Complyn Recommendation
g 8&|.

g B THEE

= = g a8 g | E|%|8 For OPG
_i Observation = 2 Il g|l2|alE Additional Comments Use

OVERALL (summary)

1|WATER HEATING

Lo+

COLOWATER PIPIES

3|HOTWATER PIFES

4|GAS PIPES

o

PLUMBING FIXTURES

[Mira Loma Detention Facility Building No. Page 2
Reviewer / Discipline Plumbing Building Name /Recent Use North Pool
Bldg Type
Capacity (if appiicable) Rating
Current Size [ Count 1 Code / Life Safety: required for basic occupancy and accessibility
BSCC Standard 2 Pragram required to meet regulations for intended Lse
Est Capacity / Rating 3 Maintenance: Repairs and rouine maintenance / replacement 1o prolong useful life of building
4 Sustainability; recommaendations 1o lower operating costs
|
General I
ltem Rati Comply || Recommendation
: . |
= z g| 8 8|8 E 3 g For OPC
-§. Observation ;! g & o | & [7] Additional Commaents Use
OVERALL (summary)
1 [WATER HEATING —
"
1]
2 |COLDWATER PIPIES
|
J|HOTWATER PIPES . S
4|GAS PIFES
5|PLUMBING FIXTURES e
B

OIN;

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
FIELD NOTES
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|Mira Loma Detention Facility Building No. Page 5

[Reviewer / Discipline Electrical Building Name /Recent Use South Pool Mira Loma Detention Facility . Bullding No- Page &
S Reviewer / Discipline Mechanical Building Name /Recent Use South Poal
iag Type Bldg Type
Capacity (if applicable) Rating |Capacity (if applicable) Rating
[Current Size / Count | Code / Life Safety: required for basic occupancy and accessibility Current Size / Count 1 Code / Life Safety: required for basic occupancy and sccessibility
IBSCC Saokrd 5 R A S LSS BSCC Standard 2 Program: required to meet regulations for intanded use
Est Capacity / Rating 3 Maintenance; Repairs and routine maintenance / replacemant to prolong useful e of bullding
|Est Capaciy / Rating B Malncenance: Repairs and routine maincenance / replacement o projovg useful lile of building 4 Susiainabllity: recommendations io lower operating costs
4 S bility: rec dations to lower op 1§, COStS
General
General Item Rating | Comply || Recommendation
Item Rating C h Rec dation
g g
= 1
g g 8 | & " 2 a < E E _E 4

g E < : & §- g 8 8 5 E § For OPC

Z _ ,§ U E E, ¢ g . ﬁ Observation fr BlS|c|=]|a]|& Additional Comments Use

s Observation 5 3 5 S g§l2]|& Additional Comments For OPC Use OVERALL (summary)

OVERALL (summary)
3 1|SPAGE COOLING
2
1|POWER DISTRIBUTION vl v e lner 1= wnDS -
oPnAR S .
» 2|SPACE HEATING
2|LIGHTING v v’

(=]

CONDUIT & RECEPTACLES ‘/ ‘/ “ @
ONYX ARCHITECTS
|

4|GRILLES AND REGISTERS
4

5
S

<]
6

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
FIELD NOTES
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[Mira Coma Detention Facility Buldng No Ty Mira Loma Detention Facility Buiiding No Page 2

|Reviewer / Discipline Machanical Bullding Name /Recent Use Baseball Field (new) Rev o Dscpine it SAGHQ e J'RET:;‘ -,-L;Ix el
Capacity (if applicable) Rating 20 Type {Capacity (if applicable) Rating
Current Size / Count e . Current Size / Count 1 Code / Life Safety, required for basic occupancy and accessibilty
BSCC Standard 5 pma ; Ll.h STV I b E e - BSCC Standard 2 Program: required to meet ragutations for intended use
Est Capacity / Rating q N:::;:n::t;mmﬁ :iﬁm Inrmnm;m uu g AP e Est Capacity / Rating 3 Mainténance; Repairs and rouline maintenance / replacament o proiong useful iife of bullding
{ 4 e O piolang Lse uliding P ' )
4 Sustainabllity. recommendations to lowsr operating costs |4 Sustainabiity: recammendations to lowsr operaling costs
General
Item Ra Recommendation ftem Rati | Comply || Recommendation
: (g
| - e
: : HE ; 1 HAREEHEHE
€ £ ALk E 1 8 g g For OPG
5 ' i g E g g ForOPG -E Observation E § Q g = i Additional Comments Use
| £ Observation & =|lale Additional Comments Use == - ———
VERALL (summary) (summary)
1|SPACE COOLING 1|WATER HEATING )
2 |SPACE HEATING 2 |COLDWATER PIRIES =
————
3|DUCTWORK 3|HOTWATER PIPES

ONYX ARCHITECTS .
GRILLES AND REGISTERS 4 |GAS PIPES -

£

5 5|PLUMBING FIXTURES =

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LancasTER CA 93536

SITE VisiT : Wep. Nov. I13+14, 2012
SITE + OTHER
FIELD NOTES
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"-!#Ira Loma Detention Facility Building No Page § [Mira Loma Detention Facility Building No. Page 5

Reviewer / Discipline Mechanical Building Name /Recent Use Water Toer (metal) Reviewer / Discipline Plumbing Building Name /Recent Use Water Toer (metsl)
Bidg Type Blda Type
Capacity (if applicable) Rating Capacity (if applicable) Rating
[Current Size / Count 1 Code / Life Safety. required for basic oceupancy and accessibility Current Size / Count 1 Code / Life Safety: requirsd for basic occupancy and scoessibiity
BSCC Standard 12 Program: required to meet reguiations for intended use BSCC Standard 2 Program: required io meet reguiations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and routine m ce | 1 vent i prolong useful ife of buliding Est Capacity / Rating 3 Maintenance; Repairs and routing maintenance / replacement 1o prolong useful life of building
|4 Sustainability: recommendations 1o lower operating costs |4 Sustainability: recommendations to lower operafing costs
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Reviewer / Discipline Mechanical Building Name /Recent Use Fuel Tank
Bldg Type
Capacity (if applicable) |Rating
Current Size / Count 1 Code / Life Safety: required for basic occupancy and accessibility
|BSCC Standard 2 Program: required to meet regulations for intended use
Est Capacity / Rating 3 Maintenance: Repairs and rouling maintenance / replacement 1o prolong useful Iie of bullding
|4 Sulglnablﬁty' recommendations to lower operating costs
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Item Rating Comply || Recommendation
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MIRA LOMA DETENTION CENTER FACILITY ASSESSMENT PROJECT
LOS ANGLES COUNTY PROJECT #P7759200
EXECUTIVE SUMMARY APPENDIX

|.Statement of Purpose:
The purpose of this study is to evaluate and provide professional opinions regarding the physical characteristics of
improvements the Mira Loma Detention center, 45100 North 60%, Lancaster, California.

2.General scope of study:

This study evaluates the following issues:
2.1 Compliance with applicable building codes and accessibility requirements for the existing
improvements. These items are referred to in the report with the designation “Code” (C).
2.2 Compliance with the program requirements of the Board of State and Community Corrections.
These items are referred to in the report with the designation “Program” (P).
2.3 Evaluation of the condition and serviceability of the existing improvements, with recommendations
for maintenance and repairs to continue the serviceable life of the buildings. These items are referred to
in the report with the designation “Maintenance” (M).
2.4 Suggested Improvements for economical and efficient future operation of the facility. These items are
referred to in the report with the designation “Sustainability” (S).
2.5 The physical scope of evaluation includes:

e  Evaluation of facilities’ current condition and capacity, and scope of proposed improvements
necessary to operate the facility as an adult correctional facility.

e  Evaluation of condition of existing improvements (buildings, infrastructure) and any required
repairs, including assessment of useful remaining life of systems, based on a 30-year operation of
the facility. This includes:

e Site infrastructure: storm drain system, domestic water, sanitary sewer / septic systems,

electrical distribution system.

Site work: parking areas, paving, markings, accessibility, maneuverability / including passing lanes
Parking including county standards for correctional facilities and potential fleet parking
Building foundation and structural systems

Building skin / siding / envelope

Windows, Doors

Roof

Walking surfaces

Life safety including fire sprinklers and alarm

Mechanical, electrical power and lighting as well as low voltage / telephone / data / security,
plumbing, including fixture capacity, apparent age of system

Accessibility (check for “steep site” exemptions

e Known occupant loads and building capacity

3.Evaluators:
The field evaluations were conducted by architects and engineering professionals from the following companies:
3.1.0nyx Architects (Architecture): Steve Kuchenski, Daniel Sanchez
3.2.Coffman Engineers (Structural): Doug Silver
3.3.DCi Engineers (Civil): David Chapin
3.4.Lewis Ross Associates (Electrical, Plumbing, Mechanical): Gene Vanderford, Benjamin Fajardo
3.5 Ciaran P. O’Holloran Associates (Cost Estimation): Tania Ferrer

4.Scope of Observation:

4.1 .Limited visual evaluation of the building interiors, exteriors, and site to assess their existing condition.
A direct, limited visual review of existing facilities.
4.2 Limited review and second-hand evaluation of available previous construction documents and previous
professional studies prepared by other design professionals and provided by the County to evaluate
original design considerations, including the following documents provided by Public Works in digital
format:

4.2.1.Site and Facility Orientation Plan

4.2.2.Building summary and reference numbers

4.2.3.Lmited as-built plans and elevations of buildings 7-22

4.2.4 DMJM ADA evaluation of buildings 7-22

4.2.5 Plumbing site plan dated 10-9-85

4.2.6. Kitchen Basement structural Investigations
4.3.Attention was directed toward conditions pertaining to local and model building code compliance,
accessibility requirements, consideration of serviceable life of major components, and quality of
construction.

4.4.Visual evaluation of the building structures.

4.5.Identification of items requiring repair or replacement; code and/or life-safety .

4.6.Limited photographic documentation of specified deficiencies.

4.7.A limited accessibility survey.

4.8 A limited evaluation of roof membranes, based on conditions readily visible from adjacent guard
towers.

5.Aspects of the project not included in the scope of field observation:

5.1.Concealed or inaccessible areas of the building that require the use of destructive investigation
beyond that proposed in the scope of service; ,hidden but essential building and components such as
(but not limited to) underground structures and foundations, anchor bolts, shear walls or bracing,
structural members or connections hidden behind finishes pipes, conduits, wiring, insulation,
waterproofing membranes, paving sections, or any surface that would otherwise require relocation of
furniture or fixtures to observe.

5.2.Work requiring the use of special consultants beyond that noted in the scope of services.
5.3.Furniture, fixtures, and process equipment not part of the building structures.

5.4.Utility rooms and power vaults that belong to a utility company or that were other otherwise not
accessible.

5.5.Testing of systems for verification of operational status (e.g. emergency generators, pool filtration
equipment, etc.)

5.6.Any portions of the properties that were unsafe for visual inspection. No such areas of particular
concern were identified at the subject properties.

5.7. Building permits or certificates of occupancy.

6.Applicable Codes and Authorities Having |urisdiction

6.1. Owner. The County of Los Angeles.
6.2. Authorities Having Jurisdiction:
6.2.1. Structures: the Los Angeles County Building Department and the Los Angles County Fire
Department, enforcing the California Model Codes with County Amendments.
6.2.2. Food Service Facilities: The Los Angeles County Health Department.

7.Representation:

7.1. Professional services were performed using that degree of care and skill ordinarily exercised, under
similar circumstances, by reputable architects and engineers practicing in the due diligence consulting field
in this locality at this time.

7.2. Due to the limited focus of this study, no kind of warranty or guarantee, expressed or implied, is
made as to the professional opinions described in this report.

8.Abbreviations that may be commonly used in this report:

AC = Acres

ADA = Americans with Disabilities Act

AH] = Authorities Having Jurisdiction

BO = Building Official

BSCC= Board of State and Community cCorrections

C = Code compliance

CBC = California Building Code (Title 24) with local amendments
CFC = California Fire Code

CMC = California Mechanical Code

CMU = Concrete Masonry Unit (concrete block)

CPC = California Plumbing Code

FD = Los Angeles County Fire Department

ISD = Los Angels County Internal Services Department

M = Maintenance or Repair issues

MEP = Mechanical, Electrical and Plumbing systems

OWTS = Onsite Wastewater Treatment Systems

P = Programmatic recommendations for operation as a correctional facility per BSCC standards
PW = Los Angles County Public Works

S= Sustainability recommendations for modernization to increase the efficiency and economical operation
of the improvements

SD = Los Angeles County Sheriff Department

SF = Square Foot

T15 = California Title 15

T24 = California Title 24
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Evaluation Criteria and Methodology

I.Owner’s Program Criteria
I.1. Continued use as a minimum security adult correctional facility.
2.Durability and Maintenance Criteria
2.1.Structural durability:
2.1.1.Building structures with a 30+ year useful remaining life are “good”.
2.1.2.Building systems with between 6-29 years of useful remaining life are “fair” and may
potentially be budgeted for significant repair.
2.1.3.Building systems with between 0-5 years of useful remaining life are “poor” may be
budgeted for replacement.
2.2.Architectural building systems (doors, windows, wall finishes, building skin) durability:
2.2.1.Building systems with a 30+ year useful remaining life are “good”.
2.2.2 Building systems with between 6-29 years of useful remaining life are “fair” and repairs are
assumed to be part of a separate regular maintenance budget, not a part of the ROM estimate.
For example, if a building has a brand-new roof with a 20-year warranty, we assume the county
already has a separate maintenance budget to replace the roof in 20 years, and it is therefore
replacement in 20 years is not included in our ROM estimate.
2.2.3.Building systems with between 0-5 years of useful remaining life are “poor” may be
budgeted for replacement.
2.3.Mechanical, plumbing and electrical building systems durability:
2.3.1.MEP systems with a 30+ year useful remaining life are “good”.
2.3.2.MEP systems with between 6-29 years of useful remaining life are “fair” and repairs are
assumed to be part of a separate regular maintenance budget, not a part of the ROM estimate.
2.3.3.MEP systems with between 0-5 years of useful remaining life are “poor” may be budgeted
for replacement.
2.4.Civil / site systems (paving, stormwater, utilities, septic, fencing, paths-of-travel) durability:
2.4.1.Civil systems with a 30+ year useful remaining life are “good”.
2.4.2.Civil systems with between 6-29 years of useful remaining life are “fair” and repairs are
assumed to be part of a separate regular maintenance budget, not a part of the ROM estimate.
2.4.3.Civil systems with between 0-5 years of useful remaining life are “poor” may be budgeted
for replacement.
2.5.Maintenance criteria for evaluation:
2.5.1.The estimated future lifespan of building and site improvements is based solely on a normal
maintenance schedule by ISD or county vendors, as would be typically provided for a building in
an urban environment; it is not based on previous labor resources available to the state such as
inmate labor.
2.5.2.Per CBC 3401.2 and 3401 .4, existing buildings and materials that are properly maintained
will be allowed to remain unless it is later determined by a building official to be hazardous to life
health and safety. If in our professional opinion it is immediately obvious that the structure is
potentially hazardous to health and safety, we will recommend further consultation with the
building official at this time regarding its potential replacement. Note: due to the limited scope of
this report and the age of most of the existing buildings, it is recommended that further review
be undertaken at subsequent 5 year intervals to confirm the continued maintenance of the
structures to remain.
3.Building Permit status and permission to occupy:
3.1.The limited scope of this report did not include public records search.
3.2.We are allowed to assume that existing structures and site improvements were legally permitted and
built (including
all additions or alterations), and currently have a valid certificate of occupancy for the era in which they were built.
3.3.Note: As may often occur in rural developments, there is a possibility that some structures onsite
were constructed without a building permit. This study does not concern itself with that possibility. If
this is a potential concern for the County, then the County should initiate a separate search of public
records for building permits and certificates of occupancy.
3.4.Based on CBC Chapter 34 for nonessential existing structures owned by the County, existing
permitted structures will be allowed to remain without a legal requirement for further structural
investigation, unless an existing building is subject to alteration, repair, addition or change of occupancy.
4.Code Criteria used for evaluation
4.1.The 2010 California Building Code with Los Angeles County Amendments, as enforced by the Los
Angeles County Department of Building and Safety..
4.1.1.All Structures are assumed to be “ordinary” seismic hazard.
4.1.2.Existing structures are allowed to remain subject to CBC Chapter 34, “Existing Structures”.
4.1.3.Title 24 chapter | I B for accessibility is subject to the remodeling valuation “threshold”
provisions of Chapter

34. for the purposes of this study, it is assumed that the Owner will seek to provide full
accessibility per their own program requirements and in accordance with the legal counsel’s
opinions regarding the Americans With Disabilities Act (ADA).

4.2.The 2010 California Fire Code, enforced by the Los Angeles County Fire Department.

5.Exclusions from the Evaluation Criteria

5.1.Testing for hazardous materials (e.g., asbestos, mold, PCBs, lead paint, hydrocarbons) which may be

present given the age of the facilities.

5.2.Review of hidden conditions, not readily visible to the eye.

5.3.Testing of systems.

5.4.Forensic material testing or calculations, or determinations of non-visible inherent material properties.

5.5.Evaluation of furnishings conditions (other than to obtain bed counts or fixed seating counts), tools or
machinery (e.g. woodworking machines in the hobby shop, mixers in the kitchens, etc.).

5.6.Evaluation of firefighting equipment, tools and machinery.

5.7.Evaluation of site security (lock systems, perimeter control, surveillance systems).

5.8.Evaluation of policies or procedures in title 24 or title 15 that do not have a corresponding physical
building component.

5.9.Evaluation of public records such as building permits or certificates of occupancy.

5.10.Evaluation of physical components potential for misuse as they relate to previous resident safety
plans, or suicide prevention evaluation related to the physical environment.

5.11.Research into “reasonable accommodation” exceptions in ADA and Title 24 due to the
prequalifications and physical

capabilities of personnel and residents eligible to be onsite.

5.12.Evaluations of energy usage and cost to operate existing equipment as compared to more efficient
replacement systems.

5.13.Evaluation of potential historic significance of building or site.

5.14.Environmental studies to determine the impact of existing or potential future construction, or the
evaluation of native species of trees and plants.
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C - O 4 HAL LO RAN AS S O C IATES IN C . Mira Loma Detention Facility #12-2165

: : : _ Los Angeles County Detention Facility Assessments 18-Dec-12
CONSTRUCTION COST MANAGEMENT

Preliminary Construction Estimate

Basis of Estimate

The estimate is based on a draft assessment report prepared by Onyx Architects dated
November 26, 2012. Estimate costs are built on a combination of local knowledge, estimating
experience with similar detention facility projects and our familiarity forecasting construction
cost trends. Estimated construction costs include prevailing wage labor rates with competitive
bid conditions. Competitive bid conditions generally occur when bids are received from a
minimum of four general contractors and three subcontractors for each trade. The estimate
includes general contractor general conditions, supervision, bonds, insurances, overhead and
profit and estimate contingency. Project development soft costs, construction contingency, cost

escalation and furnishings are not included. The estimate is based on design, bid, build project
PRELIMINARY delivery. ¢ £ Pl

CONSTRUCTION ESTIMATE The estimated construction cost represents our best judgment as a professional consultant

familiar with the construction industry. We have no control over the cost or supply of labor,
materials and equipment, a contractor’s methods of determining bid prices and market
conditions. We cannot and do not warranty or represent that bids or negotiated prices will not
vary from the estimated construction cost.

for

Mira Loma Detention Facility )
Los Angeles County Detention Facility Assessments @Ill-

ONYX ARCHITECTS
Estimate Exclusions nl‘l

Professional design, testing, inspection

Construction management and project management fees.
Fire and all risk insurance.

Legal and financing costs.

Building permits and fees.

Construction, project or staging contingencies.
Construction phasing.

Communications cabling and equipment.

Furnishings and appliances.

Security system devices.

Prepared for : Hazardous material abatement
ONYX Architects Soil remediation.
316 North Sierra Madre Boulevard Alternate project delivery methods.
Cost escalation.
Pasadena, CA 91107
December 18, 2012 Los ANGELES COUNTY | DEeTENTION CENTER ASSESSMENT
#12-2165 MIRA LOMA DETENTION CENTER

45100 NortH 60TH | LANcasTER CA 93536
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Mira Loma Detention Facility #12-2165 Mira Loma Detention Facility #12-2165
Los Angeles County Detention Facility Assessments 18-Dec-12  Los Angeles County Detention Facility Assessments 18-Dec-12
Cost with GC Cost with GC  Cost with GC
Markups and Markups and ~ Markups and
Component Description Direct Cost Contingency  Component Description Direct Cost Contingency Contingency
$ $ $ $ $
1.0  Administration $328,175 $458,981 1.0 Administration $458,981
2.0  Main Control $294,016 $411,207 1.1 Change door hardware to lever $2,100 $2,937
3.0  Infirmary/ Processing $317,976 $444,717 1.2 Enlarge toilet and shower, remove one bench in each
4.0  Inmate Services $269,095 $376,353 locker room, remove wall and door 109. $65,000 $90,908
5.0  Warehouse / Laundry $239,395 $334,815 1.3 Add opener to door 105 $450 $629
6.0  Utility Shop / Gardening $290,895 $406,842 1.4 Patch and repair roofing $42,500 $59,440
7-15 Barracks x 9 Buildings (7-15) $1,589,797 $2,223,469 1.5 Replace roof top HVAC units $93,500 $130,768
16-22  Barracks x 7 Buildings (16-22) $1,229,867 $1,720,075 1.6 Replace plumbing fixtures $30,000 $41,958
23.0  Adjustment Center $114,522 $160,169 1.7 GFI outlet at sink $1,125 $1,573
24.0  Recreation Room $135,500 $189,509 1.8 Lighting upgrade $68,000 $95,104
25.0  ICE Administration $135,500 $189,509 1.9 Paint interiors $25,500 $35,664
26.0  Visiting Restrooms $86,495 $120,971
27.0 Immigration Courts $306,545 $428,730 2.0 Main Control $411,207
28.0 Scheduling / Training $31,205 $43,642 2.1 Change door hardware to lever $2,100 $2,937
29.0  Kitchen / Armory $78,372 $109,609 2.2 Reposition sink, insulate pipes and add grab bars $1,500 $2,098
30.0  Steam Plant $48,500 $67,831 2.3 Add handrails and chair lift $18,000 $25,175
31.0 Old Side Canteen $15,000 $20,979 2.4 Patch and repair roofing $42,500 $59,440
32.0 E & F School Portables $39,515 $55,266 2.3 CMU wall anchorage upgrade $10,000 $13,986
33.0  Heliport $19,000 $26,573 2.4 Replace roof top HVAC units $93,500 $130,768
34.0  Visitor Booth $28,000 $39,160 2.5 Replace plumbing fixtures $30,000 $41,958
35.0  Main Gate Booth $19,000 $26,573 2.4 GFI outlet at sink $1,125 $1,573
36.0  Jaffey Park Booth $24,000 $33,566 2.5 Lighting upgrade $68,000 $95,104
37.0  North Gate Booth $13,000 $18,182 2.6 Paint interiors $27,291 $38,169
3621.0  Storage $20,000 $27,972
3626.0  Barracks $33,761 $47.217 3.0 Infirmary / Processing $444,717
3630.0  Facilities Service Building $168,793 $236,071 3.1 Change door hardware to lever $2,100 $2,937
3630.0 Backgrounds $27,181 $38,014 3.1 Reposition sink, insulate pipes and add grab bars $4,500 $6,294
3637.0 Hanger 1 $20,000 $27,972 3.2 Patch and repair roofing $50,000 $69,929
3638.0  Training Room $106,654 $149.,165 3.2 CMU wall anchorage upgrade $10,000 $13,986
3642.0 War Eagle Tower $73,000 $102,097 3.3 Replace roof top HVAC units $110,000 $153,845
3645.0 G-Barracks $104,887 $146,694 3.3 Replace plumbing fixtures $30,000 $41,958
3656.0  Silver Bullet $99,346 $138,945 3.4 Lighting upgrade $80,000 $111,887
3929.0 BOQ (Bachelor Officers Quarters) $54,098 $75,661 3.4 Paint interiors $31,376 $43,882
3985.0 Pump House $5,000 $6,993
4165.0  Kitchen / Dining $272,992 $381,804 4.0 Inmate Services $376,353
4268.0 E - Easy Barracks x 2 Buildings (4268 & 4269) $385,387 $538,997 4.1 Change door hardware to lever $2,100 $2,937
38.0  Site $770,000 $1,076,912 4.1 Reposition sink, insulate pipes and add grab bars $4,500 $6,294
4.2 Patch and repair roofing $42,500 $59,440
|TOTAL CONSTRUCTION 12/2012 $7,794,470 $10,901,243| 4.2 CMU wall anchorage upgrade $10,000 $13,986
4.3 Replace roof top HVAC units $93,500 $130,768
4.3 Replace plumbing fixtures $24,000 $33,566
4.4 Lighting upgrade $68,000 $95,104
4.4 Paint interiors $24,495 $34,259

(2)

C. P. O'Halloran Associates Inc.
Construction Cost Management

(3)

C. P. O'Halloran Associates Inc.
Construction Cost Management
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Mira Loma Detention Facility #12-2165 Mira Loma Detention Facility #12-2165
Los Angeles County Detention Facility Assessments 18-Dec-12 Los Angeles County Detention Facility Assessments 18-Dec-12
Cost with GC  Cost with GC Cost with GC  Cost with GC
Markups and ~ Markups and Markups and ~ Markups and
Component Description Direct Cost Contingency Contingency Component Description Direct Cost Contingency Contingency
$ $ $ $ $ $
5.0 Warehouse / Laundry $334,815 16-22 Barracks x 7 Buildings (16-22)
5.1 Change door hardware to lever $2,100 $2,937 0.5 Replace shower valves $47,600 $66,573
5.2 Change entry threshold $1,800 $2,517 0.6 Replace toilet and shower partitions $78,400 $109,649
5.3 Reposition sink, insulate pipes and add grab bars $4,500 $6,294 0.7 Replace drinking fountain $31,500 $44,055
5.4 Upgrade stair handrails $6,000 $8,392 0.8 Reroute ductwork $70,000 $97,901
5.5 Repair ceramic tile $5,000 $6,993 0.9 CMU wall anchorage upgrade $70,000 $97,901
5.6 CMU wall anchorage upgrade $10,000 $13,986 1.0 Reroute ductwork $70,000 $97,901
5.7 Replace roof top HVAC units $93,500 $130,768 1.1 Replace plumbing fixtures $168,000 $234,963
5.8 Replace plumbing fixtures $24,000 $33,566 1.2 Lighting upgrade $476,000 $665,727
5.9 Lighting upgrade $68,000 $95,104 1.3 Paint interiors $171,467 $239,811
6.0 Paint interiors $24,495 $34,259
23.0 Adjustment Center $160,169
6.0 Utility Shop / Gardening $406,842 23.1 Accessible staff and cell toilet $60,000 $83,915
6.1 Change door hardware to lever $2,100 $2,937 23.2 Lighting upgrade $40,000 $55,943
6.2 Change entry threshold $1,800 $2,517 23.3 Paint interiors $14,522 $20,310
6.3 Rebuild restroom and stairs for access $55,000 $76,922
6.4 CMU wall anchorage upgrade $10,000 $13,986 24.0 Recreation Room $189,509
6.5 Replace roof top HVAC units $93,500 $130,768 24.1 Reposition handrail, insulate pipes and move partition $3,500 $4,895
6.6 Reroute ductwork $12,000 $16,783 24.2 CMU wall anchorage upgrade $10,000 $13,986
6.7 Replace plumbing fixtures $24,000 $33,566 24.3 Reroute ductwork $10,000 $13,986
6.8 Lighting upgrade $68,000 $95,104 24.4 Replace plumbing fixtures $24,000 $33,566
6.9 Paint interiors $24,495 $34,259 24.5 Lighting upgrade $64,000 $89,510
24.6 Paint interiors $24,000 $33,566
7-15 Barracks x 9 Buildings (7-15) $2,223,469
0.1 Change door hardware to lever $18,900 $26,433 25.0 ICE Administration $189,509
0.2 Change entry threshold $16,200 $22,657 25.1 Add kick plates $3,500 $4,895
0.3 Adjust phone height $10,800 $15,105 25.2 CMU wall anchorage upgrade $10,000 $13,986
0.4 Change vestibule door swing $14,400 $20,140 25.3 Reroute ductwork $10,000 $13,986
0.5 Replace shower valves $61,200 $85,594 25.4 Replace plumbing fixtures $24,000 $33,566
0.6 Replace toilet and shower partitions $100,800 $140,978 25.5 Lighting upgrade $64,000 $89,510
0.7 Replace drinking fountain $40,500 $56,643 25.6 Paint interiors $24,000 $33,566
0.8 Reroute ductwork $90,000 $125,873
0.9 Replace gutters $8,540 $11,944 26.0 Visiting Restrooms $120,971
1.0 CMU wall anchorage upgrade $90,000 $125,873 26.1 Seal CMU wall surfaces $6,500 $9,091
1.1 Reroute ductwork $90,000 $125,873 26.2 Delete one stall and reconfigure restroom (2 EA) $25,000 $34,965
1.2 Replace plumbing fixtures $216,000 $302,095 26.3 Add mechanical ventilation $6,500 $9,091
1.3 Lighting upgrade $612,000 $855,935 26.4 Replace plumbing fixtures $24,000 $33,566
1.4 Paint interiors $220,457 $308,328 26.5 Paint interiors $24,495 $34,259
16-22 Barracks x 7 Buildings (16-22) $1,720,075  27-0 Immigration Courts $428,730
0.1 Change door hardware to lever $14,700 $20,559 27.1 Replace exterior ADA ramp $45,000 $62,936
0.2 Change entry threshold $12,600 $17,622 27.2 Contrasting stripe at exterior stairs $1,500 $2,098
0.3 Adjust phone height $8,400 $11,748 27.3 Clean gutters . $1,000 $1,399
0.4 Change vestibule door swing $11,200 $15,664 27.4 Replace mansard paneling ) §12,000 §16,783
27.5 Replace roof top HVAC units $110,000 $153,845

(4)

C. P. O'Halloran Associates Inc
Construction Cost Management

(5)

C. P. O'Halloran Associates Inc.
Construction Cost Management

OIN;
YIX

ONYX ARCHITECTS

Los ANGELES COUNTY | DETENTION CENTER ASSESSMENT

MIRA LOMA DETENTION CENTER
45100 NortH 60TH | LANcasTER CA 93536

SITE VisiT : WED. Nov. 13+14, 2012

APPENDIX

X.4



Mira Loma Detention Facility #12-2165 Mira Loma Detention Facility #12-2165
Los Angeles County Detention Facility Assessments 18-Dec-12 Los Angeles County Detention Facility Assessments 18-Dec-12
Cost with GC ~ Cost with GC Cost with GC  Cost with GC
Markups and ~ Markups and Markups and ~ Markups and
Component Description Direct Cost Contingency Contingency Component Description Direct Cost Contingency Contingency
$ $ $ $ $ $
27.0 Immigration Courts 33.0 Heliport
27.6 Replace plumbing fixtures $24,000 $33,566 33.3 Accessible upgrade to shower and toilet $8,000 $11,189
27.7 Lighting upgrade $80,000 $111,887 33.4 Repair asphalt $5,000 $6,993
27.8 Paint interiors $33,045 $46,217
34.0 Visitor Booth $39,160
28.0 Scheduling / Training $43,642 34.1 ADA upgrades, ramp, threshold, door hardware and
28.1 Contrasting stripe at exterior stairs $1,000 $1,399 counter height $28,000 $39,160
28.2 Change door hardware to lever $1,500 $2,098
28.3 Upgrade handrails $5,000 $6,993 35.0 Main Gate Booth $26,573
28.4 Replace damaged wall $20,000 $27,972 35.1 ADA upgrades, ramp, weather strip, patch and paint $19,000 $26,573
28.5 Paint interiors $3,705 $5,181
36.0 Jaffey Park Booth $33,566
29.0 Kitchen/ Armory $109,609 36.1 ADA upgrades, ramp, threshold, door hardware $24,000 $33,566
29.1 Contrasting stripe at exterior stairs $1,000 $1,399
29.2 Change door hardware to lever $1,500 $2,098 37.0 North Gate Booth $18,182
29.3 Upgrade handrails $5,000 $6,993 37.1 ADA upgrades, paving repairs and counter height $13,000 $18,182
29.4 Accessible upgrade to bath and shower $15,000 $20,979
29.5 Replace damaged wall $12,000 $16,783 3621.0 Storage $27,972
29.6 Replace roof top HVAC units $16,500 $23,077 3621.1 Demolish $20,000 $27,972
29.7 Replace plumbing fixtures $12,000 $16,783
29.8 Lighting upgrade $12,000 $16,783 3626.0 Barracks $47,217
29.9 Paint interiors $3,372 $4,715 3626.1 Demolish $33,761 $47.217
30.0 Steam Plant $67.831  3630.0 Facilities Service Building $236,071
30.1 Ramp at entry $4,500 $6,294 3630.1 ADA upgrades, restroom, handrails $50,000 $69,929
30.2 Change door hardware to lever $1,500 $2,098 3630.2 URM anchorage and rod bracing $30,000 $41,958
30.3 ADA upgrades to bathrooms (2 EA) $15,000 $20,979 3630.3 Remove mechanical equipment $10,000 $13,986
30.4 CMU wall anchorage upgrade $8,000 $11,189 3630.4 Replace exhaust fans $6,500 $9,091
30.5 Replace plumbing fixtures $15,000 $20,979 3630.5 Replace plumbing fixtures $36,000 $50,349
30.6 Paint interiors $4.500 $6,294 3630.6 Paint interiors $36,293 $50,758
31.0 Old Side Canteen $20,979  3630.0 Backgrounds $38,014
31.1 Allowance $15,000 $20,979 3630.1 ADA upgrades, threshold and door hardware $3,000 $4,196
3630.2 Window replacement $8,000 $11,189
32.0 E & F School Portables $55,266  3630.3 Remove mechanical equipment $5,000 $6,993
32.1 Upgrade handrails $5,000 $6,993 3630.4 Lighting upgrade $8,131 $11,372
32.2 Accessible upgrades to restrooms and hand wash sink $9,600 $13,426 3630.5 Paint interiors $3,049 $4,265
32.3 Add mechanical ventilation $4,500 $6,294
32.4 Replace plumbing fixtures $18,000 $25,175 3637.0 Hanger 1 $27,972
32.5 Paint interiors $2,415 $3,378 3637.1 Demolish $20,000 $27.972
33.0 Heliport $26,573  3638.0 Training Room $149,165
33.1 Restripe parking and provide assessable aisle $4,500 $6,294 3638.1 ADA upgrades, replace entry doors $4,000 $5,594
33.2 Add signage $1,500 $2,098 3638.2 ADA upgrades, toilet, break room and drinking fountain $8,000 $11,189

C. P. O'Halloran Associates Inc
Construction Cost Managemen!
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Construction Cost Management
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Mira Loma Detention Facility #12-2165 Mira Loma Detention Facility #12-2165
Los Angeles County Detention Facility Assessments 18-Dec-12 Los Angeles County Detention Facility Assessments 18-Dec-12
Cost with GC ~ Cost with GC Cost with GC  Cost with GC
Markups and ~ Markups and Markups and ~ Markups and
Component Description Direct Cost Contingency Contingency Component Description Direct Cost Contingency Contingency
$ $ $ $ $ $
3638.0 Training Room 4165.0 Kitchen / Dining
3638.3 Replace ceiling grid $5,000 $6,993 4165.3 Replace entry door $4,000 $5,594
3638.4 Remove mechanical equipment $8,000 $11,189 4165.4 ADA toilet room upgrade $35,000 $48,951
3638.5 Replace plumbing fixtures $27,000 $37,762 4165.5 Repair finishes $20,000 $27,972
3638.4 Lighting upgrade $39,749 $55,592 4165.6 Existing mechanical equipment, service and clean $10,000 $13,986
3638.5 Paint interiors $14,906 $20,847 4165.7 Replace plumbing fixtures $30,000 $41,958
4165.8 Replace piping $50,000 $69,929
3642.0 War Eagle Tower $102,097 4165.9 Lighting upgrade $78,918 $110,373
3642.1 ADA upgrades $50,000 $69,929 4166.0 Paint interiors $35,075 $49.,055
3642.2 Remove mechanical equipment $5,000 $6,993
3642.3 Replace plumbing fixtures $12,000 $16,783 4268.0 E - Easy Barracks x 2 Buildings (4268 & 4269) $538,997
3642.4 Paint interiors $6,000 $8,392 4268.1 Upgrade - allowance $80,000 $111,887
4268.2 Existing mechanical equipment, service and clean $15,000 $20,979
3645.0 G-Barracks $146,694  4268.3 Replace plumbing fixtures $144,000 $201,397
3645.1 Change door hardware to lever $4,000 $5,594 4268.4 Lighting upgrade $104,562 $146,239
3645.2 Replace damaged siding $8,000 $11,189 4268.5 Paint interiors $41,825 $58,496
3645.3 Replace mechanical equipment $25,000 $34,965
3645.4 Replace plumbing fixtures $18,000 $25,175 38.0 Site $1,076,912
3645.5 Lighting upgrade $36,282 $50,743 38.1 Domestic water - -
3645.6 Paint interiors $13,606 $19,029 38.2 Fire water - additional fire hydrants $120,000 $167,830
38.3 Sewer - -
3656.0 Silver Bullet $138,945 38.4 Gas/ propane - -
3656.1 Change door hardware to lever $4,000 $5,594 38.5 Storm water / drainage - -
3656.2 Add 6" ramp to entry and provide stage lift $22,000 $30,769 38.6 Site electrical, lighting and equipment - -
3656.3 Replace ceiling tile $6,000 $8,392 38.7 Site mechanical, plumbing and equipment - -
3656.4 Replace mechanical equipment $20,000 $27,972 38.8 Fuel tank - -
3656.5 Replace plumbing fixtures $15,000 $20,979 38.9 Pavements and walkways - repairs $300,000 $419,576
3656.6 Lighting upgrade $23,525 $32,901 39.0 Parking - repairs and restriping $100,000 $139,859
3656.7 Paint interiors $8.,822 $12,338 39.1 Access road evaluation - -
39.2 Grading settlement - -
3929.0 BOQ (Bachelor Officers Quarters) $75,661 39.3 Helipad - -
3929.1 Provide accessible handrails at stairs $4,000 $5,594 39.4 ADA site upgrades $250,000 $349,647
3929.2 Replace exterior doors at ground floor $3,000 $4,196
3929.3 CMU wall anchorage upgrade $8,000 $11,189
3929.4 Existing mechanical equipment, service and clean $7,000 $9,790
3929.5 Replace plumbing fixtures $18,000 $25,175 |TOTAL CONSTRUCTION 12/2012 $10,901,243
3929.6 Paint interiors $14,098 $19,717
3985.0 Pump House $6,993
3985.1 Provide ADA accessible entry $5,000 $6,993
4165.0 Kitchen / Dining $381,804
4165.1 Change door hardware to lever $4,000 $5,594
4165.2 Stair handrail upgrade $6,000 $8,392
(8) C. P. O'Halloran Associates Inc. (9) C. P. O'Halloran Associates Inc.
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Mira Loma Detention Center - Building and Improvements Inventory - Initial Visit Information

A= Metal Bldg, Metal Walls  B= Metal Bldg, CMU Walls

slab-on-grade  F=Wood frame, raised floor =~ G= Wood beams, Steel roof, conc floor
Relocatable (trailer) K= Metal Hanger L= Concrete Block, conc roof M=steel guard tower

C= Conc. Walls, Conc Roof D= Quonset Hut E= wood frame,

H= Prefab Walk In Equipment  J=

Plans Looks
Reference available, Prev | Potentially deteriorated
Bldg # Building Name Year built | Bldg Type | # stories ? Studies? Historic? ?
1/Administration 1985 A 1
2 Main Control 1985 A 1
3 Infirmary / Processing 1985 A 1
4|Inmate Services 1985 A 1
5 Warehouse / Laundry 1985 A 1
6| Utility Shop (Gardening) 1985 A 1
7 Barracks ("low side") 1985 A 1Y
8 Barracks ("low side") 1985 A 1Y
9 Barracks ("low side") 1985 A 1 Y
10 Barracks ("low side") 1985 A 1 Y
11 Barracks ("low side") 1985 A 1 Y
12|Barracks ("low side") 1985 A 1Y
13|Barracks ("low side") 1985 A 1 Y
14 Barracks ("low side") 1985 A 1 Y
15 Barracks ("low side") 1985 A 1 Y
16 Barracks ("high side") 1985 A 1 Y
17 Barracks ("high side") 1985 A 1 Y
18 Barracks ("high side") 1985 A 1 Y
19 Barracks ("high side") 1985 A 1 Y
20 Barracks ("high side") 1985 A 1 Y
21 |Barracks ("high side") 1985 A 1Y
22 Barracks ("high side") 1985 A 1 Y
23 Adjustment Center (high lockdown) 1985 B 1
24 Recreation room 1985 A 1
25 ICE Administration J 1
26 Visiting Restrooms 1
27 | Immigration Courts J 1
28 Scheduling / Training 1
29 Kitchen Armory J 1
30 Steam Plant Pre 1970s B 1
31 /0Id Side Canteen Pre 1970s 1
32|E & F School (portables) J 1
33 Heliport n/a
34 Visitor Booth 1
35 Main Gate Booth 1
36| Jaffey Park Booth 1
37 |North Gate Booth 1
3614 Outside Maintenance F 1
3615 Outside Maintenance F 1
3616 Storage F 1
3618 Storage F 1
3619 Storage F 1
3620 Storage F 1
3621 Storage F 1
3626 A - Able Barracks 1940s E 1 Yes Yes
3627 D - Dog Barracks 1940s E 1 Yes Yes
3628 C - Charlie Barracks 1940s E 1 Yes Yes
3629 B - Barker Barracks 1940s E 1 Yes Yes
3630 FSB (Facilities Service Building) B?; wd roof 1
3632 Old Side School / Archive? 1940s 1 Yes Yes
3636 Backgrounds 1940s 1
3637 Hanger 1 1940s K 1
3638 Training Room 1940s 1
3642 War Eagle Tower (airport tower) 1940s multi Yes
3645 G-Barracks (hard lock) 1940s L 1 Yes
3646 G-Barracks (hard lock) 1940s L 1 Yes
3656 Silver Bullet (British 'Theater') 1940s D 1 Yes
3929 BOQ (Bachelor Officers Quarters?) 1+ bsmt
3985 Pump House 1
4165 Kitchen / Dining 1+ bsmt Seismic rpt
4164 Walk-in Refrigerator H 1
4165 Walk-in Refrigerator H 1
4268 E - Easy Barracks C 1
4269 |F - Fox Barracks C 1
T1 Tower 1 (guard tower nest) M pole-mtd | Yes
T2 Tower 2 (guard tower nest) M pole-mtd |
T3 Tower 3 (guard tower nest) M pole-mtd
T4 Tower 4 (guard tower nest) new M pole-mtd
Water Tower (metal) 1940s n/a n/a
'Generator n/a n/a
Fuel Tanks n/a n/a
North Pool n/a n/a
South Pool n/a n/a
Steam Tunnels 1940s n/a n/a |
Old side former phone shelter n/a 1
Baseball field (new) n/a n/a
Basketball courts n/a n/a
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